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CHAPTER 3

ROADS, GROUNDS, REFUSE, SHOPS, AND EQUIPMENT

Section 1.

3.1, General

Keeping runways and landing fields in condition for

safe use at all times will take priority over all other

" post engineer maintenance at AAF stations. Runway
pavements should be inspected daily and immediate
repairs made on areas showing any scalmg, raveling,
checking, or settling.

3.2. Extensions and Additions
When extensions or additions to airfield pavements

" are to be permanent in nature, design analysis for.

the improvements will be submitted to OCE. Ap-
plicable design criteria will be followed, regardless
of funds used for the work. When repairs and utili-
ties funds are to be used, the commanding general of
the air force or AAF command will decide whether
the post engineer will do the work. If the post engi-
neer is not able to perform the proposed work,
assistance of the appropriate. division engmeer will
be requested.

3.3, Patching

Load capacity of pavement patches should not ma-
terially exceed the designed strength of the original
construction. Patching materials should be similar
in character to materials ongmally used in the pave-
ment,

3.4. Joints in Concrete Pavements

Because the poured bituminous joint fillers used in
building many concrete pavements perform unsatis-
factorily, resealing or completcly replacing poured
joints will be necessary in a number of cases. How-
ever, the need for removing and replacing any large
amount of filler should be investigated carefully be-
fore approval; whenever possible, less expensive
alternate methods should be used. Using light grades
of bituminous material to reseal existing joints in-

A4

AIRFIELD PAVEMENTS

stead of replacing them should be considered even .

if resealing would have to be repeated yearly. The
expected period of Army use and the possible de-
teriorating effects of slight leakage into the base and
subgrade should affect the decision.

3.5, Cleaning Airfield Pavements

To prevent damzée to aircraft tires by stones, metal
scraps, and other debris, airfield pavements must be
cleaned and policed frequently.

3.5, Airfield Marking
6. Runways AND Taxiways. (1) Funds. Re-

. pairs and utilities funds can be used for all initial

marking and remarking of runways and taxiways,
unless the work is part of construction or reconstruc-
tion of airfield pavements for which construction
funds are used. Requests will be processed in ac-
cordance with current instructions for repairs and
utilities projects; however, the commanding general
of the air force or AAF command will first decide
which airfields need numbering and marking. All
costs in connection with initial marking and remark-
ing of pavements will be charged to appropriate

* direct-cost accounts; no part will be charged as new

work.

(2) Performance. Bemuse this work must be
closely coordinated with fying activities and pave-
ment-maintenance operations, as much of it as pos-
sible should be done by purchase and hire so the post
engineer can supervise it closely,

(3) Numerals and symbols. New numerals, bars
under numerals, and length symbols will not be
placed until the old numerals need repainting. Then.
new numerals and length symbols will be painted to
comply with current standards. Obsolete pavement
markings which are not masked out by the new
stripings, numerals, and symbols should be obliter-
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ated only enough to eliminate confusion or conflict
with the revised marking pattern.

(4) Omission of standard features. 1f the com-
manding general of an air force or AAF command
does not think complete field marking is necessary
for flying operations, standard numersls, symbols,
stripings, or delineators may be omitted. Substitut-
ing nonstandard numerals, symbols, stripings, or de-
lineators is not authorized. The commanding gen-

" eral of air force or AAF command will choose be-

tween alternate types of taxiway delineators, such as
reflector disk as against applied reflective material.

(5) Apron marking. Taxiway markings may be
continued through or along one edge of an apron
if the commanding general of the air force or AAF
command concerned considers it necessary. How-
ever, marking should not be used merely to indicate
aprons.

b. Hazarps. Any hazardous condition of pave-
ments or other areas used by aircraft will be plainly
marked.

(1) Swmall areas. Smaﬂ holes, soft spots, etc., on
the usable portion of airports will be marked with
yellow flags or yellow pyramids by day and with yed
lights by night to warn incoming pilots that those
spots are unsafe for landing.

(2) Large creas. When relatively large areas are
unsafe for landing, they will be outlined with yellow
flags by day and with red lights by night. A large
cross will be set in the approximate center of the
area, using yellow flags or strips of yellow cloth by
day and red lights at night.

(3) Closed runways. When 2 well-defined run-
way is closed, a large cross of yellow flags or yellow
strips of cloth will be placed at each end during day-
light hours. At night, red lights in the form of a
cross will be placed at each end of the runway,

making certain that enough lights are used for the -

cross to be clearly distinguishable.
Note. Crosses must be large encugh to wamn visiting

.
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pilots that the area or runway is unsafe, A large numbe
of individual markers will not be used, as they would mak,

it impossible for 2 pilot to determine precisely which ares i
to be used and which avoided.

3.7. Failures i

Summary reports will be prepared for each majo
failure of pavements at airfields constructed by th
Corps of Engineers for use by AAF. They will no
be prepared for ménor pavement-surface failure
such as raveling or spalling, or where resealing onl
is required. Reports will also be submitted if th

has shown signs of severe overstres:
though actual failure has not occurred. The divisio:
‘engineer concerned will be responsible for arrangin
preparation of these reports and for assembling an
submitting two copies to OCE and one copy to th

Waterways Experiment Station, Vicksburg, Mx.
sissippi.

38. Lus'od Airdromes

6. MAINTENANCE. The extent of War Depar
ment responsibility for maintenance and repair ¢
flying fields and facilities at leased airdromes d
pends on terms of the lease. Work for which t
War Department is responsible is chargeable to a
plicable repairs and utilities funds, and may be do
by a post engineer or by contract citing these func
At airfields used concurrently by the Governme

-_the lessor, and other tenants, maintenance and rep.

costs may be shared by the parties involved on a p
portional basis. However, for greater safetyand e
ciency, the Government should be responsible *
performing the work on all leased property.

b. CertiFicaTES OF NECESsiTY. Repair, alte
tion, or improvement of runways, taxiways, aprc
and similar facilities does not require a certific
of necessity in accordance with Public Law 530, 7
Congress. (See par. 2.33.) Limitations of the Ec
omy Act apply specifically to leased buildings
structures or parts of buildings and structures.

[}

Section ll. ROADS AND WALKS

-39, Off-reservation Roads, Streets, and Highways

~ a. Pusric Roans ADMINISTRATION. Normally, on
certification by the Secretary of War, the Public
Roads Administration will maintain and make essen-
tial improvements and repairs to access roads to
posts, camps, stations, and leased or purchased

auxiliary fields, ranges, and training areas, whe
or not they are State, county, or municipal r¢
(See Defense Highway Act of 1941, Pub. Law
77th Congress, as amended.)

b. War DEpARTMENT. War Department {
can be used to repair public roads and stree’

. ARO0249
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emergencies only, to insure safe passage of military
traffic; only essential repairs can be made.

+ ¢ Crarns. Claims arising from damage caused
by military vehicles on State, county, or municipal
roads may be handled under procedures outlined in
- AR 25-20 or 25-25, or through the Public Roads Ad-
ministration in accordance with section 10, Pubhc
Law 295, 77th Congress, as amended.

3.10. Public Roads in Military Reservations

6. Roaps Notr Crosep or ConTROLLED. Public
roads which are in military reservations and which
have not been closed or on which public traffic is not
controlled by the post commander will be improved,
repaired, or maintained by the responsible local unit
of government; or the Public Roads Administration
can be requested to finance the work as an access-
road project in accordance with existing access-road
procedure.

b. Crosep or CoNTROLLED Roaps. Roads in mxlx-
tary reservations can be improved or repaired with
repairs and utilities funds if the post commander has
closed or controlled public traffic on them, and if the
War Department acquires a real-property interest in
them. (See AR 100-61.)

¢. EMERGENCY WORK. Repairs and utxlmes funds
can be used for any essential emergent repairs to
public reads in military reservations if the repairs are
needed to insure safe passage of military traffic.

3.11 Emergency Assistance to State Highway Depart-
“ments

¢. WHEN PermiTTeED. To prevent serious inter-
ruption of traffic on principal through highways and
on access roads to military establishments and de-
fense industries, commanding generals of service
commands can lend to State Highway Departments
for highway maintenance and snow removal any
equipment, repair parts, and maintenance supplies
under their control which can be spared temporarily
from other less urgent military uses. Since such
equipment is extremely critical and, in general, in
constant use for direct military purposes, assistance
must be limited to emergency situations involving
war-connected needs. Therefore, this aid will be
given only when the appropriate district enginer of
the Public. Roads Administration certifies to the
commanding general of the service command that an

emergency exists, and the commanding general of -

the service command determines that the military
interest is directly affected by the emergency.
b. Procepures. (1) Equipment. Service com-

45
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mands will lend equipment to State Highway Com-
missions on memorandum receipt. Commissions will
be responsible for operating and maintaining the
equipment and for returning it in substantially the
condition in which it was received.

(2) Repair parts and maintenance supplies. Re-
pair parts and maintenance supplies for equipment
loaned to State Highway Commissions and for other
equipment operated by the commissions will be
loaned on memorandum receipt when repayment is
to be in kind; if monetary repayment is to be made,
parts and supplies will be sold to State Highway
Commissions at not less than cost to the Govern-
ment. If the commanding general of a service com-
mand has no equipment and spare parts available, the
appropriate division engineer may be asked to make
available additional supplies and equipment under his
control,

3.12, Standards of Maintenance

a. Roabs. Normally, temporary type construction
roads will require constant maintenance. Since tem-
porary roads can, by intensive effort, be kept in
usable condition at all times, their replacement with
permanent type construction is against established
policy.

b. Warks. To reduce tracking of mud into build-
ings, access walks from paved streets or sidewalks
to buildings may be resurfaced with crushed stone,
and timber footbridges may be built across deep
ditches, Temporary walks should not be given bi-
tuminous surface treatment unless available aggre-
gates require additional binder for stability and eco-
nomical maintenance,

3.13. Leased Facilities

The certificate required by Public Law 530, 77th
Congress (par. 2.33) is not needed for repair, altera-
tion, or improvement of pavements in leased areas.
Limitations of the Economy Act apply specifically to
leased buildings and structures or parts.of buildings
and structures.

3.14, Private Cemeteries Within Military Reservations

For polxcy on maintaining roads and walks at private
cemeteries within mxhtary reservations, see para-
graph 3.415.

3.15. Manufacturing Plants

Repairs and utilities responsibility for maintaining
roads, walks, and parking arcas at industrial sections
of Government-owned and operated Chemical War-

H
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. - fare Service and Ordnance Department armories,

arsenals, and proving grounds includes sweeping,

= sprinkling, cleaning, snow removal, and repair. The

-

3,16, Asphalt and Road Oils

The following directives issued by the Petroleum
Administrator for War restrict the use of asphalt
for paving purposes:

6. *PeTroLeUM Directive No. 72. Petroleum
Directive No. 72, 9 September 1943, prohibits the
delivery, acceptance of delivery, and use of road oil
as a paving material or dust palliative on roads or
other surfaces. Road oil is defined in the directive
as crude petroleum or any of its derivatives which,
on distillation to 680° F., will yield a residue having
3 penetration greater than 350 at 77°, 100 grams, 5
seconds ; it does not include medium-curing cut-back
{ asphalt or flux oil which is used exclusively for flux-
« . ing natural rock or native asphalt or which is mixed
with powdered asphalt to prepare plant-mixed pav-
ing mixtures. Individual requests for release of road
oils will be sent to the Petroleum Administration
(par. (c) of the directive) ; they will include a full
description of the intended use of the material and
specific reasons why less critical products or alternate
methods cannot be satisfactorily employed.

b. PerroLeus Directive No. 66, Petroleum Di-
rective No. 66, as amended 22 May 1943, prohibits
the manufacture of crack filler, joint filler, cold
patch, lump or powdered asphalt, and zone-marking
paint when these products are to be transported from

Section V.

3.19. Maintenance Responsibility

a. TraNsPoRTATION Corrs. The Transportation

§ Corps is responsible for operating and maintaining

all railway equipment, for maintenance-of-way of all

military railways, and for maintenance-of-way of

. NS utility railways at designated posts or at areas under

L “dircet control of tactical commanders where units of

( the Military Railway Service have been specifically
assigned for the purpose.

* Petroleun Directives available through Regional Offices,
PAW.,

'  AR00251
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operating service is responsible for maintenance at

proof facilities. For a list of facilities to which this
policy applies, see paragraph 1.9,

Section lll. PAVING MATERIALS

a refinery by tanker, barge, tank car, tank truck, or
tank trailer; it also limits the grades of asphalt
which may be used for paving or for dust-palliative
purposes.

3.17. Tests and Development Work

To facilitate and coordinate all special investigations,”

tests, research, and development work on bituminous " |
materials and flexible pavement design, a Flexible
Pavement Laboratory has been established as a
branch of the Embankment, Foundation, and Pave-
ment Division, U. S. Waterways Experiment Sta-
tion, Vicksburg, Mississippi. A Rigid Pavement
Laboratory has been established in the Cincinnati
Testing Laboratory, Ohio River Division, Marie-
mont, Ohio, to do similar work on design and con-
struction of rigid type pavements. The laboratorie:
will be equipped primarily to perform the function:
outlined above; on request, they will also do routin¢
testing for post engineers on a reimbursement basis

3.18. Asphalt Procurement

The Corps of Engineers is responsible for specifica
tions, determining requirements, providing fund:
purchase, inspection, and storage and issue of soli
asphalts, cut-backs, and emulsions for paving pu
poses. (See WD Procurement Reg. No. 603.)

RAILROADS

b. Corrs oF EnGINEERs. The Corps of Enginee:
is responsible for new railway construction ar
maintenance-of-way of utility railways not cover:
in a above.

3.20. Railroad Maintenance Agreements

a. TransporTaTION CoRPs. Except 2s indicat
in b below, the Chief of Transportation is respc
sible for making traffic and operating agreements
contracts with rail carriers to move persons 3
property to and from points on Government-ow:
railroad tracks, and to and from other necess
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- points. These agreements or contracts will be exe-

cuted by officers designated by the Chief of Trans-
portation. Agreements or contracts which include
provisions for maintenance or repairs of Govem-
ment-owned railroad trackage will be coordinated
with the Chief of Engineers before they are signed.

‘b, Coxrs or Encineezs. Officers designated by
the Chief of Engineers will make contracts involving
construction or acquisition of new Army installations
within Continental United States, exclusive of
Alaska. These contracts will be referred to the Chief
of Transportation for approval of transportation
matters at the same time that they are referred to
the carriers concerned.

3.21. Rails and Track Materials

a. CexirarL Arrocation 3y OCE. Rail and track
materials and equipment for projects built or main-
tained under direction of post engineers will not be
centrally allocated by OCE without specific request
through channels. The office issuing the requisition
will issue confirming purchase orders and follow all
rules governing purchase allocations.

b. RequistTions. Requisitions are required for
all rail and track items. Requisitions for central allo-
cation of rail and track materials will include infor-
mation on weight of rail, length in linear feet, with
or without fittings, number and size of turnouts,
Controlled Materials Plan allocation symbol for ac-
cessories and turnouts, etc.

¢. CHANGES Ok CANCELATIONs. Once purchase
allocations are issued, cancelations or changes in
quantities, capacities, types, grades, deliveries, etc,
will be permitted only with approval of OCE. No
changes will be made or authorized by Corps of En-
gineers field representatives. '

3.22. Utility Railroad Maintenance Equipment

For information on utility railroad maintenance
equipment, see paragraph 3.79.

Section V. SNOW REMOVAL AND WINTER MAINTENANCE

3.27. Responstb'ﬂy

Snow-removal service is a repaxrs and utilities
function.

3.28. Snow Removal at Landing Fields

The commanding officer of an airfield will be re-
sponsible for setting the standards for snow removal

48
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3.23. Manufacturing Plants

Maintenance of track and track equipment is a re-
pairs and utilities responsibility at industrial sections
of Government-owned and operated Chemical War-.
fare Service and Ordnance Department armories,
arsenals, and proving grounds; operation and main-
temance of rolling stock and loading and unleading
equipment are responsibilities of the operating ser-
vice. For a list of facilities to which this policy
applies, see paragraph 1.9,

3.24, Flagman and Watchman Service

- a FracueN, Railrcad-company flagmen re-
quired because of repairs to utility railroads will be
paid from repairs and utilities funds available for
maintenance and repair of real property.

b. WarcaueN. Crossing watchmen perform du-
ties which are related to normal railroad operation

and, therefore, will be paid from available operating
funds.

3.25. Changes in Rail Facilities

To help the Traffic Control Division, Transportation
Corps, keep rail-facility maps current, the post en-
gineer will submit maps to the service command
transportation officer as soon as practicable after
changes in rail facilities are made. Maps will show
in detail all additions, deductions, or relocations of
trackage or-other changes in rail facilities, and will
indicate the number of linear feet of track changed.

3.28. Leased Facilities

Certificate in accordanice with Public Law 530, 77th
Congress (par. 2.33) is not required for leased-rail-
road repairs, alterations, or improvements. Limita- -
tions of the Economy Act apply specifically to leased
buildings and structures or parts of buildings and
structures. :

and winter maintenance at the field, Maintenance
should be governed by the following standards:

a. In continental United States, snow will be re-
moved from runways.

b. At Air Transport Command airdromes, work
should be conducted so there will be little or no in-
terruption in use of landing-field facilities.

AR00259
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¢. At the discretion of the commanding officer of
the installation, airfield use may be suspended to
permit efficient operation of snow-removal equip-
ment.

d. In general, runways will be considered unble
in emergency when the cleared area is 150 feet wide,
. and when snow banks within 100 feet of either side
of the cleared ares are no more than 3 feet high and
are sloped at the edges adjoining the cleared runway.

3.29. lce Alleviation

™ B-400
Pars. 3.20-3.34

Minimum amounts of calcium chloride or sodium
chloride may be mixed with aggregates to produce
proper braking surfaces for airplane traffic. Alla-
linity of sand-chloride mixtures may be reduced by

solution treatment and by storing mixtures for 10
to 30 days before use,

3.30. Spare Parts for Snow-removal Equipment

For discussion of spare parts for snow-removal
equipment, see paragraph 3.81.

Section VI. GROUNDS

3.31. General

a. ResponsisiLrry. The post engineer’s grounds-
maintenance responsibilities include revegetation,
renovation, fertilization, and grass mowing, and the
use and care of all incidental maintenance equipment.
Grounds-maintenance and dust- and erosion-control
technicians on the staffs of service command en-
gineers Will supervise projects and assist in programs
for maintaining and expanding vegetated areas and
dust- and erosion-control work at class I, I1, and IV
installations. They will give technical assistance to
class III installations when requested and will make
technical inspections of class III installations to in-
sure that prescribed standards, procedures, and pol-
icies are being followed. Service command engineers
and AATF commands can get help from organizations
such as the U, S. Department of Agriculture, U, S.
Department of lntenor. and State Agricultural Ex-
periment stations in preparing plans, recommenda-
tions, and specifications for revegetation projects
under consideration.

b. Lnnirations. Revegetation and dust- and
erosion-control projects will not include work done
merely as a contribution to beanty, convenience,
comfort, or prestige. The level of work should be

" no higher than needed to keep property in service-
able condition. Civilian gardeners at class I, II, III,
and 1V installations will be paid from repairs and
utilities funds when their work meets the “spartan
simplicity” standard set in paragraph 2.2), is neces-
sary grounds mamtcnancc, and is a part of the re-
pairs and utilities responsibility of the Commanding
General, AAF, or the commanding general of the
service command. Under restrictions imposed by
War Department economy directives, landscaping,

grounds beautifying, maintenance of flower beds and
greenhouses, and similar work are not proper
charges against repairs and utilities funds. Expendi-
tures will be made for revegetation and dust and ero-
sicn control only when the work is utilitarian and re-
sults in 2 net savings to the War Department.

3.32, Grounds-maintenance Personnel

To insure effective dust and erosion control and pro
tect the War Department’s investment in vegetativ
cover, experienced grounds-maintenance supervisor
should be employed at AGF and AAF stations when
ever warranted by the acreage of grounds to b
maintained and the responsibility involved.

5.33. Street and Area Marking Signs

The post engineer is responsible for preparing, erec’
ing, and maintaining street and area marking sign
Traffic-control sxgns and pavement markings wi
conform to provisions in TM 5-618 (when put
lished).

3.34, Policing

6. GenNERAL. General policing, such as picking 1
paper and cigarette butts, is not a grounds-maint
nance raponsxbxhty of the post engineer under A
100-80 and is not properly chargeable against rept
and utilities funds. Enlisted personnel and prison
labor may be used for this work; where prisont
of war are available, they should be used to
maximum. (See Pars. 1.34 and 1.35.) }

b. Amxrierps. Grassed areas in airfields must |
policed before mowmg to prevent excessive dam
to mowing eqmpment and the need for costly
pairs. This is the post engineer's responsibil
(See AR 100-80.) Refuse and debris can best

AR00253
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removed from the airfield immediately after planting
and before the surface is overgrown. These areas
should be policed periodically as part of regular
grounds-maintenance operations, with available pris-
oner labor and/or prisoners of war doing the work
whenever possible.’

¢. VEGETATED AREAS.
engineer responsible for policing vegetated areas nqt
near occupied buildings; debris such as rocks, wire,
and lumber which would interfere with grounds-
maintenance operations of mowing, soil-erosion con-
trol, drainage, etc., must be removed. Repairs and
gtilities funds can be used for this work.

3.35. Burning

Burning grass or other vegetation destroys the vege-
tative cover, often increases the dust and erosion
problem, and is generally wasteful, destructive and
hazardous. Timely mowing during the growing sea-
son will eliminate the need for burning over estab-
lished vegetation. Decisions on

whether established vegetation will be injured, as
determined by the agronomist on duty at service
cgmmand headquarters.

3.36. Hospital Grounds

The policy in paragraph 2.2b permits lawns and a
minimum number of shade trees to be grown near
ward and administration buildings at general, re-
gional, and station hospitals.

3.37. Athletic Fields and Parade Grounds

- The post engineer can carry out revegetation projects
~ on athletic fields and parade grounds as part of
grounds maintenance when the work is utilitarian
and will result in controlling dust and destructive
soil erosion. However, unless arrangements can be

- made with post commanders to retire the area from

" active use long enough to insure satisfactory growth
of plantings, repairs and utilities funds cannot be
spent for such work.

338. Agricultural Lands

o. Post ENGINEER'S RESPONSIBILITY. The post
engineer, under supervision of the post commander,
. is responsible for maintaining agricultural lands such

* -as hayfields, pastures, orchards, and vineyards which
: are located on the post reservation. He is also re-
sponsible for cultivating, fertilizing, spraying, prun-
ing, seeding cover Crops, and other work essential to
crop maintenance. Repairs and utilities funds can be

50
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used for this purpose. For policy governing pur-
chase of farm machinery and equipment, se¢ para-
graph 3.80.

b. Post COMMANDER'S ResponspiLITy. FPost
commanders are responsible for general management
of agricultural lands and crops on the post reserva-
ﬁoﬂ;theywmdeddebowthehndistobeusedmd
its crops distributed. ‘When the post commander de-
cides thataopsgrowingonthemﬁonaretobe
used by the Government, he can use Quartermaster
Corps funds to harvest, bale or pack, process, store,
preserve, and distribute the crops.’

3.39. Landing Fields

. Crop PropucrioN. Landing fields should not
be operated for hay production, but should be man-
aged so maximum density of cover is provided. Out-
lying areas which are 30 extensive or so far removed
from operational areas that they can be treated as
nonuse areas from the standpoint of mowing and
fire-hazard control may be maintained in the most
convenient manner. Before crop-production con-
tracts are entered into, even on nonuse areas, the
possibility of interference with operational activities
should, be cleared with appropriate AAF personnel
on the post.

b. MowiNnG. Vegetated landing fields at AAF sta-
tions cannot be satisfactorily maintained if close
mowing practices like those used on lawns, parks,
and golf courses are followed. Vegetative cover on
a landing field should never be mowed shorter than
3 inches.

3.40. Manufacturing Plants

As part of their repairs -and utilities responsibilities,
post engineers are responsible for all maintenance of
walks, grounds, woodlands, channels, anchorage
ways, seawalls, walls, etc., on real property at all
Chemical Warfare Service and Ordnance Depart-
ment manufacturing plants. '

3.41. Cemeteries

a. Post Ceumrremizs. (1) Selecting sites. * The
criteria below will be a guide to selecting post ceme-
tery sites at permanent posts; for additional infor-
mation, see AR 210-500.

-(a) Topography. Relatively level ground is pre-
ferred, with gentle pitch for drainage. Grass cover
will not drain freely if pitch is less than 2 percent,
unless soil is unusually porous. :

(b) Soil conditions. Soil should be dry and well
drained, with water table at least 7 feet below exist-
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ing surface. Sites showing rock outcrop should be
avoided. Soil data or samples are required by AR
210-500; test pits should be dug to learn depth of
water table and whether there is rock within 7 feet
of surface, . .

(c) Swurroundings. Isolated area is preferred, free
from noise and distraction of post activities,

(d) Accessibility and approaches. Easy accessi-
bility is desirable. However, for economy of main-
tenance there should be only one approach.

(e) Acreage. Size should be based on estimated
burial requirements. (See (2) below.) Post ceme-
teries should be planned for no more than 25 years
of use,

(f) Foliage. Existing trees should be spaced
openly throughout site. Root growth of densely con-
centrated trees would disturb graves,

*(2) Planning. Proposals for post cemeteries will
be submitted to OCE with a small-scale key map or
use map of the entire post. The map will have
enough detail to show the limits of areas already de-
veloped ; areas will be labeled to show their use for
housing, storage, warehouse area, training aids,
motor-storage area, etc. Wherever possible, the map
will indicate probable and/or possible expansions of
present use areas and their relationship to the pro-
posed cemetery sites. The Chief of Engineers will
decide whether the site is suitable on the basis of
future post development and will advise the post
commander of his decision. A preliminary site lay-
out plan will then be prepared and submitted to OCE
for review and submission to the Office of the Quar-
termaster General. The plan will be detailed enough
to show proposed location, size, and number of burial
lots and blocks of lots, roads, utilitics, etc.

(a) Lots. Lots will be 10 by S feet for enlisted

men and civilians, and 12 by 12 feet for officers. No
lot will be more than 200 feet from a turf path or
road providing hearse access; this will limit the
maximum size of a block. Roads, if any, will be 20
feet wide; turf paths used for maintenance will be
10 feet wide, with a S-foot clearance to graves or
blocks of graves on either side; if used only for
pedestrians, turf paths between blocks of graves will
be 5 feet wide. Topography will dictate the lay-out
‘of blocks and roads; the latter will follow the exist~

“ing terrain closely, avoiding construction of banks

subject to erosion, and providing minimum grading
but suitable drainage. There will be as few drainage
structures as possible, Curving roads are desirable
only if made necessary by existing topography and

to avoid gradients in excess of 4 percent. Simplicity .
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in lay-out and low maintenance cost are the most
desirable criteria.

(b) Post plot. Sections of the post plot will be
lettered consecutively: A, B, C, ete.; if it becomes
necessary to increase the area, each additional section
will be given the next letter in the sequence. Graves
in each section will be numbered in sequence, starting
with number 1.

Graves will be 5 feet deep. Special care will be
taken to have graves aligned laterally and longitudi-
nally, so headstones will line up. Headstones will be
set on the center line at the head of the grave with
the inscription facing the grave and with their upper
portions 24 inches above the ground. ‘

(3) MMaintenance. The Chief of Engineers is re-
sponsible for operating and maintaining post ceme-
teries. This includes maintenance and care of
grounds, walks, roads, drainage, and inclosing wall:
or fences; opening and closing graves; soil-erosior
control; procuring and setting headboards; setting
permanent headstones at graves; care of shrubs
trees, grass, and flowers; preparing budget estimates
and budgeting and distributing funds. The Chief o
Engineer’s responsibility also includes providing ma
terials, operating supplies, and equipment needed t
carry out the maintenance program,

b. PrivaTe CEMETERIES IN MILITARY RESERVA
TIoNS. (1) Reservations owned by United State.
-The War Department will not acquire title to ceme
teries within the boundaries of military reservatior
owned in fee by the United States, unless possessic
is essential to efficient operation of the reservation «
traffic through the cemetery cannot be controlle
otherwise. Commanding officers are responsible fi
protecting the cemetery by fencing, policing, and p

~ troling when necessary. There is no legal authori

for spending money to improve such cemeterie
however, AR 210-10 makes the post commander 1
sponsible for insuring that the cemetery is kept cle
and attractive. Under authority of AR 100-80, t
post engineer will carry out this. work, includi
maintenance necessary or incidental to upkeep of |
cemetery, grounds, lawns, trees, shrubs, plants, roa

walks, drains, fences, and walls. Burning weeds z

grass is undesirable as it will mar and deface tor

stones,

(2) Leased reservations. In maintaining eoe
teries in areas leased by the United States, the
manding officer should be guided by agreem
among the interested parties. The commanding -
cer will provide protection for the cemetery
fencing, policing, and patroling when necessary.
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¢ NatioNAL CxumETERIES. Regulations for gov-
ernment and care of National Cemeteries are con-
tained in National Cemetery Regulations, approved
by the Secretary of War and published by the Quar-

Section VIl

3.42, General

Post engineers are responsible for collecting and dis-
posing of all refuse and for collecting all salvage ex-
cept that collected by contract or subject to account-
ability. They are not responsible for disposing of
salvage. Collections may be made by other organiza-
tions or by contractors, but the post engineer remains
responsible for the economy and efficiency of such
arrangements, Service command refuse collection
and disposal personnel are available to assist class I,
II, 11T, and IV installations in— .

a. Determining the most suitable methods of col-
lection and disposal,

b. Organizing the collection systems,

¢. Selecting sanitary fill sites,

d. Initial installation of sanitary fills and regu-
lated dumps,

e. Instructing refuse disposal operating personnel.

They will also inspect segregation, collection, and
disposal operations periodically in accordance with
established procedures,

3.43. Refuse

Refuse includes all garbage, trash, and debris from
which salvage has been removed by the responsible
agencies, Segregation of the various classes of re-
fuse and salvage is done prior to collection and is not
the responsibility of the post engineer. However,
the post engineer is responsible for keeping separate,
during collection, the segregated classes of refuse
and salvage. He will notify the post commander of

incomplete segregation at points of assembly and will |

cooperate generally in the salvage program.
3.44, Disposal Facilities -

All posts, camps, and stations must be provided with
adequate refuse disposal facilities. . The approved
systems applicable to most posts are sanitary fill, in-
cinerators supplemented by regulated dumps, and re-
moval from the post. Burning pits, burn-and-cover
systems, and garbage grinders are approved methods
of disposal under special conditions. Open dumping
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termaster General. The Quartermaster Corps is re-

sponsible for maintenance and operation of National
Cemeteries. '

REFUSE COLLECTION AND DISPOSAL

of garbage and trash creates potential health hazards
by providing rodents, flies, and mosquitoes with ideal
places to live and multiply. Therefore, open dumping
of garbage and combustible trash will not be permit-
ted on military reservations.

3.45. Sanitary Fill

Because of its flexibility, low installation and oper-
ating costs, and low personnel requirements, the
sanitary-fill system of refuse disposal should be in-
stalled in preference to building an incinerator. How-
ever, a sanitary fill will not be installed or operated
if no suitable site is available or if soil or climatic
condition make the required earth-seal covering un-
‘economical or impractical. Sanitary-fill systems will
not be installed at posts, camps, and stations of 1,200
men or less or at general hospitals. Sanitary-fill op-
eration should follow closely methods outlines in TM
5-634 (when published). Slight variations are ac-
ceptable if refuse is compacted and covered each day,
and if there is no burning.

3.45, , Incinerators

Incinerator procedures should be organized with
maximum efficiency to avoid the need for added in-
cinerator or sanitary-fill equipment. Essential fac-
tors are: correct salvage procedures; elimiriating, at
the sources, incombustibles and excess water from
refuse intended for incineration; well-scheduled de-
liveries of refuse to incinerator platforms; and good
manual operation: Incinerators which are adequate
for post requirements should be kept in operation;
another disposal method will be substituted only if
the change will result in a worth while reduction in
personnel and/or operating cost.

a. OreraTION. Methods of incinerator organiza-
tion, operation, and maintenance will follow closely
the instructions in TM 5-634. If a single shift of
operating hours is insufficient, a system of staggered
working hours will be used in preference to two
shifts.

b. Sarery Facrors. Safety guardrails will be in-

stalled on all top-feed incinerators. After operating
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hours, rubbish must not be left on or delivered to the
charging floor or loading platforms.* Explosive or
highly inflammable materials must not be delivered
to or.charged into incinerators. )

¢. ConstrucTioN ReEQuEsTs. Because of the pe-
culiarity of incinerator construction, all requests for
incinerator construction at class I, II, III, and IV
installations will be forwarded to the Chief of Engi-
neers, accompanied by detailed recommendations of
the refuse collection and disposal section of the ser-
vice command.

3.47. Dumps

Regulated dumps may be used to dispose of incom-
bustible trash, forestry products, nonsalvable scrap
lumber which is not suited to incineration or sanitary
fill, and refuse such as ashes and street sweepings.
Dumps may not be used to dispose of combustible
trash or garbage: Regulated dumps will be kept as
small in area as practical. The preferred height of
dump face is not more than 4 feet. Every month,
loose materials will be compacted and covered with
12 inches of earth or ashes, All inactive open dumps
will be effaced by compacting loose materials and
covering them with 12 inches of earth or ashes. Pro-
cedures relating to dumps will follow closely in-
structions given in TM 5-634.

3.48. Removal from Post

Post engineers are responsible for arranging con-
tracts for collecting and/or hauling refuse off post
and/or for disposing of it off the reservation. Care
will be taken that the ultimate disposal method will
not create a public nuisance. Contracts or arrange-
ments can provide that the Government pay the con-
tractars, but arrangements must be in the best inter-
ests of the Government. Payment can be made from
repairs and utilities funds. '

™ §-4600
Pars. 3.44-3.83

3.49. Burning Pits

Masonry burning pits or three-sided earth revet-
ments are adequate for refuse disposal at depots and
similar installations ; however, they must be approved
by fire-prevention agencies.

3.50. Burn and Cover

At small installations, such as class A installations,
prisoner of war branch camps, or installations having
only a small station complement where the daily
production of refuse is too small to warrant the ex-
pense of building a permanent incinerator or equip-
ping the installation with motorized vehicles for op-
erating a sanitary fill, an acceptable method of refuse
disposal is to trench each day’s refuse and bum it
and to cover the residue weekly. This method is de-
scribed in TM 5-634. While requests for adequate
disposal facilities are being processed for posts othe.
than small installations mentioned above, a modifie:
system of burn and cover is acceptable as a tempc
rary expedient. Under this system, refuse is burne:
daily and the residue effectively covered with eart
at Jeast weekly,

3.51. Garbage Grinders

Garbage grinders supplemented by incinerators ¢
burn and cover system for trash are an adequat
method of disposal at water-bound or similar harbor
defense installations.

3.52. Stands and Receptacles

Post engineers will provide suitable receptacles fc
segregation of refuse and salvage into specific
classes to meet the requirements of salvage regul
tions and of the collection and disposal system
They will also provide receptacle stands, located »
facilitate collections. For detailed information ¢
stands and receptacles, see TM 5-634.

Section VIIl. CONTROL OF INSECTS, RODENTS, AND OTHER VERMIN,

3.53. Responsibilities

a. MepicaL Orriczr. The medical officer at a
military installation will be responsible for—

(1) Health of personnel.
" (2) Investigating the prevalence, distribution, and
Significant habits of insects, rodents, and other
vermin.

(3) Recommending control measures and fur- -

nishing advice for the health and morale of per-
sonnel.

L —

(4) Providing technical supervision when nece
sary to carry out control measures.

(5) Determining and reporting on adequacy
control or corrective measures.

b. Post EnGINger. To preserve property &
protect health and morale, the post engineer will
responsible for eradicating or controlling insec’
rodents, and other vermin in real property. (See.ﬁ
35-6520.) He will perform this work under dirt
tion of the post commander, and in accordance W
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recommendations of the Medical Department; the
Medical Department will provide necessary technical
supervision. The work will include:

(1) Construction and maintenance such as screen-
ing, draining swamp areas, ditching, spreading oil,
and fumigating buildings.

Note. Troop units or individuals are responsible for. or-
dinary housekeeping control measures,

(2) Procuring, purchasing, storing, and issuing
all specialized supplies and equipment normally sup-
" plied by the Corps of Engineers for post control or
eradication.

¢. QUARTERMASTER SuPpPLY OFFiCER. The quar-
termaster supply officer will store and issue standard
supplies for insect, rodent, and vermin control for
use by troops, individuals, and post engineers.
Standard supplies include those used in barracks,
mess halls, kitchens, bakeries, laundries, storage
warehouses, depots, and similar facilities; for cloth-
ing and equipage; and for personnel listed in AR
40-205, 40-210, 100-80, and TM 5-632 (when pub-
lished).

3.54. Material and Equipment

a. GENERAL., Material and equipment authorized
for use by the post engineer in pest control or eradi-
cation will be obtained by requisition on the service
command engmecr or by local purchase as dxrccted
by the service command engineer,

b. Types. Authorized material and equxpment in-
cludes:

(1) Paris green, 5-pound can.

(2) HCN discoids or fumigants.

(3) Duster, pest exterminator, powder, rotary
type, including spare parts.

(4) Sprayer, insecticide, knapsack cylinder type,
3-gallon capacity.

(5) Sprayer, insecticide, portable piston pump,
gasoline-engine driven, 1 to 3 gallons per minute.

3.55. Fy Traps

In accordance with recommendations of the Surgeon
General and the Quartermaster General, the Chief of
Engineers is responsible for the design, procurement,
distribution, and installation of fly traps at posts,
camps, and stations. Type A-1 fly traps (sketch No.
52) may be'built by the post engineer or procured by
local purchase. The post surgeon will recommend
allowances and locations of fly traps on the basis of
sanitary regulations and local conditions. Fly traps
should never be placed inside buildings.
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3.56. Manufacturing Plants

Post engineers are responsible for all insect, rodent,
and vermin control on real property at industrial sec- .
tions of Chemical Warfare Service and Ordnance
Department Manufacturing Plants. For a list of
facilities to which this policy applies, see paragraph
1.9.

3.57. Army Property in Storage

Post engineers will assist storage officers in periodic
fumigation of depots and warehouses or in other
methods of controlling insects and rodents which
might damage or destroy Army supplies. Storage
officers will inspect stocks of supplies and property
frequently, and will secure the assistance of post en-
gineers when necessary. To insure that proper
safety precautions will be taken, post engineers will
request technical assistance from the entomologist on
duty at service commands before initiating a pro-
gram of fumigation.

3.58. Cooperation of Other Agencies

Specialists from the Fish and Wild Life Service,
Department of Interior, will help post engineers con-
trol or eradicate rodents and predatory animals which
are a menace to health or are destroying public prop-
erty. Specialists from the Bureau of Entomology
and Plant Quarantine, Department of Agriculture,
will offer consultation and guidance in controlling ter-
mites, Japapese beetles, and grasshoppers. Requests
for services of these specialists at class I, II, III, and
IV installations will be made to the commanding
general of the service command. -

3.59. Property Near Military Reservations
Responsibilities of the War Department and the
Public Health Service for pest control on property
adjoining or near military reservations are covered
in a joint memorandum dated 23 December 1943.
Details of the memorandum are discussed below.

a. GENerAL. If the incidence of insects, rodents,
or vermin on private property adjoining or adjacent
to military reservations constitutes a menace to the
health of military personnel, control measures are
the responsibility of the U. S. Public Health
Service. However, if insects, rodents, or vermin are
nuisances only and interfere with the training pro-
gram of troops in off-post areas, Public Health Ser-
vice funds cannot be utilized for control.

b. U. S. Pusric Heartn Service. (1) If it is
believed that the incidence of insects, rodents, or ver-
min in an extra-military area constitutes a menace
to the health of the command, the post commander
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may submit a request through service command or
AAF command for a survey of the area by the
Public Health Service. If it is determined that a
health hagard exists, the Public Health Service, act-
ing under agreement between the Secretary of War
and the Federal Security Administrator, will under-
take the necessary work at its own expense,

(2) If pest mosquitoes, rodents, &r other ver-
min do not constitute a significant health hazard in an
extra-military area, but the post commander finds
that they interfere materially with the training pro-
gram of troops, he may submit a request through
service command or AAF command for the Public
Health Service to carry out the control program sub-
ject to reimbursement from funds available for mos-
quito-control work under the appropriation Engineer
Service, Army. The post commander’s request will
be accompanied by a full report on conditions, in-
cluding the extent and seriousness of interference
with or effect on the troop training program. No
control project of this nature will be carried out
until a survey of the work to be done and an estimate
of its cost are made jointly by representatwes of the
Public Health Service, the post engineer, and the
post surgeon.

¢. Post EncGINeer. If the conditions in b(Z)
above, exist and the Public Health Service informs
the service command or AAF command that it is not
available for carrying out the desired control meas-
ures, the post commander may direct the post engi-
neer by a signed copy of WD AGO Form §-25 to
accomplish the necessary control measures, using
funds available for mosquito-control work under the
appropriation Engineer Service, Army. No control
project of this nature will be carried out until a sur-
vey has been requested and made as outlined in b (2)
above; Before the post engineer enters an extra-
military area to carry out control measures, a written
agreement providing for right of entry and waiver
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of claims will be entered into with the private lanc
owner,

d. Liurtation or ExrenprTuREs. (1) No proj.
ects mentioned in 5(2) and ¢ above, whizh involve
the expenditure of $10,000 or less will be begur

. without approval of service command or AAF com

mand., Approval for projects estimated to cost morc
than $10,000 will first be secured from the Chief of
Engineers for class I, I1, and IV stations and the
Commanding General, AAF, for class III stations
The Chief of Engineers or the Commanding General
AAF, will coordinate the project with the Surgeor
General.

(2) No more than 20 percent of the funds avail-
able in each service command or AAF command for
insect and rodent control will be spent on new control
measures or maintenance of existing measures ir
extra-military areas without prior approval of the
Chief of Engineers for class I, II, and IV station:
and the Commanding General, AAF, for class 1I
stations.

e. MAaINTENANCE OF CoNTROL MEAsures., If the
Public Health Service performs control measure
outlined in 5(1) above, any necessary recurren
maintenance is a responsibility of that service. How
ever, if control measures are executed as in (2
above, necessary recurrent maintenance will be per
formed by the Public Health Service, if available
subject to reimbursement; otherwise, they will b
carried out by the post engineer at the direction o
the post commander. The post engineer is responsi
ble for recurrent maintenance of control measure
which he performs.

f. REIMBURSEMENTS. The War Department wi.
reimburse the Public Health Service for control of
erations which that service undertakes under prov
sions of b(2) above, by means of Standard For
1080, supported by the joint memorandum of 23 De
cember 1943,

Section IX. SHOP TOOLS AND EQUIPMENT AND INSTALLED EQUIPMENT

3.40. General

Maintenance activities at posts, camps, and stations
have been integrated to conserve pcrsonncl and shop
equipment. However, post engineers’ utilities shops
are not included in this integration ; they will con-
tinue to operate as herctofore but will make maxi-
mum use of the combined maintenance shops’ facili-
ties to repair equipment. Conversely, post engineer
shops will do all maintenance work which is within

their scope but outside the scope of combined mair
tenance shops. Outside commercial facilities will t
employed only when all shop facilities on the po:
are inadcquate. The post engineer will-be respor
sible for repairing certain wooden items and mant
facturing parts for wooden truck bodics. Only lig

oodworkmg equipment which does not duplica
equipment in the post engineer carpenter shop W
be furnished the miscellaneous equipment section
the clothing and equipment shop.
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3.61. Shop Equipment

When small tools and other portable equipment
needed for repairs and utilities work are not avail-
able from excess lists, they will be purchased locally
from funds available to post engineers. Heavy utility
shop equipment and portable equipment purchased
centrally by OCE are listed in the Equipment Man.
ual for Area and Post Engineers; this equipment is
stocked in division engineer warehouses and is avail-
able on requisition. In addition, special equipment
for which a general need may exist from time to time
can also be made available through central procure-
ment by OCE or through service command pro-
curement. Requisitions for centrally procured items
to be used within the service command will be pre-
* pared by post engineers on WD AGO Form 445 for
initial issue, replacement, or justified special pur-
poses ; they will be submitted through channels to the
commanding general of the service command, atten-
tion service command engineer, for approval and
supply. The requisition will include a complete state-
ment covering: basis for requisitions; housing ca-
pacity of post, camp, or station; justification; how
and where equipment is to be used; and complete
information necessary for technical review. The ser-
vice command engineer will edit requisitions; when
they are approved, he will forward them to the divi-
sion engineer warechouse for supply. If justified
requisitions for. standard and nonstandard items of
heavy utility shop equxpment cannot be supplied from
stock on hand, due in, or earmarked, they will be
 forwarded to OCE for action, accompanied by the
service command’s recommendations.

3.62. Post Engineer's Relation to Combined Shop

a. CousINED. Smop Pran. The principles an-
nounced by the War Department to the effect that
existing facilities-on a post are available, within their
capabilities, for accomplishment of the repair of any
item of War Department equipment without reim-
bursement, apply also to installations where combined
shops have not been established. All facilities of a
post are for the use of the commanding officer there-
of within such limitations as may be placed thereon
by War Department difectives..- Funds available to
the service or service command, or air force or AAF
command responsible for the particular shop are
properly chargeable with the cost of such necessary
operations.

b. Post ENGINEER SHoPs. Post engineers at all
class I, II, III, and IV installations, including re-
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gional post engineer shops not located at a post,
camp, or station, will upon request accomplish, with-
out reimbursement, miscellaneous maintenance and
repair of equipment and the fabrication of non-
standard items of furniture and nonstandard items
of equipment within the scope and capacity of their
repairs and utilities shops, with repairs and utilities
materials normally available, using repairs and utili-
ties funds available locally, provided:

(1) Fabrication. (a) The item to be fabricated,
or an acceptable substitute, cannot be obtained within
the required time, through normal supply channels,
or procured through normal procurement channels
by the requesting agency. The item fabricated will
be limited to the simplest and most inexpensive type,
sufficient only to meet the requirements of the using
agency.

(b) The post commander personally approves in
writing the necessity for fabrication of the item.

(¢) The work is a proper charge against War
Department appropriaﬁons available to the installa-
tion where the work is to be performed

(d) The project is approved in ancordance with
AR 100-80.

(2) For maintenance. (a) The item to be re-
paired is considered by the post engineer to be eco-
nomically repmnble

() The work is a proper charge against War
Department appropmtlons available to the mstal!a-
tion where the work is to be performed

(c) The maintenance performed is within the
provisions of paragraph 2.2p.

(d) The project is approved in accordance with
AR 100-80. '

¢. SuppPLIES AND SrARE Parts. In accomplishing
the above-defined work the post engineer will use

.repairs and utilities materials normally available in

post engineer shops with the following exceptions:

(1) Fabrication (as defined in par. (1) above).
Any required supplies and spare parts not normally
stocked by the post engineer will be furnished by the
agency requesting the work.

(2) Repair. Any required supplies and spare
parts not normally stocked by post engineers will be
furnished by the agency responsible for maintenance.

d. Work Orpers. A file of orders for fabricated
items will be maintained by the post commander for
periodic inspection by a disinterested commissioned
officer, normally from the Inspector General's De-
partment, to be designated by the commanding gen-
eral of the service command, F or the command-
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ing general of the air force or AAF command to

determine that 2 satisfactory control is exercised.
¢. Beyonp Caracity or Score or Post ENci-

| nzzz Saors. When required maintenance, repair, or

fabrication of any item is beyond the capacity or
scope of the post engineer’s facilities and the other
shops available to the installation, the item will be
evacuated to the appropriate higher echelon shops in
normal manner.

f- AccountasiLity. Items of equipment fabri-
cated in a post engineer or other shop, whether
standard or nonstandard, will be listed upon a ship-
ping ticket or other appropriate form when released
to the requisitioning agency. A receipt will be ob-
tained for the property, and .the receipted copy of
the shipping document, together with related copies
of work orders, filed as now prescribed. Shipping
documents covering fabricated property received by
the requisitioning agency will be assigned voucher
numbers to regular stock record account,.and the
equipment picked up in the accountable property
records.

3.63. Shops at Class IV Inxhlh'hons

To avoid duplxcatxons and insure economy of main-
tenance facilitics and personnel, no new maintenance
shops or subshops will be activated at class IV in-
stallations within service commands and no existing
shops will undergo major expansion until authorized
by the Commanding General, ASF.

3.64. Manufacturing Plants :
Where the activity is primarily industrial, the oper-
ating service is responsible for operating mainte-
nance and utilities shops and maintaining installed
equipment at industrial sections of Government-

owned and operated Chemical Warfare Service and
Ordnance Department armories, arsenals, and prov-
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ing grounds. Where the activity is primarily fc

.general post purposes, operation of maintenance an

utilities shops and maintenance of installed equip
ment is a repairs and utilities responsibility of th
Corps of Engineers. Separate shops will be provide
only when justified by a large amount of noc
industrial use, For a list of facilities to which thi
policy applies, see paragraph 19,

3.65. Used Shop Tools and Equipment

Used shop tools, machinery, and equipment othe
than controlled items may be purchased by post eng
neers within limitations defined in AR 100-80; ther
is no objection to purchasing second-hand tools s
longutheymnmfutory for their intended use.

3.66. Installed Equipment

Requests for equipmient which requires installatic
should be submitted as project requests on WD AGt
Form §-25 when the estimated cost of equipment an
installation exceeds $1,000, This will eliminate t
possibility of equipment being shipped on requisitic
and then having its installation disapproved.

3.67. Increased Mess Equipment

Additional equipment for mess halls operating undk
AR 21060 may be provided from appropriate
funds when an increase in personnel is authorized.
3.68. Buicher Blocks

Butcher blocks, 30 by.30 by 16 inches, will be issur
by Quartermaster Corps in accordance with T/A 2
3.69. Eleciric Fans

Procurement and distribution of new portable ele
tric fans is prohibited. However, distribution of &
isting depot stocks is not affected by the circular.

Y

Section X. OUTSIDE MAINTENANCE TOOLS AND EQUIPMENT

3.70. Repairs alnd Utilities Equipment

_ & Liarations ox PurcHase. For limitations on
purchasmg repairs dnd utilities equipment, see para-

graph 1.37,

b. PREVENTIVE MAINTENANCE. Policies govern
ing maintenance of repairs and utilities outside con-
struction and maintenance equipment are outlined in
TM 5-625 (when published). Service command en-

gineers will conduct technical inspections to ascerta

whether a complete program of preventive maint
nance of outside construction and maintenance equi
ment is being conducted. The maintenance progra
will include:

(1) First-echelon maintenance:

(a) Performed by and the responsibility of t
equipment operator.

(5) Performed daily.
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(¢) All pertinent services listed on rear of WD
Form 48, and any additional services peculiar to an
individual unit. -

(2) Second-echelon maintenance:

(a) Performed by post engineer mechanic as-
sisted by regular equipment operator.

(b) Performed at 64-hour (weeldy) or 256-hour
(monthly) periods as specified in Technical Manu-
als, Technical Bulletins, Lubrication Orders, or
manufacturers’ manuals,

3.71. Used Machinery, Tools, and Equipment

Used maintenance machinery, tools, and equipment
other than controlled items may be purchased locally
by post engineers if the items cannot be gotten by
transfer from excess lists and if the approving au-
thorities stated in AR 100-80 are followed. Second-
hand tools and equipment must be checked before
purchase to insure that they are serviceable and sat-
isfactory for their intended use,

3.72. Renting Equipment

Funds will not be adjusted when equipment owned
by any military project or activity is rented to an-
other military project or activity, Cost of repairs to
such equipment will be met from funds available to
the project or activity which repairs the equipment.
Rental for equipment owned by any military project
or activity which is rented to projects financed with
nonmilitary funds and for equipment owned by
projects or activities not financed with military funds

" which is rented to military projects or activities will
be paid through an adjustment of funds on Standard
Form 1080.

3.73. Repairi ng Post Engineer Equupmonf

Engincer eqmpment assigned to post engineers will
be repaired om the post if facilities are available. If
the necessary facilities are not available on the post,
the division engineer will be responsible for provid-
ing repair facilities; ESA project 410 funds avail-
able to the division enginesr can be used for this pur-
pose. No reimbursement will be made. Post engi-
neer equipment which has been turned over to divi-
sion engincers for repair only will be returned to the
post engineer when repairs are.completed.

3.74. Athletic or Recreational Faciliﬂa

Although appropriated funds are not available for
developing athletic facilities, maintenance equipment
available to the post engineer can be used for this
purpose if it will not interfere with performance of
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repairs and utilities rsponsxbihnu. Post engineers
will follow provisions of appropriate War Depart-
ment authority when furnishing materials, supplies,
equipment, or services to provide or improve recrea-
tiona! buildings or facilities. The post engineer will
not extend his priority ratings to procure any items
for such projects; no equipment which requires a
priority for replacement will be withdrawn from post
engineer stocks unless it is subsequenﬂy replaced.
(See par. 1.16.)

|3.75. Mancfacturing Planis

The operating service will be responsible for opera-
tion of mobile maintenance equipment and special.
purpose vehicles in industrial or proof sections of
Government-owned and operated Chemical Warfare
Plants and Ordnance Department proving grounds.
Operating such equipment is a repairs and utilities
responsibility when used for maintaining al other
features of general usage. For a list of facilities to
which this policy applies, see paragraph 1.9.

3.76. Issue to Troops and Prisoners of War

For information om issuing tools and supplies to
troops and prisoners of war, see paragraph 1.52.

3.77. Motor Vehicles

a. RESPONSIBILITIES. Responsibilities for pro-
curement, maintenance, storage, and issue of main-
tenance parts for automotive equipment is covered
in WD Circular 240, 1944,

- (1) Ordnance Department. The Ordnance De-
partment is responsible for designing, developing,
and procuring general-purpose wheeled vehicles and
chassis of special-equipment wheeled vehicles,

(2) Other technical services. The using technical
service is responsible for designing, developing, and
procuring special-purpose wheeled vehicles and spe-
cial bodies or equipment. Before beginning develop-
ment of special-purpose wheeled vehicles, a using
technical service will consult with the Ordnance De-
partment and will make every effort to use a general-
purpose vehicle. Special-purpose vehicles will use
standard parts and assemblies unless it is clearly
shown that these will not be satisfactory. Using
arms or services will collaborate in designing and
developing all vehicles. For more detailed informa-
tion, see AR 850-25.

b. MootFicATIONS.  General - purpose  vehicles
which have been modified only slightly to meet re-
pairs and utilities requirements may continue to be
considered general-purpose vehicles. 1f modifications
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are so extensive that the vehicles are permanently
unfit for general purposes, they are no longer con-
sidered in that classification.

¢. Rerames. Standard ordnance vehicles which can
be repaired cheaply will be repaired by service com-
mand facilities using parts supplied by ordnance. On
request, repairs which can be made cheaply on Corps
of Engineers nonstandard vehicles may be per-
formed by ordnance, using parts supplied by the
Corps of Engineers. Where there are no engineer
repair facilities and ordnance facilities are used to
repair nonstandard engineer vehicles, parts will be
procured in the same way as for repairs made in an
engineer repair facility,

Note. Repairs and utilities funds will not be used for

expenses incidental to maintenance and operation of vchicles
drawn from the post motor pool. -

d. DispositTiON. (1) Ordnance vehicles. To sim-
plify maintenance and to make available to civilians
serviceable or easily reparable motor vehicles, 1939
and earlier models of ordnance-issued engineer ve-
hicles will be removed from service.

Note. This does not apply to special-service equipment
under jurisdiction of post engineers for repairs and utilities
activities.

(2) Enginecr vehicles. Ordnance will prepare a
report of survey on surplus Corps of Engineer ve-
hicles which are turned in to service command pools.
When engineer vehicles which are brought to service

-command shops for repair cannot be repaired eco-

nomically, the Corps of Engineers will be notified

and will prepare a report of survey on the vehicle.

e. PERsONNEL TRANSPORTATION. Basic War De-
partment policy on using Government-owned vehicles
to transport military or civilian War Department
personnél; employees of contractors with the War
Department, or others between their domiciles and

places of émployment is stated in AR 850-15. Trans-
portation will not be authorized in the following:

(1) Government-owned motor vehicles with a
seating capacity of less than 12 passengers.

(2) Government-owned motor vehicles with a
seating capacity of 12 or more passengers without
approval of the commanding general of the service
command, air force, or AAFF command concerned.

f. ADMINISTRATIVE UsE.” Administrative vehicles
will be assigned post engineers in accordance with
current \War Department policy governing the sup-
ply of vehicles for administrative use.

9. WEarons Carriers, The Office, Chief of Ord-
nance has assigned }4-ton 4 x4 weapon carriers to

—
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each service command for reassignment to individual
post motor pools under control of post commanders.
These vehicles will be made available to post engi- .
neers, when needed, for use in towing high-speed
gang mowers at airfields now supplied with this
equipment. This use will have priority over other
uses; when not needed for this specific purpose, the
vehicles will be available for other dispatch.

Nete. Hitches and stabilizers designed for attaching
Worthington high-speed mowers to }4-ton weapons carrier
have been procured by OCE and distributed to each service
command for redistribution to posts. Stabilizers are needed
for ntufsctory high-speed mower operation to eliminate
side sway.

3.78. Controlled ltems of Equipmonf
For policy on controlled items of equipment, see
paragraph 1.50.

3.79. Railroad Maintenance Equipment

The provisions of AR 55-650 on procurement, oper-

ation, and maintenance of railroad equipment are in-
terpreted to mean that the Transportation Corps will
estimate for, procure, purchase, store, and issue all

- locomotives, general rolling stock, and mechanical
" equipment designed primarily for operation on rail-

road tracks and required for maintenance-of-way
purposes, including motor cars, handcars, self-
propelled snow plows, mowers, plows, and other
accessories for attachment to locomotives or railroad
rolling stock. This equipment will normally be oper-
ated and maintained by the Transportation Corps;
when needed it will be made available to the Corps
of Engineers for maintenance-of-way work for
which that service is responsible. Work equipment
such as handears and motor cars may be subassigned
to post engineers where expedient or where justified
by the volume of maintenance activity at a post.
3.80. Farm Machinery and Equipment

6. LimitaTioNs oN Purcmase. New farm ma-
chinery, equipment, and attachments will be pur-
chased only when—

(1) Authorized in Tables of Allowances, Tables
of Organization and Equipment, or special lists pre-
pared by the Commanding Generals, AGF, AAF, or
ASF.

(2) Approved War Department requirements
have been established on an operational (class IV)
basis.

(3) Required for imperative needs not provided
for in (1) and (2) above; in such cases, approval
of the Director, Purchases Division, Headquarters,
59
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ASF, will ba'obtained through channels. Requests
for purchises will be accompanied by a complete
statement of facts establishing the essentiality of the
proposed purchase,

b. PurcHases. Normally, all purchases authorized
above will be made direct from the manufacturer.
Purchases may be made from other sources only
when approved through channels by the Director,
Purchases Division, ASF. Requests for approval
will give the reason for the need to purchase from a
source other than the manufacturer; it will also in-
clude the make and model of equipment, name and
address of contemplated vendor, and name and ad-
dress of manufacturer or distributor from whom
vendor intends to obtain stock replacement of re-
quested items.

3.81. Spare Parts Supply for Snow-Removal Equip-
ment -

Spare parts will be procured locally for snow-
removal equipment used at posts, camps, and sta-
tions; however, existing stocks available in division
engineer warehouses must first be exhausted.

3.82. Fuels and Lubricants

Procurement of fuel and lubricants for use in post
engineer equipment is limited to items meeting cur-
rent Army, Navy, Joint Army-Navy, Federal, or
tentative technical service specifications; other items
can be procured only when specific authorization is
secured from the Quartermaster General, Fuels and
Lubricants Division. If prescribed petroleum prod-
ucts are not available or if the available supply is
believed not to conform to specifications, a report
will be forwarded through supply channels to the
chief of the. technical service responsible for supply-
ing the productiinvolved. Complaints on the use or
effect of preficribed petroleum fuels and lubricants
will be pmegiad.m duplicate through technical chan-
nels to the chief ‘'of the technical service responsible
for the equipment concerned. War Department Lu-
brication Orders contain approved first- and second-
echelon lubrication instructions for mechanical equip-
ment ; Lubrication Orders now available will be car-
ried with or attached to the equxpment to which they
apply. Instructtons conumed in them are mandatory.

3.83. Tru and Tubes

6. REPLACEMENT Tires AND Tyses. The term
replaceinent tires and tubes includes replacement
new, serviceable used, and reconditioned solid and
pneumatic tires and tubes and their component parts
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and repair materials used on wheeled vehicles and
combined wheeled and track-laying vehicles operated
by all arms, technical services, and the AAF; tires
and tubes for materials-handling equipment are in-
cluded, but those for aircraft are not.

(1) Responsidility. The Ordnance Department is
responsible for design, development, testing, specifi-
cation, determination of requirements, provision of
funds, purchase, inspection, storage, issue, and inven-
tory control of replacement tires and tubes.

(2) Replacement. In emergency, replacement
items may be purchased by use of OPA Form R-12.
However, no more than two tires and/or tubes will
be purchased for one vehicle without written ap-
proval of the chief of the technical service respon-
sible for issue,

(3) Maintenance. For mformatxon on mainte-
nance and care of pneumatic tires, see TM 31-200,

b. SecoND Tires AND Tuzes. A certain percent-
age of new tires and tubes produced for the Army
are rejected by factory and ordnance inspectors. In
view of the critical tire shortage, these substandard
tires and tubes will be purchased by the Ordnance
Department and branded with the word SECOND.
They will be purchased only if the factory and ord-
nance inspectors both estimate they will give at least
75 percent of normal new-tire service.

(1) Issue. Second tires and tubes will be issued
under Ordnance Department regulations on an ex-
change basis for unserviceable tires or tubes through
tire-collettion centers established in each service
command. ‘
 (2) Removal from service. Second tires or tubes
removed from service for exchange will be inspected
by tire-collection centers under Ordnance Depart-

ment regulations.
3.84. Antifreezs Solutions

The Bureau of Standards recommends strongly
against the use of salt solutions as antifreeze agents
for Government vehicles because of their highly cor-
rosive action on cooling systems. The penetrating
quality of calcium chloride solution is not materially
different than that of water.

Note. Any antifreeze solution finding its way into the

crankcase or motor may seriously damage the bearings and
moving parts.

3.85. Heaters and Defrosters

One standardized motor-vehicle cold-weather kit will
be issued for each truck operating north of +45°
North Latitude, except in sections of Oregon and

AR00264
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Washington west of the Cascade .Mountains. In
areas where climatic conditions justify a departure
from this policy, heaters which can be procured lo-
cally from funds available to local commanders can
be installed in closed-cab vehicles used to operate

* snow plows.

3.85. Garden Hose .

The Corps of Engineers is responsible for procuring
water hose and adjustable 34-inch hose nozzles.
Since these items are not centrally purchased or is-
sued by OCE, OCE will direct requests for supply
pertaining to post functions to the respective service

Section Xi.

3.88. Definition

Passive protection includes dim-out, black-out, air-
raid warning systems, camouflage, structural protec-
tion, personnel shelters, and all similar measures for
defending military and civil installations.

3.89. Maintenance Responsibility

Passive protection measures at posts, camps, and sta-
tions will be maintained by the post engineer under
direction of the post commander and under super-
vision of the service command engineer or the com-
manding general of the air force or AAF command.
Commanding generals of service commands, air
forces, or AAF commands are responsible for main-

‘taining structural measures of passive protection

which the Corps of Engineers has installed at vital
aircraft and industrial plants under directives of the
Commanding Generals, ASF and AAF. Plant man-
agement i responsible for maintaining passive pro-
tection melistres installed by plant management un-
der directives of AAF district supervisors.

3.90. Maintenance Standards

a. Liarrations, Maintenance of passive-protec-
tion measures at all plants, facilities, and military
installations will be limited to the minimum needed
for adequate safety of personnel and safe operation
of plants, facilities, and- installations.

b-VeceratioN. The limitation above does not
apply to grass, legumes, or other low-growing vege-
tation which serves as camouflage for military in-
stallations and as an aid in erosion or dust control.

c. PAINT. Paint applied for tonedown or camou-
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command headquarters for necessary action. Pug-
chase, storage, and issue of these items for post func-
tions may be handled centrally through service com-
mand headquarters or locally by post engineers,

whichever is more expedient. Repairs and utilities
funds can be used for such purchases.

3.87. Mules

The Quartermaster Corps is responsible for furnish-
ing and maintaining all mules used for military and
garrison purposes. (See AR 30-405 and 30-500.)
Post engineers will not purchase mules; they will
requisition their needs from post quartermasters.

PASSIVE PROTECTION

flage will not be removed. Whmrepikbecomu
necessary as part of normal maintenance, no special
effort will be made to eliminate camouflage or tone-
down.

3.91. Cameuflage for Training Purposes

" When AAF installations are to be camouflaged as

part of the training program, requests for proposed
construction will be transmitted by the Commanding

General, AAF, directly to the Chief of Engineers.
Camouflaging installations for training purposes is
not a part of the passive-protection program.

3.92, Passive Defense Concealment Installations

When camouflage or protective-concealment meas-
ures interfere with new plant coastruction or with
extensions to existing buildings, the constructing
agency will meet the cost of removing them. This is
based on the principle that the measures to be re-
moved are like obstacles such as sidewalks or sections
of a paved street encountered in preparing a new site
for construction, which are removed at the expense
of the constructing agency. Occasionally, it may be
to the best interest of the Government to dismantle
a greater area of the protective-concealment measures
than will be needed for new construction; in that
case the cost of dismantling the extra area is 2
proper charge against ESA funds. When no con-
struction work is needed, ESA funds will be used to
pay for removing existing protective-concealment in-
stallations which interfere with increased plant pro-
duction or which have become dangerous to person-

" nel or to plant operation,
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3.93. Protective Concealment at Vital Aircraft Manu-
facturing Plants

Many trees, shrubs, and vines were used in building
protective-concealment measures at some vital aircraft
manufacturing plants. Use of ESA funds to main-
tain these trees, shrubs, and vines will be didcontin-
ued immediately at all installations where the defense
command no longer requires them. The manufac-
turer should always be informed that maintenance is
being discontinued. The lease, permit, or agreement
under which these trees, shrubs, and vines were
placed on property should be checked for provisions
on the Government’s rights and obligations in remov-
ing these items and restoring the premises. In gen-
eral, trees, shrubs, and vines should not be removed
at Government expense during the period of labor
shortage. All requests for projects for disposing of
trees, shrubs, and vines and restoring the premises
will be referred to the division engineer for accom-
plishment.

3.94. Dismantling

When passive protection projects deteriorate so they
become a threat to safety of personnel and continued

| Jua 8

safe operation of plants, facilities, or installation,
dangerous sections of the project will be dismantled.

a. Liurrations. Dismantling will be limited to
the minimum needed to restore safe conditions. Be-
cause of the general labor shortage, complete dis-
mantling and inactivation of protective-concealment
installations should not be undertaken. Parts of
camouflage nets, dummy trees, poles, and similar
iterns can be taken down. Types of work that will
not be done at present without specific authorization
from the Chief of Engineers are: removing textur-
ing materials from paved surfaces; removing solidly
fixed supporting guy poles and cables, and cbliterat-
ing disruptive painting.

b. ResronsIniLITY. At posts, camps, and stations,
the post engineer will use Force Account labor to do
any dismantling. At manufacturing plants and other
installations the work will be done by maintenance
crews, unless it is to the Government’s best interests

,
]

to have it done by contract. Before work is begun -

at class I, I1, and IV installations, the service com-
mand engineer’s approval will be obtained; his tech-
fical comments will be obtained for work at class III
installations.

AR00266




fJm 4
*
" CHAPTER 4
UTILITIES
Porsgrephs P-;-
SECTION 1. Air conditioning and ventilation ... ............c.coeooenen 4.1-42 4
. Electric sorvices ...t 4.34.14 68
ML Fuel e et 4.154.37 72
V. Heating ..ot .4.38-4.63 78
V. Refrigeration ..o 4.64-4.71 84
. VI. Water and sewage.............comiieie 4.72-4.87 88
VI, Utilities contracts ............c...... st saaad 4.88-4.100 91
) ' AROOQRE7 <

63

/



! Jun a8

CHAPTER 4

UTILITIES

Section 1.

4.1. Installation Policy in Continental United States

6. JusTiFicaTION. Air conditioning, cooling, or
ventilation equipment will not be installed to increase
efficiency of personnel or provide physical comfort.
All installations must be justified by local conditions
of temperature or humidity, health of personnel,
functional requirements, and proper utilization of
space. The system selected will be the simplest that
will provide the required service. Evaporative cool-
ers will be used only where climatic conditions make
their use practicable. Duct work and equipment sizes

AIR CONDITIONING AND VENTILATION

will be kept to a minimum. Duct work will be non-
metallic wherever possible.

b. Usz or ExisTiNG INVENTORIRS. Existing pub-
lic and private inventories will be exhausted by using
services before orders are placed which will result
directly in new manufacture or fabrication.

¢. INsTaLLATIONS PERMITTED. The table below
shows types of equipment allowed for specific uses in

specific regions. Where air conditioning or evapora-

tive cooling is permitted, mechanical ventilation will
be substituted when satisfactory operating conditions
can be attained.

Table I. Authorized uses for air couditioqing and vendilation equipment.

SYMBOLS
AC—Air conditioning.

EC—Evaporative cooling,
MV—Mechanical ventilation. ‘
X~—No mechanical installation of -any type

allowed.

R—Regional hospitals only. |

AR00288
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Par. 4.1
. . Table I. Authorised wses for cir conditioning ond vensilation equipmeni—Continued.
Rmc}n’d’d‘udbmn Wather Burean map of
Bl | x| B
» L H 5
Use gs ] ; . -
] gi 2§ il
o k| B |6
= | B X §
1 32 3 4 s
To control temperature and/or humidity essential for product AC AC AC AC
processing.
To insure uniform charges for proof testing in gun and armor-plate AC- AC AC AC
phnts.
To insure accuracy of fine machine work and in manufa:tumg, AC AC AC AC
inspecting, adjusting, repairing, and storing precision instruments
and optical elements. .
. To control atmosphere on conditions in celestial-navigation trainer AC AC AC AC
and link-trainer spaces, jam-handy and instrument-trainer build-
ings, low-pressure chambers, and spaces housing synthetic training
devices.
Main air-traffic control tOwers ........covevieeciacetirerctinianas EC AC AC AC
Any of the 23 instailations defined by AAF as flight control ea:ters. EC AC AC MV
Underground fortifications in plotting and swichboard rooms, mine
casemates, command posts, and seacoast battery service magazines. AC AC AC AC
Spaces required for processing and storing materials, for loading and AC AC AC AC
unloading gun-camera film, and for storing gun-camera film and
- gun cameras in photographic laboratories and reproduction plants.
" Evaluating or assessing rooms for reviewing gun camera films...... EC MV X X \
Medical facilities: .
Hospitals :
General hospitals:
Surgeries cicciieceisertrerecaas teseeserenebectaareenneens : -AC AC AC AC
®  X-ray rooms and ATk TOOMS . vvevvervnevrnnnnnnnnnnnnns AC AC AC MV
RECOVETY TOOMS cvccuverencnacacacaenecsostscssoccnansnese AC AC AC AC
Dental clinics (mcludmg dental laboratories) ............... EC - AC AC X
EEN&T clinies covieiniiiiieienrincaneascssnsascencanens EC AC AC X
Clinics other than dental or EEN&T dlinics (including in- .
firmaries and receiving clinics). EC MV MV X
Wards .iccincesacecccananas Ceeenecsectesnsstansenaetanne EC MV MWV X
Patient’s mess halls ......... eeeresesntesaetecaanasatasanan EC uv MV X
Duty personnel mess halls .........ccciivireinnciniinninnas EC MV MV X
Patient’s recreation rooms .........cccciieiiiiiiieiinieene EC MV MV X
Post eXCHROLES ...cvvvivniinririiiainiiionseririetsncsane EC MV MV X
Libraries .cceceicvrincncnnnes coeuncasaecns tecevensane EC MV MW . X
Administration buildings .................. eeeneeaereiesine EC MV MV X
" "Barracks and QUATIETS........iunerieiaierettoarniasncanaes EC MV uV? X
Regional hospitals:
SUIRETIES vvererccrconcscescoronsaroassrosssassassnssnann AC AC AC AC (
RECOVETY TOOMS 4.oueveieruanerssncsossnssnsarsossasonsasnes AC AC AC AC
X-ray rooms and dark rooms.....c.eeveenieciinieaniioanan AC AC AC MV
Dental clinics (inzluding dental laboratories)................ EC AC AC X
EENS&T Clinics o.cevevrmenienreeneenereassscsaceocannneses EC AC AC X
Clinics other than dental or EEN&T clinics (including infirm- EC MV MV X
aries and receiving clinics).
Flight surgeons clinics..ooovieivrenieainernraaerenieerennes . EC AC AC MV
Wards cooeevviiennenn ettt eebesantetesecretactteicenansane EC MV MW X
Paticnts’ mess halls ......ciiiiiiiiiiiiniiaieniiriiirenns EC MV MWV X
" Paticnits’ recTEation TOOMS +.uueeveseenncaccnrrvosersnnsanee EC MV MV X
= AR00270
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( Sleeping quarters for personnel whose duties require regular EC MV MV X
or intermittent periods of night work to the extent of one ’
officers’ quarters building, one nurses’ quarters building, and
one barracks building, or 10 percent of hospital personnel,
at each hospital, whichever is greater.
Station hospitals:
BT~ o T S P AC AC . AC X
. X-ray rooms and dark rooms............ eeeaiieeneiireeas AC AC AC uv
RECOVELY FOOMS .uvvivinrinrnrerossontoscessoeancensnnss AC AC AC X
Dental clinics (including dental laboratories)................ EC AC MV X
EEN&T clinics .ocviiinrnreniiecerecanancncncncssoncnnats EC MV MV X
Clinics other than dental or EEN&T clinics (mcludmz in- EC MV MV X
firmaries and rcceiving clinics).
Flight surgeons clinics. .c.ocieeeeninieeirciancnecnanas EC AC AC MV
Wards ..... etererestassensestasenatastacasasanessenonnns EC MV MWV X
. . Patients’ mess halls ......ccoiviiririiertreneiiconasnsenas EC MV MWV X
Patients’ recreation rooms ......cevevavecerecncccasmescoes EC MV MV X
Sleeping quarters for personnel whose duties require reguiar EC MV MV X.
or intermittent periods of night work to the extent of one
( officers’ quarters building, one nurses’ quarters building, and
one barracks building, or 10 percent of hospital personnel,
at each hospital, whichever is greater.
Other Medical Facilities:
N Flight surgeons’ clinies.....ccovennnaniaaianna ceevnsenns - EC AC AC MV
Dental clinics (including dental laboratories)............... EC AC M X
Central dental laboratories.........coccieeiiiiiiiiiinnnnan. EC AC MV X
Service command -laboratories and special laboratonu ....... EC - AC MV X
Dispensaries and infirmaries for minor opérations........... €C MV MuMw X
Sleeping quarters for nonhospital personnel whose duties re- EC - X X X
quire 1 week or more of night work at least once a month
Permanently blacked-out buildings without windows or with EC MV X X
permanent closures which cannot be opened or removed for
ventilation purposes.
- Specisl-process spaces requiring more ventilation than gravity MV MV MV MV
methods provide, because of nature of materials processed or
production of dust, fumes, gases, or vapors injurious to health, .
Dish-washing spaces ............ eemeeenenieteatacsacnenenann uv MV MV MV

t Evaporative coclers may be installed where humidity makes their use practicable
¢ Evaporative coolers will be installed where hamidity makes their use practicable.

d. Excerrions. Exceptions will be made only
when justified by reports: contamxng the following
information:

(l) Character, size, and use of space, and number
of occupants.

(2) Maximum outdoor temperatures and length
of time such temperatures prevail.

(3) For buildings in operation, maximum inside
temperatures, seasonal duration of these tempera-
tures, and the time personnel is exposed.

(4) Brief descriptions and sketches of desired
installations, including number, location, size, and
capacity of proposed equipment, and extent of elec-
trical and duct work involved.

AROGR271
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"(5) Humidity conditions when applicable.

For repairs and utilities purposes, exceptions to
table I will be processed for class I, II, and IV in-
stallations through the service command engineer and
OCE to'the Facilities and Inspection Branch, Pro-
duction Division, Headquarters, ASF. Requests for
exceptions for class III installations will be processed
through the commanding general of the air force or
AAT command and the Commanding General, AAF,
to Facilities and Inspection Branch, Production Di-
vision, Headquarters, ASF.

4.2. Hospital Ventilation

6. GENERAL. Commanding generals of service
commands, air forces, or AAF commands are au-
thorized to approve installation of exhaust fans pro-

Section l}l.

4.3. Responsibility

Furnishing electrical services is the responsibility of
the service or force responsible for repairs and utili-
ties as prescribed in AR 100-80 and WD Circular
388, 1944. The term electrical services includes ca-
pacity and readiness to provide service as well as
actually supplying electrical energy. Post command-
ers and post engineers are responsible that provisions
of AR 100-90 relating to electric services are prop-
erly applied and enforced,

4.4. Army Air Forces

a. AAF Sxors. By mutual agrecinent of the
Chief of Engineers and the Commanding General,
AAF, maintaining and operating permanently in-
stalled technical equipment in AAF shops is a re-
sponsibility of using agencies of the AAF. (See
AR 100-80.)

b. Funps. Repairs and utilities funds will be used
to pay all electric bills, including those for night
lighting at installations other than those excepted in
AR 100-80, and to pay power costs incidental to
equipment installations at subdepots.

¢. TEcuNicaL axp NIGHT - LIGHTING EQUIP-
MENT. Maintenance and repair of airfield lighting
facilities, including underground and overhead dis-
tribution systems, transformers, regulators, obstacle
lights, runway marker lights, floodlights, wind-indi-
cator lights, and controls, will be performed at AAF
. installations by the post engineer. Funds for main-
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viding 60 air changes per hour for use in an hospital
unit listed in paragraph 4.1c. Sixty air changes per
hour are authorized in all general hospxtals and in
station hospitals which are of semipermanent, ma-
sonry type construction, one or two stories high,

b. VEnTILATION FANS. Whenever practicable,
fans will be purchased from manufacturers’ invento-
ries. Fans in service command inventories will be
used for replacement and new installation in canton-
ment or theater of operations type construction sta-
tion hospitals, industrial buildings, and all other per-
mitted applications. Ventilation fans are limited-
issue items of the Corps of Engineers. They may
be purchased by the service command engineer or by
post engineers on approval of the service command
ehgineer for new installation or replacement.

ELECTRICAL SERYICES

tenance, repair, alterations, and additions to airfield
lighting systems will be provided from Air Corps,
Army (ACA) project 424 funds for local procure-
ment of miscellaneous material not supplied through
central depots of the ATSC. Personnel performing
such work on airfield lighting systems will be paid
from ACA project 430 funds. Costs incurred by the
post engineer from ACA project 424 and 430 funds
will be_reported under cost account 622-35, with a
contra-debit under accounts 697-13, for payrolls and

‘materials procured locally, and under account 659-20

for materials supplied AAF control depots.

d. STAND-BY ErrcTRIC GENERATORS FOR AIR-
FIELDS. Stand-by electric generators will not be pro-
vided as an alternate power source for airdrome field
lighting. Semiportable night-lighting sets are pro-
vided by AAF for emergency runway lighting in
case regular power sources fail. Stand-by electric
generators for airfield control towers are provided
by the Army Airways Communcication System to
operate their radio stations in case of preliminary
power failure,

4.5, Signal Corps -

a. CoMMUNICATION SysTEMS. The Signal Corps
is responsible for design, procurement, installation,
and maintenance of communication facilities and sig-
nal apparatus. Such facilities include public-address
systems and interoffice and intraoffice voice-
communicating sysems. The Corps of Engmeers is
responsxble for procurement, installation, and main-
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multistory bwildings, particularly those converted to
a use requiring greater occupancy than originally
intended. All pertinent information should be sup-
plied to OCE, together with WPB Form 1236, for
submission of a request to the Commanding General,
ASF, for exemption from ANMB restrictions. Jus-
tifying information will include:

(1) Number of floors to be served.

(2) Number of occupants on floors above first.

(3) Estimate of time to be saved through instal-
lation of elevator service.

b. REPLACEMENT AND Repam. WPB approval
must be obtained by OCE when replacement or re-
pair of existing elevators is required. WPB Form
1236, together with complete information to justify
the project, should be submitted to OCE.

¢. MAINTENANCE CoNTRACTS. The interests of
the War Department are best served, particularly
during wartime, by having full maintenance contracts
for all elevators with the manufacturer or a reliable
maintenance contractor.

d. Funps. Cost of elevator maintenance is charge-
able to repairs and utilities funds.

e. MAINTENANCE By Post EnNGINEER. Where
maintenance of elevators by the post engineer has
been satisfactory, this type of maintenance will be
continued,

f. MANUFACTURING PrLaNTs. The operating ser-
vice is responsible for operating general passenger
and industrial freight elevators at industrial sections
of Government-owned and operated Chemical War-
fare Service and Ordnance Department armories,
arsenals, and proving grounds. For a list of facilities
to which this policy applies, se= paragraph 1.9.

-

4.9. Lamp Bulbs and Tubes

a. Respoxsiasriry, Providing all incandescent
and fluorescent lamp bulbs and tubes required for
interior lighting at all IVar Dcpartment installations
is a repairs and utilitics responsibility.

b. PurcHAsEs. Purchasing and contracting is
done by using the Treasury Department’s General
Schedule of Supplies, Electric Lamps. Repairs and
utilities funds may be used.

¢. Sreciar Lamrs, The: using service normally
furnishes special lamps fof ‘technical equipment.

d. ReoroerING. To conserve critical materials
and determine the correct size to be issued, metal
bases or unbroken bulbs should be turned in if pos-
sible when obtaining replacements.

70

f Jua 4§

4.10. Lighting Limitations

a. GEneraL. Usually, all lighting will be incan-
descent. Lighting for highway areas, industrial or
production areas where mounting heights are over
24 feet, will be incandescent or a combination of in-
candescent and high-pressure mercury units (mer-

- eury H).

b. FruoresceNT LiGrTING. Fluorescent lighting
is prohibited except where deemed advantageous in
production areas with fixtures mounted not higher
than 24 feet above the floor, or where used as an al-
ternate or in addition to incandescent lighting for
exacting visual tasks such as the following:

(1) Assembly, inspection, and calibration of in-
struments or precision equipment.

(2) Operation of fine weaving and cutting ma-
chines. *

(3) Precision-tool work and metal worl. of fine
detail, <

(4) Minute color, contour, or shade diserimina-
tion, or color matching.

(S) Floor drafting or similar work such as in
lofts. This does not include architectural or mechan-
ical drawing.

(6) Other factory production work with tools or
machines where visual tasks are particularly exact-
ing. This may include adjustment and repair of mna-
chines and inspections incident to manufacturing.

c. Incezasing LicET INTENSITY. Fluorescent
lighting~is permitted where existing generating ca-
pacities cannot provide sufficient incandescent light-
ing, and where it would be necessary to rewire the
building or install new distribution transformers to
provide sufficient incandescent lighting in buildings
being converted, altered, or modernized.

d. Excerrions. Exceptions to ANMB restric-
tions in cases other than those outlined in & and ¢
above, will be made by the Commanding General,
ASF, on the basis of applications submitted through
OCE. Applications for exemptions will include the
following:

(1) Type of accupancy.

(2) Illumination intensities with existing facil-
ities,

(3) Description of existing illumination {acilities.

(4) INumination intensities with proposed system.

(5) Description of proposed system.

(6) Type of structure and characterittics of
spaces to be illuminated.

(7) Evidence of studies made of the possibility
of using existing facilities.
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(8) Pertinent remarks which may influence final
decision.

4.11. ldentification Lights

Special ruby identification lights for fire-reporting
telephone systems and fire-alarm telegraph systems
are not recommended at present. Suitable identifica-
tion ‘can be provided by one of two methods which
are listed below in order of preference:

o. Installing fire-reporting boxes on poles carry-
ing existing street lights, and painting, dipping, or
otherwise identifying a suitable portion of the regu-
lar street-light bulb or globe.

b. Installing regular street-light fixtures on poles
or supports carrying fire-reporting boxes and in-
stalling special identifying bulbs in these fixtures.
Such lights should be connected directly to street-
lighting circuits.

‘When the latter method is employed on series
streetlighting circuits at high potential and lighting
fixtures cannot be rendered reasonably inaccessible to
inexperienced personnel, lights will be fed through
an individual voltage-reducing transformer to re-
duce the potential hazard.

4.12. Transformers

WPB approval to place order with manufacturer is
no longer required for transformers. Additional
transformers should not be purchased unless the
following conditions are met.

a. All existing transformers on the distribution

systems have been checked to determine the feasibil- °

ity of exchanging existing transformers and/or
shifting loads to release transformers. This may
eliminate the necessity for purchasing new trans-
formers or may reduce the size of transformers to
be purchaged,

b. All distribution transformers are operating as
nearly as practicable at the allowable temperature
limits during the period of maximum demand. In
general, transformers sized to approximately 56 per-
cent of a connected intermittent load will not exceed
allowable temperature limits. A greater diversity
factor may be used where exact knowledge of
connected-load characteristics clearly indicates that
allowable temperature will not be exceeded.

¢. If the load is continuous, the connected load
does not excced the transformers’ rated capacity.
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d. All surplus lists have been searched and efforts

made to obtain the required transformers from sur-

plus stocks of service commands, division engineers,

depots, ete, Close liaison must be established with

the service command and division engineer offices re-
sponsible for redistribution of excess property.

4.13. Miscellaneous

@. VENDING OR AMUSEMENT MACRHINES, Electric
power will not be supplied at Government expense
for vending or amusement machines or other me-
chanical devices from which money accrues to pri-
vate interests and business activities. Where electric
power is furnished, the charge will be determined by
the post engineer.

b. Erecreic Fans. For policy on electric fuu,
see paragraph 3.69.

¢. Erectzic Orcans. The Chief of Engineers is
responsible for installing and moving electric organs
and their power units at posts, camps, and stations.
The Chief Signal Officer is responsible for inspec-
tion, maintenance, and repair of such organs, and for
procurement, storage, and issue of spare parts.

4.14. Utility Wartime Aid Program

A program of cooperation arranged between the elec-
trical utility companies and the War Department in-
cludes:

a. An engineering study of post. electrical facilities
to arrange operating procedures, increase efficiency,

. chesk loading of circuits and transformers, locate

and salvage excess transformers or other equipment,
conserve electric energy, and provide maps, one-line
diagrams, etc.’

b. Determination of critical power requirements
in event of emergency.

c. An inventory of available reserve equipment,

‘ supplies, tools, and labor the utility company can

supply in an emergency.

d. Liaison between the post engineer, serving util-
ity, regional coordinator, and service command co-
ordinator to plans for cooperation in an emergency.

e. Appointment of an electrical engineer from the
serving utility to act as consultant to the post en-
gineer. )

Every assistance will be extended to the national
coordinator, the regional coordinator, and represen-
tatives of the serving companies.
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4.15. Responsibility

8. CoaL.- The Chief of Engineers is responsible
for specifications, determination of requirements,
provision of funds, receipt, inspection and sampling,
storage, issue, and distribution of coal, coke, and
briquettes for utilities purposes in continental United
States, The functions of receipt, inspection, sam-
pling, storage, issue, and distribution are carried out
by post engineers. The Quartermaster General is

responsible for purchasing coal, coke, and briquettes..

Only the Office of the Quartermaster General and
coal purchasing depots are authorized to release in-
formation on coal purchasing policy. Neither the
post engineer nor the service command engineer will
communicate with the coal contractor unless re-
quested by the coal purchasing depot.

b. EMERGENCY PurcHASE oF Coar. The service
command engineer may authorize purchase of coal,
coke, and briquettes to meet emcrgency needs. One
copy of the purchase order must be submitted prompt-
ly to OCE, the Quartermaster General, and the ap-
propriate coal purchasing depot.

¢. LocaL PurcHASES oF CoAL REQUIREMENTS.
(1) In accordance with an agreement between OCE

and the Quartermaster General, commanding gen-

erals of service commands are autharized to approve
the purchase of annual coal requirements of posts
from funds available locally under the following con-
ditions:

(a) Where the total annual requircment of black-
smith coal at the post is less than 20 tons.

(b) Where the total annual requirement of an-
thracite, bituminous, and/or sub-bituminous coal at
the post is less than 45 tons.

(¢) Where the total annual requirement of coke
at the post is less than 20 tons.

(2) When coal is purchased locally under these
conditions, it is not necessary to submit requisitions
to OCE for approval before purchase is accom-
plished. Requisitions confirming all such local pur-
chases will be submitted to OCE in duplicate, The
confirming requisition will urry the following nota-
tion on the face: .

“The above requtsrtmncd coal has been pur-
chased locally. Annual requirements of (insert

type fuel) estimated to be less than
tons. Do not duplicate.”

d. Gas, IncLuniNGg LI1QUEFIED PETROLEUM GaAs.
The post engineer at each installation is responsible
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FUEL

for requirements, specifications, funds, purchase, in-
spection, storage, and distribution of natural and
manufactured gas used for utilities purposes.

e. PerroLeunm Propucts. The post engineer is
responsible for determining requirements for pe-
troleum products used for utilities at posts, camps,
and stations, including outposts and separate detach-
ments, in continental United States. The Quarter-
master General is responsible for purchase, inspec-
tion, storage, issue, and distribution of petroleum
products, containers, and drums. At station level,
these functions are the responsibility of the post
quartermaster. Post engineers will requisition liquid
fuel (except liquefied petroleum gas) and lubricants
for repairs and utilities from the post quartermaster
or supply officer. Funds will not be cited on this
requisition. The post engineer is responsible for
maintenance and repair of permanently installed
liquid fuel storage, handling, and dispensing equip-
ment,

f- Woop, The post engineer is responsible for
specifications, determination of requirements, pur-
chase, inspsction, storage, issue, and distribution of
wood and other solid fuels, such as charcoal, not pur-
chased centrally through procurement directives is-
sued by the Office of The Quartermaster General and
used for utilities purposes in continental United
States.

g Fuer ror Exrort. For respons:bxhty for fusl
for export, see paragraph 4.16d.

4,16, Funds

a. Coar AND PeTROLEUM Probucrs. Funds for

coal, coke, briquettes, and petroleum products are’

made available by OCE directly to the Office of the
Quartermaster General. However, where local pur-
chase of coal, coke, and briquettes is authorized
(pars. 4.15b, 4.15¢, and 4.17) funds of the post en-
gincer are used.

b. AL OtHER FUELs. I'unds for all other fuels
are made available to the post enginecr by the service
comimand or AAF. Requisitions for these {uels are
not required by OCE.

¢. Use or Rerairs AnNp UriLiTies Funps TO
Proviog HEATING FUEL. Repairs and utilities funds
will be used only to purchase fuel necded to provide
adequate heat in occupied buildings (not more than
72° during hours of active use). Purchase of sup-
plemental fuel, such as wood for fireplaces, is not
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properly charged against repairs and utilities funds.
1f facilities are inadequate, the most economical
means of increasing the capacity with minimum use
of critical materials will be determined,

d. PURCHASES FOR ExPorT. Fuel products for ex-
port are purchased under direction of the Quarter-
master General. Funds for such products required

for utilities purposes are made availablé'by OCE

directly to the Quartermaster General.

e. FueL ror TecENICAL MILITARY ACTIVITIES.
Fuel used for technical military activities, such as
training and the operation of technical equipment in
medical and dental clinics and laboratories, will be

furnished from repairs and utilities funds without
reimbursement.

4.17. Supply of Coal to QOutposts and Other Separate
Detachments

Wherever feasible, coal from the stock of the nearest
established post will be used to supply outposts and
other separate detachments at which length of stay
or strength cannot be determined in advance. This
method should be followed even where it is necessary
to make a separate local contract for hauling coal

from post to outpost. In such cases, the post engi- .

neer will include outpost requirements with the regu-
lar post requirements on annual or supplemental WD
AGO Form 10-211, indicating under Remarks the
tonnage to be used by the outpost. Where the above
procedure is not feasible, local purchase may be made

. from funds available to the service command engi-

neer. Such purchase should be held to a minimum.

When an outpost must be supplied for an extended’

period of time and it is not feasible to supply coal
from an established post, WD AGO Form 10-211
will be submitted through the service command en-
gineer to OCE, as a request for the outpost’s coal
requirements. (See par. 4.20.)

4.18. Records of Fuel Consumption

The post engineer will maintain adequate records of
fuel consumption so he can anticipate needs and de-
termine operating cost and efficiency of plants and
equipment. See TAL 5-602 (when published) which
outlines the approved method of maintaining such
records. Post engineers will prepare a monthly in-
ventory of solid fuels on Form QKF-48. Data

shown on this report must reflect the fuel situation
accurately,

4.19. Maintaining Adequate Coal Supplies
a. Post ENGINEER. The post engineer will main-
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tain an adequate supply of coal on hand or under
contract to meet post needs during the entire fiscal
year. If extra coal is required, the post engineer will
submit WD AGO Form 10-211 as soon as additional
requirements are anticipated. At each post, responsi-
bility for obtaining contractors’ compliance with de-
livery schedules and/or delivery regulations of the
Solid Fuels Administration for War and for super-
vising accurate records of coal in transit, receipts,
issue, and stocks on hand (the daily coal sxtuatzon)
will be centralized in one person.

b. Sezvice Commanp EnciNeer. The service
command engineer’s responsibilities for coal supply
include:

(1) Having enough competent fuel service engi-

. neers on his staff.

(2) Using effectively the sampling personnel of
the U. S. Bureau of Mines.

(3) Insuring that post and service command in-
ventory and shipment records are accurate,

(4) Insuring that the post engineer as receiving
officer rejects coal not suited to the equxpment, not
meetmg OCE specxﬁat:ons, or not originating from
mine indicated in purchase order.

(8) Insuring that provision is made for well-
drained, properly surfaced, clean storage areas, re-
claiming poorly stored coal, storing new tonnage
carefully, and keeping sizes separated.

(6) Insuring that posts are maintaining and re-
conditioning coal-handling equipment and repairing
coal bins.

(7) Insuring that fuel-yard personnel is well or-

‘ganized and trained and that supervision of receipt,
“inspection, sampling, unloading, storage, and delivery

of coal is centralized in one qualified person.
(8) Insuring that provision is made for proper

_supervision of post requisitioning procedures.

(9) Insuring that coal is stored, handled, and dis-
tributed with a minimum loss through degradation.

4.20. Preparation of WD AGO Form 10-21}

a. Post ENciNzEe. The post engineer is respon-
sible for preparation and submission of WD AGO
Form 10-211. Annual requisitions will be submitted
through the service command in time to reach OCE
on the date specified yearly by OCE. Supplemental
requisitions will be submitted as soon as additional
coal requirements are anticipated and will cover addi-
tional requirements from the date of preparation to
the end of the fiscal year.

b. INnForMmaTION REquiReD. The kind and size of
coal to be used and the type of equipment to be
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ceived by transfer from (mame of station) and is not
to be purchased.

(3) OCE will be notified prior to transfer, sale,
disposal, or declaration as surplus of coal in excess
of 1,000 tons.

4.26. Surplus Coal

a. Aurrority. Commanding generals of service
commands are authorized to declare as surplus to the
War Department coal furnished for repairs and util-
ities purposes at class I, II, I1I, and IV installations.
Repairs and utilities coal at discontinued posts,
camps, and stations will be promptly transferred to
an active installation or disposed of as surplus by
commanding generals of service commands. Proper
disposition will be made within 60 days of the dis-
continuance of any installation. (See par. 4.25.) In
no case will coal be declared surplus and disposed of
unless—

(1) A stock of coal exists which exceeds the esti-
mated requirements of an installation for the current
fiscal year and the first quarter of the succeding
fiscal year.

(2) It has been determined in conjunction with
the purchasing depot that the coal is not needed at
other installations or that reloading and shipment to
another station are not economically feasible. The
purchasing depot is responsible for determining
whether other coal purchasing depots or naval in-
stallations in the vicinity have need for the coal.

1f the conditions outlined exist, the coal need not
be listed on circularization lists before being declared
surplus. Coal declared surplus under the above con-
ditions will be disposed of in the manner provided
by WD Procurement Regulation No. 7.

b. Nottricarions. Commanding generals of ser-
vice commands will notify the Chief of Engineers
and the Quartermaster General in turn, and the ap-
propriate coal purchasing depot of the quantities of
repairs and utilities coal disposed of or redistributed
under these provisions.

4.27. Manufacturing Flants

For a list of facilities to which this policy applies,
see paragraph 1.9,

a. Fuxps. Coal purchased locally and natural or
ma)\ufacturcd gas for Ordnance Department and
Chemical Warfare Service industrial armories, arse-
nals, and proving grounds are chargeable to funds
available to the operating service. No reimbursement
is made to the Ordnance Department from repairs
and utilities funds for coal used for utilities purposes.
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Reimbursement is made to the Chemical Warfare
Service from repairs and utilities funds for locally
purchased coal for utilities purposes. Reimbursement
is made to both the Ordnance Department and the
Chemical Warfare Service from repairs and utilities
funds for natural or manufactured gas for utilities.

b. Requistrions. Coal requisitions for Ordnance
Department and Chemical Warfare Service indus-
trial armories, arsenals, and proving grounds will be
prepared by an officer designated by the commanding
officer of the establishment. They will be sent di-
rectly to the chief of the technical service concerned
The Chief of Ordnance will forward all requisitions -
directly to the Office of the Quartermaster General
for purchase. The Chief of the Chemrical Warfare
Service will approve the quantity of coal to be used
for manufacturing purposes and forward the requisi-
tion to OCE for approval of the utilities coal. OCE
will then transmit the requisition to the Quartermas-
ter General for purchase.

4.28. Locomotives and Locomotive Cranes

Fuel for locomotives and locomotive cranes is
chargeable to Transportation Corps funds. Submis-
sion of requisitions for coal is not the responsibility
of the post engineer. Such requirements will not be
included on WD AGO Form 20-211 but will be
requisitioned by the transportation officer through
Transportation Corps channels.

4.29. Coal-handling Equipment

“The Chief of Engineers .is responsible for specifica-

tions, determination of requirements, pfovision of
funds, and purchase, inspection, storage, and issue
of coal-handling equipment.

4.30. Permanently Installed Scales

a. Truck Scarzs. Truck scales for weighing coal
will be furnished to posts receiving shipments in ex-
cess of 10,000 tons per year by rail or 3,000 tons per
year by truck unless all coal is consumed at one point,
such as a general hospital. When special conditions
warrant, posts receiving 5,000 to 10,000 tons of coal
per year by rail may have a truck scale. Truck scales
will be purchased locally from funds available to the
post engineer.

b. RaiLzoap Track Scaies. Railroad track
scales will not be furnished to Army posts for
weighing coal. Certified railroad weights will be
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4.31. Coal Storage

a. CENTRAL COAL-STORAGE AReAs. A suitably
graded, drained and surfaced central coal-storage
area large enough for the maximum amount of coal
to be stored will be provided where necessary. The
general inactivation program will be considered in
determining the size of this area. Bituminous ma-
terial can be used to provide coal-storage areas.

b. CoaL STORAGE AT POINT oF CONSUMPTION.
Comimanding generals of service commands, air
forces, or AAF commands can approve use of open
bins to replace coal boxes when such changes will
result in more efficient operation. Necessary modi-
fications in existing coal boxes may also be approved.

4,32, Railroad Trestles

Railroad trestles will not be installed at a post for
coal delivery without specific authority from OCE.

4.33, Procedure Regarding Purchase of Coal

Coal which does not meet original OCE specifications
will be purchased only on written waiver from OCE.
The coal purchasing depot, assisted by the fuel ser-
vice engineers and the Bureau of Mines coal sampler,
will investigate' where doubt exists as to the quality
of the coal mined by a potential supplier. Represen-
tative analysis .of the coal purchased will be shown
on all contracts and purchase orders.

4.34. Purchase Orders, Delivery Orders, and Invoices

OCE does not require either the ongmal or copies of
purchase orders, delivery orders, or invoices for pe-
troleum products, natural and manufactured gas,
coal, or any other supplies or equipment purchased
locally, except for emergency purchases of coal
which must be confirmed by a copy of the purchase
order as outlined in paragraph 4.155.

4.35. Receiving Reports

Receiving reports are to be executed as provided for
in AR 35-6560 within 3 days after the date of de-
livery and acceptance at destination. Receiving re-
ports will be prepared and distributed to the purchas-
ing depot in the manner and as prescribed by the
depot. Additional copies will’ be prepared and dis-
tributed as ‘required by the <hiefs of the technical
services. ~

a. WneN SaMPLED. In cases where shipments
are sampled, the appropriate one of the following no-
tations will be made upon receiving reports to indi-
cate by whom the sample was taken:
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(1) The coal covered by this receiving report has
been sampled by or under the immediate supervision
of a representative of the United States Bureau of
Mines,

(2) The coal covered by this receiving report has
been sampled by or under the immediate supervision
of the fuel service engineer.

(3) The coal covered by this receiving report has
been sampled by post personnel.

b. WrEN Nor SaxrLED, In cases where ship-
ments are not sampled, the following notation will be
made on receiving reports: The coal covered by this
receiving report has not been sampled.

¢. GUARANTEED ANALYSIS CoNTRACTS. Receiving
reports covering coal shipped pursuant to guaranteed
analysis contracts will be prominently marked with
the notation: GUARANTEED ANALYSIS CON-
TRACT.

4.36. Inspection and Sampling

a. InspecTiON. The post engineer, a commis-
sioned assistant, or a qualified civilian assistant will
visually inspect coal, coke, and briquettes for utilities
purposes to determine that it is the grade and size
contracted for, and that it is reasonably free from
bone, slate, and other foreign matter. Shipments
found to be definitely substandard as to size, prepa-
ration, or purity will be rejected. Communications
regarding rejectxons will be sent by the post engineer
through the service command engineer to the appro-
priate coal purchasing depot which will notify the
contractor to remove the coal from the reservation.
Usable substandard coal may be accepted, subject to
price adjustment made by the appropriate purchzsing
depot based upon_ recommendation of the service
command fuel service engineer.

b. SaxrrLiNG. Initial shipments on contracts for
500 or more tons of coal, coke, or briquettes will be
sampled at the destination and subsequent samples
will be taken of each additional 5,000 tons delivered.
Samples on contracts amounting to less than 500
tons may be taken on trial shipments or where the

" analytical information is desired. Wherc analysis or

use of cnal, coke, or briquettes indicates substandard
quality, succceding shipments will be sampled con-
tinuously until they meet specifications or until a
request is made for contract cancelation. The fol-
lowing procedures apply to sampling:

(1) Coal may be inspected or sampled at the
mines or the shipping point instead of at destination
if it is more efficient or if requested by a coal pur-
chasmg depot which is in doubt as to the quality
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produced by the supplier. Inspection and sampling
done at the mines should be coordinated through the
depots’ purchasing and contracting officers.

(2) Bureau of Mines coal samplers ass:gned to
each service command will be utilized by service com-
mand engineers where there is any question as to the
contractor’s ability to meet specifications or the
guaranteed analysis, or where difficulties are being
experienced in the use of coal, coke, or briquettes.
Samples taken under Bureau of Mines supervision
will be numbered serially for each contract with the
letters MU added, as Sample No. 1—MU.

(3) Samples taken by the fuel service engineer or
the post engineers’ fuel-handling personnel will be
numbered serially for each contract with the letter
U added, as Sample No. 1--U.

(4) The form that accompanies the samples sub-
mitted to the Bureau of Mines for analysis will show
whether the sample is being taken for routine or spe-
cial purposes. If taken for special purposes, the rea-
son will be shown as trial shipment, for information,
or continuous sampling account of doubtful quality.

(5) Neither the post engineer nor the service
command engineer will communicate directly with
coal purchasing depots regarding analysis reports
unless the coal contracting officer requests informa-
tion on trial shipments.

(6) Communications regarding receipt, inspec-
tion, and sampling procedure will be directed by the
post engineer to the service command engineer for
indorsement to OCE. Reports of investigations cov-
cring improper sampling may be forwarded directly
to the Bureau of Mines by the service command en-
gineer. .

(7) When analysis reports indicate the need for
corrective action, the post engineer will submit a re-
quest through the service command to OCE and the
Office of the Quartermaster General for action by
the appropriate coal purchasing depot. Corrective
action will be initiated when two successive ship-
nients from the same mine to one or more posts show
the coal to exceed the ash specifications by 3 percent
or to fall below the Btu specification by 3 percent.
Corrective action also may be initiated under other
justifiable conditions.”. Where corrective action is
based on successive shipments to more than one post,
action will be initiated by the service command.

(8) Service commands will permit Bureau of
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Mines coal samplers to sample for the Ordnance De
partment, the Chemical Warfare Service, and th
Transportation Corps upon specific requests to th
service command engineers by the using services
Samples so collected will be numbered serially for
each contract followed by the letters ORD for. Ord.
nance Department, CWS for Chemical Warfan
Service, and TC for Transportation Corps, as Sam
ple No. 1-—-TC.

4.37. Restrictions on Use of Fuels

a. LiartaTions. To meet fuel shortages, govern-
mental limitation orders have been invoked to contro
the sale and use of fuel oil, natural and manufac
tured gas, and liquefied petroleum. Except as re
placements, equipment using oil, gas, or electricity &
fuel will not be procured until fuel clearance ha
been obtained by OCE.

b. RestricTive ORDERS. The orders and thar ap
plications follow:

(1) L-56. Use of fuel oil is restricted in th.
greater part of continental United States to installa
tions specifically approved in advance by the Pe
troleum Administrator for War.

(2) U-7. Where OCE has authorized natural o
mixed gas, WPB Form 3314 will be filed jointly b;
the post engineer and the local utility with the Office
of War Utilities, WPB, Washington, D. C,, if th
gas is to be used in certain areas indicated in Limita
tion Order U-7. ‘

(3) L-174. Where OCE has authorized manu
factured gas, WPB Form 3138 will be filed jointk
by the post engineer and the local utility with th:
Office of War Utilities, WPB, Washington, D. C,, i
the gas is to be used in certain areas indicated &
Limitation Order L-174.

(4) L-86. Where OCE has authorized liquefie:
petroleum, WPB Form 809 will be filed by the sup
plier with the Liquefied Petroleum Unit, Plumbin;
and Heating Division, \WWPB, \Vas‘hmgton, D. C
This form will be employed for Loth fuel and equip
ment.

¢. CoaL Tonnages. Coal is not subject to restric
tive orders, but tonnages must be cleared by th
Fuels and Lubricants Division, Office of the Quar
termaster General, with the Office of Solid Fuel
Administration for War. Therefore, use of appre
ciable tonnages of coal for new or additional installa
tions must be approved by OCE.
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Section V.

4.38. Conservation of Fuel

6. Measuzes. The following measures have been
approved by the Surgeon General and will be en-
forced to reduce fuel consumption:

(1) Prevent overheating of buildings, using tem-
perature-control equipment when available. If there
is no automatic temperature control, regulate the
heat source to conform to outdoor weather condi-

tions by operating firing devices or distribution-line

valves manually. Sleeping quarters or other spaces
not actively used at night will not be heated to tem-
peratures above 55°.

(2) Keep windows and doors of cantonment
and theater of operations buildings closed during
heating seasons except under the {following circum-
stances, where thermostats will be placed on the
lowest settings:

(a) During sleeping hours,

(&) During short periods not over 30 minutes
to ventilate excessive dust, such as that caused by
sweeping.

(¢) Special ventilation ordered by a medical
officer instead of or after fumigation or sterilization
against contagious disease.

(d) When outside temperature is 65° F. or

higher.

b, Fuer-ConsuxrrioNn ContmoL. The post en-
gmeer will report any instances of excessive fuel
consumption resulting from neglect, carelessness, in-
tentional ‘waste, or unnecessary operation of heating
equipment to the post commander.

4.39. Operating Personnel for Heating and Boiler
Plants

a. INTENT or Poricy. The intent of this policy
is to provide civilian operators for all large heating
plants and civilian firemen for small heating plants
where their services will release military personnel
for field duty or will prevent serious interference
with training. (See d, ¢, and f below.)

b. ExText oF CoveraGe. This policy will gov-
ern employment of operating personnel for heating
and boiler plants at all 'mstal]'ations at which repairs
and utilitics are accomplished in accordance with
AR 100-80. It will not apply to Ordnance Depart-
ment and Chemical Warfare Service plants, arsenals,
and proving grounds, where operation, maintenance,
and repair of boiler plants are the responsibility of
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the respective technical services by agreement with
the Chief of Engineers, pursuant to AR 100-80,

¢. Funps. Repairs and utilities funds will be
used to pay civilians employed under this policy by
the War Department to fire heating plants, boiler
plants, and space heaters,

d. Weeze CiviLiaN Pezsonner WirL Be Usep.
Civilian personnel will be employed to operate—

(1) All heating and boiler plants having a total
rated capacity of more.than 100 horsepower (hp)
or equivalent Btu rating.

(2) Heating and boiler plants having a total rated
capacity of less than 100 hp or equivalent Btu rating,
and individual stoves and heaters only for—

(a) Spedal facilities such as AAF, ASF, or AGF
technical or factory schools, laboratories, War De-
partment theaters, and post offices on a post;; Where
the facility is part of the post, firemen will be pro-
vided only for the excepted facility unless otherwise
provided below.

(b) Dormitory type civilian quarters and com-
munity buildings under War Department jurisdic-
tion.

e. WHERE CIvILIAN PERsoNNEL May BE Usep.
Upon service command or AAF command approval,
civilian personnel may be employed to operate heat-
ing and boiler plants in—

(1) Warehouses. When possible, however, per-
sonnel engaged in regular warehouse and depot
operation will be utilized. :

(2) Post administrative headquarters where no
station complement is available. Regularly assigned
operating or custodial personnel will, however, be
utilized as much as possible.

(3) Buildings occupied by patients at recondition-
ing centers. Use of patients to fire heating plants is
not in accord with the policy of the Office of the
Surgeon General. N

f. Waeze CiviLian PersoNNEL Wi Not Be
Usep. Civilian personnel will not be employed to
operate heating and boiler plants in—

(1) Organizational buildings, such as barracks,
quarters, day rooms, administration buildings, mess
halls, bathhouses, and lavatories. These facilities
will be fired by the field force unit or station com-

" plement to which the buildings are assigned.

(2) Buildings where personnel are present and
available, such as fire stations, small warehouses,

guardhouses, and garages.
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(3) All officers’ and noncommissioned officers’
quarters. If civilian firemen are used in these facili-
ties, they will be paid by the occupants.

(4) Residential type civilian quarters. .

(5) Profit-making organizations such as service
clubs, post exchanges, and officers’ clubs, and wel-
fare agencies such as Red Cross and YMCA. 1If
civilian firemen are used in these facilities they will
be paid by the using agency.

g. CoNSTANT ATTENDANCE NoT REQUIRED, Re-
gardless of operating pressures, boilers do not re-
quire constant attendance unless in a plant larger
than 100 hp or inadequately protected by safety de-
vices or controls.

h. SoLpier FIREMEN. Enlisted personnel may be
assigned to fire furnaces in categories listed in e,
f(1), and f(2) above, provided they have been
trained by the post engineer at facilities which he
provides. When practical, firemen should be as-
signed for at least 30 days.

4.40. General Mechanics, Heating

General Tncchanics, heating, will be assigned to in-
spect and repair small heating plants and to instruct
firemen.

441, Combustion Engineers

a. SErVICE CoMMAND CoMBUSTION ENGINEERS.
Service commands will coordinate and direct the
activities of the combustion engineers to obtain maxi-
mum effectiveness in training and assisting post
personnel and insuring proper utilization of the fuel
supply. Combustion engineers are responsible for
determining whether established heating procedures
are being followed. Duties of the combustion en-
gineers will be as follows:

(1) Periodically visiting posts in accordance with
existing regulations to give technical assistance to
post personnel on all phases of operation and main-
tenance of heating equipment.

(2) Assist in training post personnel in proper
practices and procedures for operating heating
equipment.

(3) Ascertaining that administrative control and
personnel for operating and maintaining heating
plants arc properly instructed in their duties.

_{4) Assisting post engineer personnel in estab-
lishing maintenance programs and training courses.

(5) Inspecting heating equipment, reviewing
operating practices, and making recommendanons
as required.

b. Use oF InpustRiAL CoMBUSTION ENGINEERS,
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Since personnel is limited both in service commands
and posts, combustion engineers of Bituminous Coal
Research, Inc, and Anthracite Industries, Inc., may
be used to assist service command and post en-
gineers,

4.42. Service by Local Utility

To reduce gas consumption at camps, posts, and
stations, the gas supplier will be requested in writ-
ing to inspect and report on the following services:

a. Adequacy of post distribution . facilities; need
for further looping of systems to decrease pressure
drop; and materials needed for sectionalizing dis-
tribution facilities to repair leaks in mains.

b. Operating condition of gas-burning equipment,
including regulators, piping, controls, and air-gas
mixtures,

¢. Flue-gas analysis of larger installations, in-
cluding wherever practicable those using fuels other
than gas.

4.43. Temperature-control Equipment

6. BuLpiNGs SERVED FroM CENTRAL PLANT.
Automatic space temperature-control equipment is
essential to efficient operation of heating systems
and conservation of fuel. The following policy gov-
erns installation of temperature-control equipment
in existing buildings in hospital areas or others
served from a central plant: .

{1) Quarters and general-purpose buildings will
be grouped where practicable and equipped with
controls actuated by outside temperatures.

(2) Storehouses and similar buildings will be
controlled by individual outside thermostats.

(3) Wards and clinical buildings will be con-
trolled either by inside thermostats or outside tem-
perature. Where wide variations in temperature or
building construction make outside control more
desirable, the possibility of using them will be care-
fully checked with the post surgeon. .

b. AmoxrizatioN of CosT. Temperature-control
equipment will be installed only where cost, includ-
ing material and labor for the complete installation
plus estimated maintenance cost for 2 years, can
be amortized in 2 years. (Estimate a 15 percent
saving of total plant fuel consumption by use of
temperature-control equipment.)

4.44, Procurement of Kitchen Ranges and Heating
Equipment

. KitcREX Rawnces. Kitchen ranges will be
supplied through Quartermaster channels.
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b. Azmy No. 1 Seace Hreaters. Army No. 1
space heaters and economizers will be requisitioned
from service command engineer.

c. REPAIR PaRTS. Repair parts for the following
will be requisitioned from the service command en-
gineer: Nos. 15, 18, and 20 Cannon stoves; Army
No. 1 space heaters; and until present stocks are
e nausted, United States laundry stoves Nos. 12
aud 14. Repair parts for other heating equipment
will be procured locally.

d. Borrers AND FuRNACES. Boilers and furnaces
for space heating, hot-water heating, and utility
steam generation will be purchased locally.

¢. O1L, Gas, or ErLecTric HEATING EQUIPMENT.
Oil, gas, or electric heating equipment will be pro-
cured only when use of the fuel has been authorized
by the responsible Government agency, unless the
equipment will replace similar equipment which
uses the same fuel. Requests for fuel authorization
will be cleared through the servxce command en-
gineer to the OCE.

f. Stocking oF Pamrts. The post will stock an
adequate supply of parts not stocked in the division

—engincer’s warchouse. Stocks should not exceed
minimum requirements; normally the following will
be adequate:

Grate bars ..... 2.5% of total installed

Firebrick ...... 2.5% of total installed

Door castings .. 1.25% of total installed
“Controls ....... 2.5% of total installed

Other parts ....25% of annual replacement.

g. CoNTROL Ixsrnum-:x'rs Generally controls

will be repaired by replacing them from stock and

returning dnmaged units to the manufacturer for

exchange or repair. Field repairs on controls are
generally unsatisfactory.

4.45. Boiler Equipment

a. BorLer Tmixt. The arrangement and design
of all boilers, boiler fittings, and appliances such as
safety valves, stop valves, blowoff piping, feed pip-
ing, and water column piping will conform to the
ASME Boiler Construction Code. Duplicate feed-
water systems, special blowdown valves, safety-vaive
rclieving gear, and similar appliances not required
by the ASME Code will not be installed without
OCE approval. ’

b. Firing EquirMeNT. Firing equipment will
be designed to provide sufficient capacity to operate
fire-tube boilers at 125 percent of mechanically fired
Steam Heating Boiler Institute (SHBI) rating and
water-tube boilers at 200 percent of 'ASME rating.

80
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4.46. Boiler Plant Performancse

a. CENTRAL HEATING PLANT LoGs. All central
heating plants will keep an operating log available
at all times for review by post engineers or service
command combustion engineers. This log will con-
tain all pertinent information on operation and main-
tenance of the plant. It will indicate major main-
tenance projects and will contain a daily operating
record, including fuel consumption and steam pro-
duced, boiler outage schedules, and cleaning and re-
pair periods.

b. Borrer Erriciency. Under average conditions,
no less than 10 percent carbon dioxide for coal-
and oil-burning installations and 8 percent for gas-
burning installations will be maintained. Coal-burn-
ing installations having instruments and automatic
combustion control will, however, operate at 12 to
13 percent carbon dioxide. All damper controls

‘must be properly regulated to insure minimum use

of excess air. Rate of fuel consumption will be
carefully adjusted to meet load requirements. Boiler
tubes and flues will be kept clean to insure maximum
heat transfer.

c. Utit1zatioN oF WASTE STEAM.
venting of exhaust steam from flash tanks and back-
pressurc valves will be eliminated. High-pressure
traps will be inspected regularly for proper opera-
tion. Exhaust stcam from auxiliaries, flash tanks,
and other sources will be connected through safety
devices to low-pressure steam mains for space and
hot-water heating.
~d. InsuraTioN oF DistriBuTion SysteEums. Radi-
ation caused by poorly insulated surfaces will be
eliminated, particularly in underground piping. Pre-
cautions will be taken to prevent flooding of under-
ground pipe tunnels and conduits. Should flooding

“occur, conduits will be drained at once. Damaged

pipe covering \vxll be repaired or replaced wherever
possible.

4.47. Boiler-water Treatment

a. Bureau oF MINES TREATMENT. Army in-
stallations at which repairs and utilities responsibili-
ties are performed in accordance with AR 100-80
will use the boiler-water treatment recommended
by the Bureau of Mines and follow instructions out-
lined in TM 5-650 (when published). If other
stations use the Bureau of Mines treatment, they will
comply with established procedure. Engineers in
OCE and scrvice commands will assist them on

request.
ARO0R84
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b. Exczrrions. High-pressure steel boilers of
less than 10 hp will receive boiler feed-water treat-
ment only when the service command considers it
necessary. To protect low-pressure boilers with
minimum attention, responsibility for preventive
maintenance is delegated to the service command
engineer;; where needed, he will require treatment
and submission of samples to the Bureau of Mines
according to the procedure in TM 5-650.

¢. TRADE-NAME COMPOUNDS AND PrivaTe CoN-
TRACTS. (1) Use of trade-name compounds and
contracts for private handling of boiler-water treat-
ment are not authorized. On approval of the serv-
ice command, exceptions will be authorized when
additional treatment is required to meet a special
condition. (See TM 5-650.)

(2) Coravol will be used only with approval of
the service command. The Surgeon General au-
thorizes. its use where steam comes in direct con-
tact with food only if Coravol is never added to the
boilers within 1 hour of the use of direct-contact
steam cookers. Where Coravol is used, precautions
will be taken to comply with this requirement.

d. SErvICE CosMMAND BoOILER-WATER ENGINEER.
The service command boiler-water engineer is re-
sponsible for—

(1) Determining whether established directives
on boiler-water treatment given in TM 5-650 are
being followed.

(2) Recommending treatment at posts to main-
tain recommended chemical limits.

(3) Helping train post personnel in the proper
use and handling of the chemicals.

(4) Providing post personnel with technical as-
sistance in operating and maintaining all water
softeners except those for the post water supply.

e. BorLzz-watez HyproueTERS. Broken boiler-
water “Pacometer”” hydrometers will be replaced by
sending them complete with leather case to: The
Permutit Company, 330 West 42d Street, New York
(18), New York. The purchase order to the Per-
mutit Company will be for $15 and will supply a
minimum priority rating at AA-S. The service
command boiler-water engineer will assist the posts
where calibration of hydrometers is the only defect.
Hydrometers will not be shipped to the Bureau of
Mines for repair or calibration.

4.48, Impfcvoy\cnh to Boiter and Heating Planis

Coal conveyers and soot blowers will be provided
wherever the labor saved warrants thcir installa-
tion. Soot blowers should also be installed where

™ 8-40¢

Pars. 447450

removing boilers from service to clean tubes inter-
fers with operation.

4.49. Boiler-feed-equipment Requirements

Specifications governing 700- and 800-series laun-
dry and hospital boiler houses call for installation
of two boiler-feed pumps, each pump having enough
capacity to meet the plant’s maximum load require-
ments. Since all installations made in accordance
with these specifications provide a spare pump, they
comply with the ASME Code. Therefore, addi-
tional boiler-feed equipment, such as injectors, is
unnecessary. In plants not equipped with feed-
water heaters but equipped with both electric- and
steam-driven boiler-feed pumps, the steam-driven
pump should be used only in emergencies or during
necessary shutdowns of the electric-driven equip-
ment, since no facilities are available-for using ex-
haust steam. =

4.50. Spare Boiler-plant Capacity

a. Poricy. The following policy will determine
need for additional boiler capacity. This policy
provides a margin of safety for emergency condi-
tions while eliminating unnecessary stand-by boiler
equipment,

(1) Plants containing water-tube boilers will be
considered satisfactory when maximum load can
be carried with all boilers operating at 150 percent
of-rating,

(2) Plants containing steel fire-tube boilers will
be considered satisfactory when maximum load can
be carried with all boilers operating at normal rating.

(3) Plants containing cast-iron boilers will be

* considered satisfactory when maximum load can be

carried with all boilers operating at normal rating

b. ApprTioNAL BorLers. When necessary, addi-
tional boilers will be provided to meet the above
conditions.

¢. Loap DerermiNaTiON. The ‘following may
be used to compute load determination on heating
plants where flow meters or other test data are no
available:

(1) Heating load is totaled and its steam demanc
on the heating plant determined using 100 percen
load factor.

(2) Utility steam such as for domestic hot-water
sterilizing, and kitchen equipment is assumed tc
have a load factor of 65 percent.

(3) In determining total demand on hospita
plants, line loss is taken at 21 percent of total con
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nected load. This includes line loss for the dis-
tribution system and for the various buildings.

(4) Demand due to pick-up is taken as zero, on
the basis that steam is always on the system.

(5) On laundry-boiler plants, steam demand may
be taken as 100 percent of the total connected load
with no allowance for pick-up on line loss.

d. ArrricaTiON. The above policy will be fol-
lowed only for additions or replacements at installa-
tions where repairs and utilities responsibilities are
performed in accordance with AR 100-80. It does
not apply to new construction projects or to Ord-
nance Department and Chemical Warfare Service
plants, arsenals, and proving grounds where opera-
tion, maintenance, and repair of boiler plants are
responsibilities of the respective technical services,

451, Instrumants for Boiler Plants

The following recommendations will guide the selec-
tion of boiler-plant instruments; modifications may
be made to suit individual conditions.

a. ComumoN T0 ALL Borers. (1) Steam-flow
meters. A steam-flow meter should be installed on
cach 300 hp and larger boiler or on the main header
from a group of boilers totaling 300 hp and larger
where individual meters are not used. Flow meters
should not be used on main headers unless the cost
of necessary piping changes is moderate. A steam-
pressure recorder to record pressure in main headers
should be combined with one of the flow meters,

(2) Steam-flow air-flow meters. For 300-hp or

larger boilers, a steam-flow air-flow meter may be .

installed in place of a steam-flow meter and carbon
dioxide recorder.

(3) Temperature recorders. Ome combination

carbon dioxide and flue-gas temperature recorder -

should be installed for each 300-hp or larger boiler.
When individual recorders are not used, one carbon
dioxide recorder connected by a manifold to each
boiler of a group totaling 450 hp or larger should
be installed. Flue-gas temperature recorders on
breechings common to several boilers are of limited
value. To obtain the temperature of flue gas leav-
ing 2 group of boilers not having individual carbon
dioxide and flue-gas temperature recorders or steam-
flow air-flow mecters, a thermocouple for the last
pass of each boiler, one seléctor switch, and one
indicating type pyrometer may be installed.

(4) Flue-gas analysis set. At least one portable
flue-gas analysis set should be available on each post
to determine carbon dioxide on miscellaneous boiler
units and to check recording equipment.

82
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b. Coar-Firep Borrers. Draft gauges should be
installed on 100-hp and larger boilers, and auto-
matic draft controls should be installed on 150-hp
and larger boilers.

¢. O1- AND Gas-riRep BorLess. (1) Flue-gas
analysis set. One portable flue-gas analysis set
should be available per boiler room of 150- to 450-
hp capacity.

(2) Draft gauges. Draft gauges should be in-
stalled on all 50-hp and larger boilers. Automatic
controls should be installed for primary and second-
ary air for oil-burning equipment using No. § or
No. 6 oil. For installations using lighter oils, chim-
ney draft should be regulated by barometric type
balanced dampers,

(3) Gas meters., Gas meters should be installed
on boiler plants having steam-flow meters.

4.52. Boiler Inspection

Boiler inspections required by AR 850-300 will be
performed by an inspection agency approved by
OCE. Inspections should be spread out over the
entire year as much as possible to equalize the work
load and make it possible to use one inspector in the
same area all the time. Inspections will usually be_
both internal and external, followed or preceded by
an external inspection under steam pressure. Boilers
in questionable condition or those over 5 years old
will be given an internal and external inspection
followed -or preceded by an external inspection
while under hydrostatic test. To simplify inspection
procedure for other establishments, service com-
mands will coordinate inspections at Army installa-
tions at which repairs and utilities responsibilities

. are performed in accordance with AR 100-80. Post

commanders at such stations are authorized to re-
quest the service command engineer directly for
services of these inspectors. Rendering this serv-
ice at such stations will not be construed to place
any responsibility for operation or maintenance on
the service command engineer. Inspections on loco-
motives and locomotive cranes will be handled by
the Transportation Corps.

4.53. Stoker Equipment

Stokers may be installed under any boiler or fur-
nace provided savings in labor and fuel will amor-
tize the total cost of installation within 2 years.
When the use of stokers is authorized, they will
have enough capacity to opcrate fire-tube boilers at
125 per cent of SHBI mechanically fired rating and
water-tube boilers at 200 per cent of ASME rating.

ARONORR

’




 Jun 48

54, Economizers for Army No. | Space Heater

Economxzers for Army No. 1 space heaters will
be requisitioned from the service command engi-
neer. Economizers increase the output of the Army
No. 1 space heater from 33,000 Btu per hour to
moré than 50,000 Btu per hour and will be added
to Army No. 1 space heaters in any inadequately
heated buildings.

4.55. Hot-water Building Heating Systems

Hot-water building heating systems will have proper
controls and relief valves to prevent overheating.

4.56. Furnace-fan Operation in Summer

Circulating fans on forced warm-air systems not in

heating service during the summer months will be
adjusted so they cannot be operated during these
months except in theaters and similar buildings de-
signed for summer ventilation.

4.57. Automatic Controls for Black-out Areas

Automatic controls for domestic-sized, coal-burning
heating equipment which would not operate during

black-outs because of power failure will not be re-.

placed by manual controls unless blackouts are a
matter of nightly routine.

458. Air Filters

Except in extremely dusty areas, filters in the re-
turn-air plenum of forced-circulation heaters are of
no practical value in conserving heaith. Upon con-
currence of the post surgeon, the use of filters will
be discontinued wherever possible.

4.59. Accessories for Small Heating Plants

Coal hods and bags, shovels, pokers, and ash hoes
+ will be requisitioned from the service command en-
gineer.

4.50. Heating in Hospital Corridors

Connetcting corridors in hospitals in areas having

more than 2,500° days will be heated to 55° F. Con- -

necting corridors in areas having less than 2,500°
days will not be heated except in cases of unusual
exposure. Where freezmg temperatures may occur
at any time and no heat is provided, sprinkler piping
in corridors will be protected by 1%4-inch to 3-inch
valved steam lines running parallel and close to
sprinkler lines. Corridor space inside hospital build-
ings may be heated.
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4.61. Operation and Maintenance of Laundry Facit.
ites

a. Post ENcINEEr. The post engineer is respon-
sible for:

(1) Maintaining and operating laundry boiler
plants.

(2) Maintaining steam-distribution lines, traps,
etc., in the laundry building, up to the connection en-
tering the laundry machine and beyond the connec-
tion leaving the machine,

(3) Operating, providing operating supplies, add-
ing to, and servicing water softeners and water heat-
ers for laundry purposes, wherever installed,

(4) Maintaining electric power lines in the laun-
dry up to the machine, including replacement of
fuses and maintenance of circuit breakers.

(5) Maintaining and repairing all water lines,
valves, faucets, etc., mthelaundry,ugtothemd
valves on the hundry machines,

(6) Maintaining all drains, sewm, and traps
serving the laundry.

b. Post Launpry Orricez. The post laundry
officer is responsible for:

(1) Maintaining laundry machines.

(2) Maintaining motors and other electrical
equipment on the machmc side of the fuse box or
circuit breakers.

(3) Maintaining contrel valves and other water-

supply equipment on the machine side of the contral
valves,

¢. Reramzs. Under the combined shop loan, post
engineer maintenance shops and utilities personnel
may be used to repair equipment for which the post
supply and service officer is responsible.

d. STEAM PrESSURE 1M LauNnDRY BorLer PranTts.
For efficient operation, minimum steam pressure of
100 psi will be maintained at the equipment in laun-
dry boiler plants. Laundry boilers will be operated
at enough pressure above 100 psi to compensate for
pressure losses between boilers and laundry equip-
ment ; however, the maximum safe working pressure
of the boiler approved by the boiler inspector must
not be exceeded.

’

4.62. Warshouts Heating

a. WHEN AuTHORIZED. Warehouse heating wil
be authonzed where required by operations per

- formed in them or to protect perishable materis

against freezing. However, before heating facilitie:
are requested between fire walls in any warehous:
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section, the using service will submit evidence to the
post engineer to show that operations in each section
cannot be performed in other sections which are al-
ready heated or for which heating is proposed.

b. DeGReE oF HEATING. Although the percentage
of warehouse space which may be heated is not lim-
ited, every effort will be made to follow the recom-
mendations below so heated areas will be at a mini-
mum, Maximum temperatures are as follows:

(1) 70° F. for all office space, toilet rooms, and
areas where many employees work seated or stand-
ing on jobs involving little exercise.

(2) 55° F. for sections where many employees
work entirely inside, standing and exercising moder-
ately; such work includes sorting, collecting into and
from bins, ete.

(3) 40° F. for sections where employees do work
involving considerable exercise, such as packing, crat-
ing, and stacking, or where heat is requ:x'ed to pro-
tect material from freezing,

(4) No heating will be permitted in sections
which do not contain material requiring protection
from freezing, and where the only operations are
placing and withdrawing stored goods.

¢. JusTIFICATION. Requests for heating facilities
will include complete justification as follows:

(1) Complete outline of present and proposed
heating facilities. ‘

(2) Description of operations performed in all
warehouse space for which additional heating facili-
ties is requested.

(3) Maximum, minimum, and average outside
temperature for winter season for past 5 years taken
from Weather Bureay records.

(4) Floor-plan sketch of all warehouse facilities
showing areas and number of employees as follows:

(@) Number working seated with minimum exer-
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cise, such as office work, or standing with little exer-
cise, such as filing.

(6) Number standing with moderate exercise,
such as sorting or working at assembly tables, bins,
etc.

(¢) Number standing with considerable exercise,
such as packing, crating, boxing, stacking, and
loading.

(d) Storage areas where employees are present
only occasionally.

d. ScaxeNING OF REQUESTS. Requests ior addi-
tional heating will be screened with extreme caution,
and no requests will be considered if other means
can be used. Questions on proper use of warehouse
space at posts, camps, and stations will be referred
to the appropriate service command for review and
recommendation by the technical service representa-
tive ; those involving class IV installations will be re-
ferred to the office of the chief of technical service
for review and recommendation.

4.63, Manufacturing Planis

At industrial sections of Government-owned and
operated Chemical Warfare and Ordnance Depart-
ment armories, arsenals, and proving grounds, main-
tenance, repair, and operation of gas generating
plants, inside gas-distribution systems (except those
used for heating, cooking, and lighting), and boiler-
plant and steam-distribution systems are an operat-
ing service responsibility, Maintenance, repair, and
operation of outside gas-distributing systems at these
installations are a repairs and utilities responsibility.
Mechanical engineers in OCE and in the service
command engineer’s ‘office will be available on re-
quest to assist in problems of operation and mainte-
nance. For a list of facilities to which this pohcy

applies, see paragraph 1.9.

Section V. REFRIGERATION

4.64. Refrigerated Warshouse Facilities

a. SToraGE Space. The Office of the Quartermas-
ter General has set the following standards for an
approximate upper limit. They may be reduced if
local conditions warrant.

(1) Stations under 3,000-man troop strength.
(a) Frozen-food storage space (10° F.)—one pre-
fabricated frozen-food storage refrigerator, type
KE-.25-27, 275-square-foot.*

(b) Cooler storage space (30° F. and over)—0.4
square foot per man.

(2) Stations of 3,000 to 5,000-man troop strength.

(a) Frozen-food storage space (10° F.)—one
prefabricated frozen-food storage refrigerator, type
KE-25.28, 550-square-foot.*

(b) Cooler storage space (30° F. and over)—0.4

square foot per man. AR00288
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(3) Stations over 5,000-man troop sirength.
(a) Frozen-food storage space (10° F.)—0.1 square
foot per man.

(b) Cooler storage space (30° F. and over)—0.3
square foot per man.

b. Hospitars. The above policy does not apply
to general hospitals or station hospitals not served
by post quartermaster facilities. The past engineer
will correct essential refrigerated-storage deficiencies
where necessary to meet the requirements of the in-
dividual hospital,

¢. STORAGE-ROOM TEMPERATURE. Frozen-food
storage rooms will be used only for storing food re-
ceived frozen; they will not be used to freeze food.
Temperatures in these spaces will not exceed an
average of 10° F. Cooler storage rooms will not
operate below 30° F.

d. BranNe-spray UxN1Ts 1N CoLD-sTORAGE Rooxs.
Only sodium chloride brine solution will be permit-
ted in brine-spray units serving cold storage rooms
for perishable food. Inhibitors for corresion and
rust control are harmful to food products and their
use in brine-spray units delivering air to food-stor-
age spaces-will not be permitted. Rust and corro-

sion of metal surfaces in these units will be con-,

trolled where necessary by applying a suitable pro-
tective paint.

e. Meat Hook, OvERHEAD MEAT TRACKS, AND
TRACK Scares. Trolley type meat hooks which be-
come a fixed part of the cold-storage warehouse will
be provided by the post engineer. One trolley type
meat hook per foot of overhead meat track in cold-
storage-rooms is adequate. Plain, removable, hook-
over type meat hooks are quartermaster equipment
and will be provided by the post quartermaster (sup-

" ply officer). Cantilever track scales for cold-storage
plants are generally used only in accepting meat from
the vendor. One scale on the receiving track will
suffice inasmuch as the tagged weights are generally
used for receiving and issue of shipments obtained
through quartermaster market centers. Local pur-
chase of meat hooks, meat track, and track scales
will be made only when they are not available from
unused post facilities. Meat tracks will not be used
in frozen-food storage spaces; all frozen food wiil
be piled on floor dunnage.

f. SHELVES. Shelves will not be used to conserve
floor area in frozen-food and cooler storage spaces.

g. DIRECTIVES oN PrerisrasLe Foop. The follow-
ing publications of the Office of the Quartermaster

General and the Adjutant General pertaining to
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warehousing of perishable subsistence will be used as
a guide: TM 10—610 and SB 10—153 and 10—187.

4.55. Gas Masks and Canisters

a. RequisiTioNs. Requisitions from class I, IT,
II1, and IV stations for special-purpose masks and
canisters for repairs and utilities purposes will be
submitted to the service command engineer. Requi-
sitions for the following masks and canisters ap-
proved by the service command engineer will be
forwarded direct to the appropriate Chemical War-
fare Service depot for supply. (See b below.) How-
ever, exceptional issues of canisters and masks will
be requisitioned from the appropriate depot through
the Office, Chief of Chemical Warfare Service,

Gas masks
Mask, gas, service, M2A2, acid-vapor M1—111A1
Mask, gas, diaphragm, M3Al, all-purpose M1—
1VAl
Mask, gas, service M2A2, ammonia M1—111A1
Mask, gas, service, M2A2, HCN, M2—IVAl
Mask, gas, service, M2A2, oil-vapor M1—111A1

Canisters

Canister, acid-vapor, M1
Canister, all-purpose, M1
Canister, ammonia, M1
Canister, HCN, M2
Canister, oil-vapor, M1

b. Derots. Service command engineers will for-
ward approved requisitions directly to.the appropri-
ate Chemical Warfare Service depot as follows:

Item

Gas masks for use in
First through Sixth
Service Commands or
cormpbnding divi-
sions.

Gas masks for use in the
Seventh, Eighth, and

Ninth Service Com- .

mands and correspond-
ing divisions.

Canisters for use in ol
service commands and
divisions.

Supply Depot
The Commanding Officer
Eastern Chemical War-

fare Depot
Edgewood, Maryland

Chemical Warfare Sup-
ply Officer

Utah ASF Depot

Ogden, Utah.

The Commanding Officer

Indianapolis Chemical
Warfare Depot

2060 Northwestern Ave-
nue

Indianapolis, Indiana.

AR00289 .
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¢. LocAL Purcrase. On approval by the service
command engineer, special-purpose industrial masks
not listed above and respirators required for repairs
and utilities purposes may be purchased directly with
locally available repairs and utilities funds. Such spe-
cial-purpose items will be procured directly in ac-
cordance with the general schedule of supplies enti-
titled Special Wearing Apparel (grade 37, supp. No.
5), Procurement Division, Treasury Department.
Items not listed therein may be procured directly
from any source and should not be requisitioned
from Chemical Warfare Service.

d. OPERATING INsTRUCTIONS. Instructions in TM
3-205, instructions on canisters, and information
from the local Chemical Warfare Service officer will
be observed in the use of gas masks and canisters.

4.66. Use of Refrigerants

a. Freon-12. Freon-12 may be used in new in-
stallations or for continued operation of existing
systems permitted by WPB order M-28, as
amended and interpreted.

b. ConversioN 10 METHYL CHLORIDE. Subject to
the exceptions in a above, the following Freon-12
refrigeration systems will be converted to methyl
chloride when they cease to function properly be-
cause of lack of refrigerant charge:

(1) All systems employing air-cooled condensers.

(2) All single-ﬂomprassor systems where equip-
ment is located in a space providing 1,000 cubic feet
or.more per 10 pounds of refrigerant charge. This
group includes but is not limited to warehouse type
installations, mess refrigeration systems, morgue re-
frigeration systems, photographic storage and proc-
essing systems, and water or brine cooling systems
for process requirements.

‘¢, Conveaston 10 METHYL CHLORIDE OF Discox-

TINUANCE. The following types of Freon-12 refrig- .

eration systems will be converted to methyl chloride
when they cease to function properly because of lack
of refrigerant charge or will be discontinued if they
" cannot be converted:

(1) Carbonated and malt-beverage cooling or
storage systems.

(2) Drinking-water coolers.

(3) Refrigerated bain-marie (salad coolers).

(4) Soda fountains and fountainettes,

(5) I¢e-making systems (bulk or flake type).

(6) Refrigerated ice-storage rooms or buildings.

(7) Air conditioning systems on list A, WPB or-
der M-28, as amended.

d. ConvemsioN Procebuze, All conversions from

86
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Freon-12 will conform to requirements of the Amer-
ican Standard Safety Code for Mechanical Refriges-
ation. These requirements vary with the kind and
quantity of refrigerant, occupancy of the building,

. and other factors, and the code must be consulted to

determine safety requirements for any particular
system to avoid serious fire, explosions, and toxic
hazards. Conversions of existing refrigeration sys-

‘tems will follow recommendations and instructions

of the technical service having jurisdiction over
operation and maintenance of the equipment; they
should be made only after obtaining recommenda-
tions of the manufacturer of the complete system or
each major part of built-up systems.

¢. ExcrrrioNs. Exceptions to-the above policy
will be submitted for clearance with Production Di-
vision, Headquarters, ASF. -

4.67. Supply of Refrigerants

Service command engineers will order monthly sup-
plies of Freon-12 from Pennsylvania Engineering
Company, Philadelphia, Pennsylvania, on notifica-
tion of allotment by OCE. Posts will be supplied
required amounts of Freon-12 for repairs and utili-
ties purposes from the service command stock. Re-
quests for Freon-12 for Army post exchanges will
be submitted directly to the Chief of the Army Ex-
change Service, 25 West 43d Street, New York, by
the post exchange officer without reference to the
post or service command engineer. Other refriger-
ants, such as ammonia, sulfur dioxide, and methyl
chloride, will be purchased locally in rented or
loaned cylinders. Empty refrigerant cylinders,
whether private or government owned, will be re-
turned collect freight 1 day after they are emptied.
Government-owned Freon cylinders, except those
which are used for service, are to be shipped by
freight collect to Kinetic Chemicals, Inc,, Carney's
Point, N. J., when empty. Local purchase of refrig-
erant cylinders is not authorized.

4.68. Accountability for Government-owned Freon
Gas Cylinders

Filled Government-owned Freon cylinders received
at a service command engineer warehouse from the
manufacturer will be accounted for and picked up
on the warehouse stock record. Cylinders will be
shipped to individual posts on 2 War Department
shipping document which will serve as a credit
voucher to the warehouse stock account. Cylinders
received by the post engineer will be picked up on
the stock record cards in accordance with TM

. - AR0O0290
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5-601 (when published). The service command
War Department shipping document will be the debit
voucher to this account. Empty cylinders will be
shipped collect freight to Kinetic Chemicals, Inc,
on 2 War Department shipping document, a copy of
which will act as a credit voucher to the post engi-
neer’s stock account. Two copies of this document
will be forwarded, one attached to the requisition to
service command for additional refrigerant, the
other to the District Engineer, U. S, Engineer Of-
fice, Military Supply Division, 1400 Penn. Mutual
Building, Philadelphia, Pennsylvania, Attention of
Property Officer. No attempt will be made to ac-
count for cylinders by serial number.

4.59. Supply of Mechanical Refrigerators

_a. Reguisirions. Mechanical refrigerators re-
quired for repairs and utilities work and listed in
Equipment Manual for Area and Post Engineers
will be furnished to posts, camps, and stations on
requisition. As the need arises, requisitions for ini-
tial requirements will be forwarded through appro-
priate servie command channels in accordance with
existing regulations. Initial requirements or com-

plete replacements for AAF control depots will be’

furnished without reimbursement,

b. INFORMATION REQUIRED. Requisitions for re-
frigerators purchased centrally will include the fol-
Towing:

(1) For refrigerators to supplement existing ca-
pacity in mess halls for warehcuses—

(a) Number of persons being served.

(b) Type and plan number of building contmmng
the facility.

(¢) Cubic contents of existing refrigerated space.

(d) Additional refrigerated space required.

(2) For frozen-food refrigerators (10* F.) in
hospital, consolidated mess, or warchouse:

(s) Name and location of market center which
serves post.

(5) Distance from market center to post.

(¢) Present schedule of deliveries from market

centers,

(d) Items of subsistence delivered frozen.

(e) Time between delivery from market and
issue,

“(f) Frozen-food storage space (10* F.) now

available.
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(¢) Approval of service command or air tore.
quartermaster or supply officer.

4.70. Drinking-water Coolers

a. Resrricrions. The ANMB List of Prohibite
Items for Construction Work prchibits the use of
iron and steel in the manufacture of drinking-water
coolers for land use. War Department policy pro-
hibits purchase and installation of drinking-water
coolers except for limited use in hospitals.

5. ExczprTIONS. Requests for exceptions to the
provisions of the ANMB List, including those for
hospitals, will include:

(1) Specific information on intended use. *

(2) Number and capacity of coolers desired,

(3) Number of persons to be served.

(4) Maximum temperature of water available for
drinking purposes.

(5) Availability of desired equipment from ex
isting stocks.

(6) Other pertinent mformanon which will affect
a decision on essentiality,

c¢. Hosprrars. Drinking-water coolers in hospitalr
will be installed in spaces where a minimum num-
ber of coolers will serve the maximum number of
patients. Areas and offices visited by few patients
are excluded. Requests for exceptions will be con-
fined to the types and sizes permitted by WPB or-
ders or to equipment available in existing stocks.
No requests will be made for equipment which re-
qmru an appeal by a2 manufacturer to the WPB for
permission to manufacture, .

4.71. Manufacturing Plants

Responsibilities for operating refrigeration and ice
plants at industrial sections of government-owned
and operated Chemical Warfare Service and Ord-
nance Department armories, arsenals, and proving
grounds are as indicated below; OS denotes oper-
ating service and RU denotes repairs and utilities.
For a list of facilities to which this policy applie..

see paragraph 1.9,
Operation Responsibility
Industrial refrigeration® ...... oS
General post-use plants........ RU
Sale of ice vovveeieiiiinnnn oS
Nonindustrial refrigeration .... RU
Compressed-air system ....... 0os

® Refrigeration engineers in OCE and service commnd engincn
ia esch service command sre available to assist im problems of opers
tion snd maintenance.

ARO0291 =
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Section Vi,

4.72. Water Services

Policy for water services is contained in AR
100-90.

4.73. Sale of Water Service - ”

AR 100-90 governs the sale of surplus water, in-
cluding sale to Government-owned civilian war-hous-
ing projects located outside military reservations.

4.74. Sale of Sewage Disposal Service

a. Peruission to SELL. Army sale of sewage dis-
posal services during the national emergency is ap-
proved where:

(1) Sewage treatment is essential to health at the
post or in surrounding areas affecting health at the
post.

(2) Surplus sewage treatment capacity exceeds
any known future needs of the post and sale con-
serves critical labor and materials.

(3) The best interests of the United States are
served. :

b. ConTrACTs OR PerMits. Sale of sewage dis-
posal service may be either by contract or permit.
The service command engineer has authority to fur-
nish such services by contract if granting rights to
enter Government real property or easements over
real property are not necessary. If granting right to
enter, construct, and maintain a connecting sewer or
appurtenances on Government property is required,
the Secretary of War can grant a permit in which
terms of sale of sewage disposal may be incorpor-
ated. (See AR 100-62.) Al contracts or permits
will contain necessary provisions safeguarding the
Government’s interests, including a terminating
clause with ample notice of termination.

4.75. Manufacturing Plants

Responsibilities for water supply and sewage func-
tions for industrial sections of Government-owned
and operated Chemical Warfare Service and Ord-
nance Department armories, arsenals, and proving
grounds are indicated below;; OS denotes operating
service and RU denotes repairs and utilities. For a
list of facilities to which this policy applies, see par-
agraph 1.9,
a. WaTER SuprLy.
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WATER AND SEWAGE
Opcration Responsidility
Purchase of water:

Industrial .....ccoevvveveees. OS
Building and grounds (by re-

imbursement) ............. RU
Operation of water treatment

Plant c..oiiiiiiiiiiien., os
Operation of water-pumping

plant ...iiiiiiiiiiiiiienn oS
Maintenance of distrbution system:

Outside buildings ............ RU
Inside buildings:

Industrial use ............. Os

Sprinkler use ............. os

Health, sanitation, cleaning,

washing, drinking, and sew-
erage use (by reimburse- .-
ment) .....covivicaencss RU
Contract
Provisions and execution...... oS
Review and approval......... OS&RU
b. SEWERAGE.

Operation Responsibility
Purchase of service............. RU
Operation of sewage-treatment

plant .....oiniin Cesevevenas RU
Operation of sewage-pumping

plant c...oeinn. ceeerareenae RU
Maintenance of collection system:

Outside buildings ............ RU

Inside buildings:

Industrial waste if separate
treatment plant required.. OS
Sanitation waste and indus-
trial if no separate plant re-

quired .................. RU
¢. STORM-WATER DRAINAGE.

Operation Responsibility
Operation of drainage pumps..... RU
Maintenance of entire system..... RU

d.. Hicr-PRESSURE WATER SystE)M Op-
ERATION ...cccueee eeesreenace (01

Note. Sanitary engineers are available in OCE and in the
service command engineer's office for technical assistance on
problems concerning the above.

4.76. Water Conservation

a. Measures. Positive action will be taken to
climinated water waste and to reduce per capita con-
sumption.

ARGO292
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b. UntwaL Frusm Vauves. Self-closing flush
valves will be installed on urinal troughs equipped
with perforated flush pipes. Steps will be taken to
eliminate excessive consumption by other type
urinals. ;

477, Water Metering’

A master meter will be installed for each source of
water supply. Supply from several sources, such
as several deep wells or separate points of purchase,
will be metered at each source.

4.78 Water-level Gauges for Wells

Drawdown or water-level testing gauges will be in-
stalled in all active deep wells to provide daily oper-
ating data essential for further development of un-

derground water supplies and for pumping sched-
ules.

4.79. Water Mains

Water mains will not be installed to provide fire
protection in ammunition storage areas unless the
Chief of Ordnance rules that special conditions
make their installation necessary.

4.80 Swimming Peols

a. OperaTION. All swimming pools, reservoirs, or
tanks used for swimming, whether constructed with
appropriated or nonappropriated funds, will be oper-
ated in accordance with TB MED 163. Approval
will be secured from the commanding general of the
service command in accordance with AR 100-90 and
will depend on availability of water supply, con-
formance to sound sanitation, and reasonable operat-
ing costs. Repairs and utilities funds can be used to
purchase operating supplies such as water chemical
and chlorine when the United States has title to the
pool, tank, or reservoir and operation has been ap-
proved by the commanding general of the service
command. Subject to provisions of the lease, leased
pools are considered to be under War Department
control, vesting the Government with a real property
interest justifying use of repairs and utilities funds
for operation.

b. ConsTrUCTION. No new swimming pools, res-
ervoirs, or tanks of any type to be used for swim-
ming will be constructed with appropriated funds
without the approval of the Chief of Staff. Swim-
ming pools, reservoirs, or tanks to be constructed
with nonappropriated funds will be approved in ac-
cordance with paragraph 1.16. The following addi-
tional factors will also be considered:
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(1) Duration of activation of the post, camp, ¢
station.
(2) Construction design, which must conform t
sound sanitary practices.
(3) Minimum use of critical materials.
(4) Reasonable construction cost.
(5) Conformance to War Department construc
tion policy and provisions of paragraph 2.25.
¢. Repares, Appropriated funds for repairs an
utilities work on Government-owned pools, reser
voirs, or tanks for swimming will be spent in accorc
ance with AR 100-80 and WD Circular 388, 194
Nonappropriated funds for maintenance and repai
on pools, reservoirs, or tanks for swimming will b
spent in accordance with paragraph 1.16. :

4.81. Chlorination of Water

a. CHLoRINE RESIDUAL. A chlorine residual of 1
least 0.4 ppm after a 30-minute-contact period in tt
system or in a closed sample bottle will be maintaine
at all times in those parts of the potable-water distr’
bution system under constant circulation. This doe
not apply to water directly supplied to posts, depot:
leased buildings, and similar facilities by a satisfa
tory, chlorinated, public water supply distributic
system. It does apply to:

(1) Army-owned and operated well and surfac
supplies.

(2) Nonchlorinated water from municipal or pri
vately-owned sources.

“(3) Chlorinated water from municipal or pri
vately-owned systems where sanitary, physical, ¢
operating defects or other special hazards are know

- to exist or where bacteriological examinations sho

that satisfactory quality cannot be obtained withot
rechlorination by the post. '

b. Exczrrions. The foregoing is not mandator
ifom

(1) Following chlorination, the water is store
for long periods in properly protected distributia
reservoirs.

(2) Iron, manganese, or other chlorine-consumin
compounds make it impractical to maintain a chlorir
residual of 0.4 ppm. In such cases additional treat
ment may be required to produce water of acceptabl
bacteriological quality.

¢. Use or AMMONIA. If use of chlorine alone re
sults in objectionable tastes and odors due to foreig
matter or to the chlorine itself, ammonia may be use
with the chlorine. This use will be restricted to le
cations where the tastes and odors are highly ot

: AR00293
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4.82. Chlorination of Sewage

Except in emergencies or where required for satis-
factory sanitation within a military reservation, spe-
cific approval by service command will be required
for chlorination of sewage plant effluents. Approval
will be recommended only where chiorination is
clearly needed to protect public health or, in lmited
instances, where required to control nuisance con-
ditions.

4.83. Chiorinating Agents

a. SuppLy or Carctum HypocHLORITE. Stocks
of grade A calcium hypochlorite will be maintained
in engineer depots and engineer sections of ASF de-
pots. Requisitions for calcium hypochlorite for re-
pairs and utilities purposes will be sent for approval
to the service command which will forward them to
the proper distribution depot.

b. ConservaTiON or CarLctum HyprocHLORITE.
High-test calcium hypochlorite will not be used in
continental United States, except for water purifica-
tion, including Lyster bags. Sodium hypochlorite
solution, grade D, (Fed. Spec. OB-441a) will be
substituted for grade A calcium hypochlarite to chlo-
rinate post water supplies, except where climate or
lack of local sources of supply make substitution im-
practical.

¢. SurrLy oF CHLORINE CyrLINDERS. Stocks of
ISO‘pound-upacxty chlorine cylinders will be main-
taingd by service commands for limited issue. Chlo-
rine cylinders will be requisitioned from the service
command engineer on the basis of chlorine con-
sumption, shipping time, and time needed for refill.
Except in emergencies, requisitions for chlorine cyl-
inders for facilities exempted from service command
repairs and utilities mpply responsibility will be for-
warded by the service command to OCE for ‘ap-
proval.

d. ProcUREMENT oF CHLORINE. Individual ser-
vice commands are responsible for contracts for pro-
curing chlorine in Government-owned cylinders for
water and sewage treatment at Army posts.

) 4.84. Gas Masks

For policy on pmcurmg gas masks, see paragraph
4.65.

4.85. Submnssnon of Water Samples for Chemical
Analyses

When field analyses are impractical, complete chem-
ical analyses of post water supply may be obtained
by submitting samples to the Geological Survey. The

90

{Jes &8

Water Resources Branch, U. S. Geological Survey,
Washmgton D. C, will supply sample bottles, ship-
ping containers, and instructions on request. When-
ever possible, field tests for pH and dissolved oxygen
and carbon dioxide should be made when samples are
taken, and the data obtained sent with the samples to
the Geological Survey.

4.86, Scale and Corrosion in Potable-water Supply
Systems

Threshold conditioning will be used to control scale
and/or corrosion in potable-water supplies, particu-
larly in hot-water systems, in accordance with estab-
lished procedures. Technical problems which arise
will be referred to the service command engineer
who has competent personnel available to recommend
methods of treatment and chemicals to be used. Con-
tracts for potable-water treatment by private indus-
trial or commercial firms are not authorized.

4.87. Safeguarding Port Water Supplies

The following precautions for reducing health haz.
ards through pollution of drinking-water sources will
apply to all War Department installations at pier,
warehouse, and dock facilities, and to vessels moored
to waterfront facilities under War Department juris-
diction.

6. At Przzs. No cross connections, siamese or
others, will exist between shore drinking-water sup-
ply and ponpotable-water supply systems for fire
fighting or other purposes.

‘b. Vessers Wit Power. No cross connections
will exist between shore drinking-water supply and
nonpotable- or unsafe-water supply systems on ves-
sels moored to water-front facilities when such ves-
sels have power to operate fire or other pumps. .

¢. Vessers WrtHout Power, Whenever a vessel
moored to a water-front facility is without power to
operate its fire pumps, a water supply for fire pro-
tection will be made immediately available by taking
the following measures:

(1) Water from the shore drinking-water system
may be brought aboard for fire protection by separate
hose lines or other means, provided there is no con-
nection between the shore drinking-water system and
any other water source,

(2) If the vessel has no power to operate its
pumps, a connection from the shore drinking-water
system to the vessel’s fire and sanitary-flushing sys-
tems may be made with a fixed pipe or hose line,
provided that satisfactory backflow prevention de-

. vices are installed between the vessel and shore sys-
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tems at individual outlets and that such installations
meet the minimum requirements of local health
codes or regulations or of agreements made with
local health authorities for this specific wartime use.

(3) If the connections described in (2) above, are
not feasible, hose lines may be led aboard and neces-
sary adapters and fittings furnished for making a
physical connection between the shore drinking-water
system and the vessel’s fire system. However, no
actual connection will be made for fire fighting until
an alarm is sounded. A man on watch will be as-
signed to complete all connectxons and open neces-
sary valves when the alarm sounds. He will break
the connections as soon as the alarm ends. He will
be responsible for notifying the local health officer

Section Vil.

4.88, Responsibility

Commangding generals of service commands, air
forces, or AAF commands are responsible for fur-

nishing utilities services to posts, camps, and stations -

in the United States, except as prescribed in AR
100-80. Post engineers, as staff officers, are respons-
ible for utilities services to posts.

4.89. Functions of Service Command Engineers

a. To readjust utility contracts in the Govern-
ment's favor at service command installations, the
service command engineer will:

(1) Advise area and district engineers in nego-

 tiating rates for new contracts,

(2) Review and, if necessary, readjust rates of
service command contracts for repairs and utilities
purposes at posts, camps, manufacturing plants, and
other military installations.

(3) Periodically survey load characteristics af—
fecting rates at posts, camps, manufacturing plants,
and other military installations under service com-
mand jurisdiction to determine need for further rate
adjustment.

(4) Furnish the service command Iegal staff with
engxneerxng data necessary to prepare, execute, or
revise utility contracts. " -

{5) Maintain lizison with State and mumcxpal
bodies regulating utilities.

b. AT OTHER INsTALLATIONS. Installations not
under the service command for repairs and utilities

™ §-40C
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and local water superintendent when such connec-
tion is made.

(4) If water for sanitary fixtures cannot be pro-
vided as in (2) above, portable gasoline-engine oc
motor-driven pumping units may be used for thig
purpose if no cross connection is made with the ves-
sel's potable-water supply.

(5) The connections described in (1) or (2)
above, either with or without approved backflow pre-
vention devices, will not be made while any other
connection to’ an outside non-potable- or unsafe-
water supply exists or after the vessel’s pumps are
in operation.

(6) These requirements will not be construed to
conflict with Coast Guard Regulations concerning
Security of Vessels in Port.

UTILITIES CONTRACTS

purposes can request the assistance of the service
command engineer for the services in a above.

4.90. War Depariment Power Procurement Officer
a. OCE ResronsiiLity. A War Department

Power Procurement Officer located within OCE is
designated in paragraph 3942, WD Procurement
Regulations. For contracts of 1,000 kilowatts or
over where the War Department has interest in cost,
the-War Department Power Procurement officer is
responsible for: )

(1) Reviewing contracts and initiating modifica-
txomorcha.ngesnecessarytocm..plythhthe?res—
ident’s directives.

(2) Reviewing proposed contracts and supple-
ments to existing contracts which extend time, alter
contract price, or make substantial change in terms,
to assure compliance with the President’s directives.

b. ReprESENTATIVES or PoweR PROCUREMENT
Orricer. Repairs and utilities divisions of offices
of service command engineers will represent the
War Department Power Procurement Officer, and
under his direction will carry out necessary field ac-

* tivities concerning contracts and supplements there-

to for electrical service of 1,000 kilowatts or over
to all establishments within the geographical bound-
aries of the service commands, if the YWar Depart-
ment has an interest in the cost of such service. Com-
manding officers at such establishments will assist

9N
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these repruenutwes by furnishing all information
required.

491, Form of Contracts

Utility contracts will adhere as closely as possible
to WD Contract Form 15, War Department Nego-
tiated Electric Service Contract (Connection
Charge) and WD Contract Form 27, Negotiated
Utility Service Contract (No Connection Charge—
Electric, Gas, Water, Sewage Service) with modifi-
cations suggested herein, These forms are set forth
in WD Procurement Regulation 13.

4.92. Term of Contract

Utility contracts should continue until further notice,

although whenever possible the Government will ask
the right to cancel within 30 days. However, if a
longer cancelation period is needed to obtain a more
favorable rate, contracts may be drawn with 2 max-
imum cancelation period of 90 days or with mini-
mum charges continuing until the end of the contract
year.

4.93. Applicable Rates

Army installations having load characteristics com-
parable to industrial and municipal loads will, when-
ever possible, be served at the lowest industrial, mu-
nicipal wholesale, or comparable Government service
rate. When a rate is made part of a contract, all
provisions of the rate which may affect the cost of
service to the Government will be included.

4, 94. Connection Clurgu

a. PavyMENT. Connection charges will be paxd by
the Government only for temporary Army installa-
tions, and when the connections built will not use-
fully serve other loads after Army use is discon-
tinued.

b. Reruxp or ConnzcTiON CrARGES. Net cost
to the Government of connecting facilities less esti-
mated saivage value will, whenever possxble, be re-
funded from monthly payments for service within
5 years. The percentage of monthly bills so refund-
ed should be as high as load conditions warrant and
never less than 10 per cent.

4.95. Prompt-payment Discounts

Prompt-payment discount periods or penalty provi-
sions for delayed payments will allow the Govern-
ment time to pay bills without penalty or loss of dis-
count. Whenever possible such periods will not be
less than 30 days.

92
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4.94, Combined Loads and Meter Readings

Whenever practicable, loads will be combined in
order to obtain the lowest cost of utility service, due
consideration being given to the critical materials re-~
quired. Cost of combining loads at temporary Army
installations will not exceed estimated savings for a
3-year pericd. When combined meter readings can
be billed as one quantity at the same rate as for come
bined loads, the methods requiring least use of erit-
ical materials will be employed.

4.97. Meter Testing and Refunds

Contract provisions concerning meter testing and re-
funds for inaccurate meters will conform as closely
as practicable to regulations of the State or local
body having jurisdiction.

4.98. Primary Electric Service or Metering Discounts

When electric service at Army installations is fur-
nished and billed at secondary voltage but metered
at primary voltage, the contract will provide an
equitable discount to reimburse the Government for
transformer losses. When electric service is fur-
nished and metered at primary voltage but billed at
a secondary rate, the contract will provide an equit-
able discount for both transformer losses and Gov-
ernment ownership of transformers.

4.99. Procedure

Post engineers, acting for post commanders, will
notify cdmmanding generals of service commands of

. rates, rules, and contract provisions which cannot

be adjusted by mutual agreement between contract-
ing officers and contractors. Service command en-
gineers, acting for commanding generals of service
commands, will help post engineers get necessary
rate adjustments. If adjustments cannot be obtained
by mutual agreement between service command en-

_gineers and contractors, service command engineers

will appeal to the appropriate State or local regula-
tory bodies having jurisdiction over the rates and
rules of the contractors. When service command en-
gineers feel that agreements satisfactory to the Gov-
ernment have not been obtained, they will make
factual reports for commanding generals of service
commands to the Chief of Engineers or the War
Department Power Procurement Officer, whoever

has approval authority.
4.100. Sale of Surplus Utilities Services
For policy on the sale of surplus utilities services,

see AR 100-90.
AROOZ296
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CHAPTER 5

FIRE PROTECTION AND PREVENTION

Section |,

S.1. War Depariment Fire-protection Program

The War Department fire-protection program con-
sists of four phases:

6. DesicN, Features and devices which decrease
fire hazards will be designed as a structural part of
buildings or projects.

b. ConsTrucTiON. The designed fire-protection
features will be built into the structures.

¢. Fire PReEVENTION, Defects in existing struc-
tures will be found and corrected, Adequate safe-
guards will be employed in storing and handling
materials and equipment. Sound housekeeping prac-
tices will be established and maintained.

d. FIre Ficaring. Facilities and methods will
be provided and used to control and extinguish fires

g . Section L.

5.4. Chief of Engineers

a. StaFr SupervisioN ror ASF. The Chief of
Engineers will carry out the following responsibili-
ties of the Commanding General, ASF:

(1) Staff supervision for fire prevention and pro-
tection at new construction projects performed under
OCE supervision and at all class I, II, IV, and spe-
cial installations, except those named in paragraphs
§6and 5.7.

(2) Preparing uniform techmca.l policies, pro-
cedures, and standards. for Army-wide application,
and inspecting all class III installations for comph-
ance with War Department policies.

(3) Establishing War Department construction
policy on fire prevention and protection, procurement
of fire-fighting and fire-prevention equipment, and
necessary incidental coordination measures.

b. SUPERVISION OF INSTALLATIONS UNDER Sez-
vice CoMMAND. At military posts where command-

INTRODUCTION |

with minimum damage to life, property, and the
military program.

§.2. Adjustmenis in Program

The degree of fire protection at War Department in-
stallations may be adjusted by criteria developed by
the War Department or by the subordinate agency
having responsibility. Adjustments ordered in over-
all protection will be made promptly. The War De-
partment will accept additional risks resulting from
such adjustments involving reductions brought about
b‘y War Department directives.

5.3. Airplane Crash Fire Fighting and Crash Rescue
As used in this manual, fire protection and fire pre-
vention does not include airplane crash fire fighting
and crash rescue,

-

RESPONSIBILITIES AND FUNCTIONS

ing generals of service commands are responsible
for fire prevention and protection, the Chief of En-
gineers will supervise the following:

(1) Determining degree of fire-protection fea-
tures incorporated in site planning, structural de-
sign, and installed equipment, including installed
fire-protection systems.

(2) Determining criteria for organizing ﬁre-pro—
tection forces and distributing fire-fighting equip-
ment. .

(3) Developing standards for all installed and
movable fire-protection equipment.

(4) Budgeting equipment and operating funds.

(5) Establishing fire-prevention regulations.

(6) Supervising organization, personnel, equip-
ment, training, operations, inspections, and mainten-
ance needed to control and extinguish fires.

(7) Enforcing fire-prevention regulations and
promoting grﬁprevention educational programs.

—
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(8) Keeping fire-loss experience statistics.
.5. Commanding General, AAF

The Commanding General, AAF is responsible for
execution of fire-prevention and protection at all
class III installations, subject to provxsxons of para-

graph 5.4a(2). .-
5.6. Chiefs of Ordnance and Chemical Warfare
Service

The Chief of Ordnance is charged with staff super-
vision and command responsibility for fire preven-
tion and protection at class IV installations under
his direct command which manufacture, process, or
store explosives, propellants, or explosive ingredi-
ents. The Chief of Chemical War Service performs
the same functions for class IV installations under
his direct command which manufacture, process, or
store explosive, incendiary, poisonous, vesicant, or
irritant products. Chiefs of these services are also
responsible for making production security inspec-
tions at installations assigned them on the Installa-
tion Security Inspection Responsibility List and at
privately-operated facilities assigned on the Master
Inspection Responsibility List.
ment with the Chief of Engineers, they may be dele-
gated responsibility for carrying out fire-prevention
and fire-protection measures at class IV industrial,
manufacturing, or agent-operated installations not
included above ; however, delegation of responsibility
for execution will not alter responsibility for staff
supervision and technical inspections assigned the
Chief of Engineers and commanding generals of
service commands. (See pars. 5.4 and 5.9.)

5.7. Chief of Transportation

The Chief of Transportation is charged with staff
supervision and command responsibility for fire
prevention and protection at ports of embarkation
under his direct command, including staging areas
and other sub-installations of ports of embarkation.
He is also responsible for making production secur-
ity inspections at installations assigned him on the
Installation Security Inspection Responsibility List.

5.8. Provost Marshal General

The Provost Marshal General is responsible for staff
supervision of fire prevention, fire protection, and
inspection at privately-operated facilities assigned to
ASF on the Master Inspection Responsibility List.
He will keep informed of fire-prevention and pro-
tection measures at installations assigned to ASF on

By specific agree- -
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the Installation Security Inspection Responsibility
List to make certain that fire-prevention and fire-pro-
tection responsibilities of Chiefs of Engineers,
Transportation, Ordnance, and Chemical Warfare
Service are coordinated with the appropriate Inter-
nal Security Program without duplication of activity.

5.9. Commanding Generals of Service Commands

Commanding generals of service commands are re-
sponsible for adequate fire-prevention and protection
measures at class I, II, and IV installations, except
as indicated in paragraphs 5.6 and 5.7 ; and for mak-
ing technical inspections of class III installations
charged to the Chief of Engineers. (See par.
5.4a(2).) This responsibility generally is carried out
by service command engineers and post engineers.
At installations where the Installation Security In-
spection Responsibility List makes commanding gen-
erals of service commands responsible for production
security inspections, the fire-prevention and protec-
tion portions of the inspections may be delegated to
representatives of the service-command engineer or
the service command director of security and intel-
ligence. If their respective activities can be coordin-
ated without duplication, representatives of both may
inspect. Commanding generals of service commands
are responsible for conducting production security

. inspections of privately-operated facilities assigned

them on the Master Inspection Responsibility List.

5.10. Commanding Gcnenk of Air Forces and AAF
Commands

Commandmg generals of air forces and AAF com-
mands are responsible for carrying out fire-preven-
tion and protection measures at class IIT installations
under their jurisdiction.

5.11. Service Command Engineers

In carrying out the responsibilities of commanding
generals of service commands at class I, II, and IV
installations, service command engincers will:

a. Coordinate and carry out the fire-protection and
fire-prevention program at all posts in maintenance
area. :

b. Achieve proper distribution of fire-fighting
equipment and facilities.

¢. Supervise training of fire department personnel.

d. Inspect equipment in service and take necessary
steps to improve its condition.

e. Review the training and operating effectiveness
of fire department personnel.

When making technical inspections of class III

ARON2a4 95
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installations, the service command engineer will assist
in performance of the functions listed above on re-
quest.

5.12. Post Commanders

Post commanders and officers in charge of new con-
struction projects under jurisdiction of the Chief of
Engineers are primarily responsible for fire preven-
tion and protection at their installations or projects.
Where new construction projects are undertaken at
activated installations, fire-prevention and protection
responsibilities of the officer in charge of construc-
tion will be coordinated with those of the installation
commander.

5.13. Post Engineers

Where the commanding general of the service com-
mand, air force, or AAF command is responsible for
performance of fire prevention and protection, the
post engineer, designated fire marshal by the post
commander, will be responsible for administration
and organization of the following fire-protection and
fire-prevention activities:

a. Setting up and enforcing regulations and orders
to reduce or eliminate all fire hazards in the area un-
der his jurisdiction.

b. Organizing, instructing, and training designated
fire-fighting personnel in all phases of maintenance
and operation of fire apparatus, appliances, and sys-
tems. '

¢. Adequately distributing, installing, and main-
taining all fire-protection equipment and systems.

d. Making regular periodic inspections of all
buildings and tests of fire-protection systems, ap-
paratus, and equipment, including recharging fire
extinguishers,

e. Issuing necessary orders to fire department per-

Section Il

5.16. Fire-prevention Engineers

Fire-prevention engineers with a thorough know-
ledge and background of experience in planning, de-
veloping, and maintaining suitable fire-prevention
and fire-protection facilities are employed by OCE
and by offices of service command engineers. Fire
prevention engineers in OCE will be responsible to

the Chief, Fire Prevention Section, Repairs and
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sonnel to regulate duties affecting routine operations,
fire-prevention inspections, and fire-fighting duties.

f. Investigating fires immediately to determine the
cause, preserve all pertinent evidence, and prepare
required reports and records.

g. Preparing reports, requisitions, and recommen-
dations for necessary improvement or reduction in
fire protection and fire prevention.

5.14. Organization of Post Fire Department

A fire-protection and fire-prevention system will be
organized and maintained at each post. Where mo-
bile fire protection is readily available from sur-
rounding municipalities or other outside sources or
where use of motor-driven fire apparatus is other-
wise inadvisable, the system will consist of one or
more organized fire brigades composed of enlisted
men and/or civilians on duty at the post. Post fire
department personnel will be divided into two equal
groups, each being assigned to alternate 12-hour, 24-
hour, or equivalent-hour tours of duty unless other-
wise authorized by the commanding general of the
service command, air force, or AAF command. Mem-
bers of post fire departments will be subject to
emergency duty at all times. -

5.15. Advisory Bureau on Fire Protection

The National Board of Fire Underwriters maintains
an Advisory Bureau on Fire Protection in the Fire
Prevenfion Section, Repairs and Utilities Branch,

. OCE, to give engineering and advisory service. This

bureau provides the War Department with exper-
ienced fire-prevention and fire-protection engineers
throughout the United States. Services of these en-
gineers may be requested through channels from the
Fire Prevention Section, Repairs and Ultilities
Branch, OCE. Requests should be limited to major
fire-protection problems.

PERSONNEL

Utilities Branch, OCE, and those in offices of service
command engineers will be responsible to the Chief,
Fire Prevention Branch, Repairs and Utilities Divi-
sion of the service command, for coordinating all
fire-protection and prevention activities under the
jurisdiction of those offices. They will also make
technical inspections of AAI installations to ascer-
tain that prescribed standards, procedures, and poli-

cies are being followed. A R O 0 3 O O
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5.17. Fire Department Instructor-inspectors

Fire department instructor-inspectors, fully trained
and experienced in fire-fighting operations, and in-
specting, organizing, training, and determining of
fire-protection requirements, are employed by OCE
and by offices of service command engineers. OCE
fire department instructor-inspectors will make regu-
lar inspection visits to each service command en-
gineer office and to a suitable number of representa-
tive posts in each service command, in company with
fire department instructor-inspectors under the ser-
vice command engineer, to determine the adequacy
of the fire-protection inspection and training pro-
gram maintained by the service command engineer.
They will also help the service command fire depart-
ment instructor-inspectors organize inspection, post
fire-department organization, and training activities.

On request through the service command engineer,

posts and service commands can get the assistance of
fire department instructor-inspectors for special pur-
poses. They will, upon request, help train fire per-
sonnel at Tlass III installations and will make tech-

nical inspections of such installations to ascertain -

that prescribed standards, procedures, and policies
are followed. Requests for temporary loans of ser-
vice command instructor-inspectors between service
commands for special purposes such as training
schools, conferences, emergency operations; ete., will
. be coordinated through the Fire Prevention Branch,
OCE. Commanding generals of service commands
will cooperated in the inter-service command assign-
ment of instructor-inspectors for special purpaoses.

5.18. Fire-truck and Equipment Inspectors

Fire-truck and equipment inspectors with thorough
training and experience in mechanical operation and
maintenance of motorized fire apparatus, pumping
equipment, and fire-fighting appliances are employed
by OCE and by offices of service command engineers.
OCE fire-truck and equipment inspectors will make
regular inspection visits to each service command
engineer office and to a suitable number of repre-
sentative posts in each service command, in company
with fire-truck and equipment inspectors under the
service command engineers, to determine the ade-
quacy of the fire-truck and equipment maintenance
program maintained by the service command engi-
neer. They will also help organize maintenance ac-
tivities of the service command fire-truck and equip-

ment inspectors. Through the service command en- -

gineer, posts and service commands can request the
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assistance of fire-truck and equipment inspectors o
special purposes. They will, upon request, help trair
fire personnel at class III installations and will mal«
technical inspections at such installations to ascertair
that prescribed standards, procedures, and policier
are followed. Requests for temporary loan of service
command fire-truck and equipment inspectors be-
tween service commands for special purposes suck
as training schools, conferences, emergency opera-
tions, etc., will be coordinated through the Fire Pre-
vention Section, OCE. Commanding generals of sex-
vice commands will cooperate in the interservice
command loans of fire-truck and equipment inspec-
tors for special purposes.

5.19. Post Fire Personnel

Normally, post fire-fighting personnel, including fire
chiefs and assistant fire chiefs, will be civilian em-
ployees. Enlisted personnel from station comple-
ments will not ordinarily be assigned to full-time
fire-fighting duty, but may be designated as auxiliary
fire-fighting personnel by the post commander and
organized and trained to supplement civilian full-
time fire fighters. They will be required to report
for training and to respond to fire alarms, and at
such times will be under the post fire chief’s direct
supervision.

a. STENGTH. Authorized strength of post fire
personnel will be kept to the minimum consistent
with post needs. Allowances will be based on the
number of fire trucks in regular service and on the
normal duties of the post fire department, such as
inspection, training, routine duties, fire-alarm opera-
tion, maintaining fire-protection equipment, and fire
fighting. Personnel will not be authorized for special
brush fire trucks or other auxiliary or reserve types
of fire apparatus unless such apparatus is considered
to offset the need for regular fire trucks. Additional
personnel will be authorized only with approval of
the commanding general of the service command, air
force, or AAT command. .

b. REPLACEMENT OF PExsoNNEL ON TERMINAL
Leave. Fire-department personnel on leave without
pay or on terminal leave are classified in the nonau-
thorized types and such as are not charged against
authorized personnel ceiling figures. Replacement
personnel may be employed without waiting for
expiration of replaced personnel's terminal leave.

¢. CLasSIFICATION. Post fire-fighting personnel
will be classfied in accordance with job spcciﬂcat.lons
listed in the Manual of Standard Job Descriptions,

CPR 209, pubmbb %ed)fce of the Secretary
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of War, and assigned to one of the following jobs:
(1) Fire chief,
(2) Assistant fire chief.
(3) Crew chiefs.
(4) Fire-fighter drivers.
(5) Fire fighters. :
Duties of each classification are discussed in para-
graphs that follow.

5.20. Fire Chief

a. GENErAL. The post fire chief will be respons-
ible for the technical efficiency of fire-fighting per-
sonnel in his organization and for the mechanical
operating effciency of all fire apparatus and equip-
ment entrusted to his care.

b. Durties. His duties are:

(1) Conduct fire drills and instruct personnel in
proper use of all fire apparatus and equipment.

(2) Qualify himself to detect improper methods
used by his personnel in performing their duties.

(3) Make or direct regularly scheduled inspec-
tions of all buildings, areas, and installations of fire-
extinguishing equipment and systems; keep records
of defects noted and action taken to correct them.

(4) Keep a log record book and any other records
needed to show all fire-department activities, includ-
ing tests, drills, fires, installation of additional equip-
ment, recharging date of fire extinguishers, etc.

(5) Keep all fire extinguishers in serviceable con-
dition, properly charged, and adequately distributed
in accordance with TM 5-689 and TM 5-603 (when
published).

(6) Insure that motor-drxven or other apparatus
assigned to fire department responds on schedule to
all fire alarms; take charge of laying hose lines and
operating all fire-fighting equipment ; and bring max-
imum required fire protection into service in case of
fire.

(7) Enforce systematic and workmanlike execu-

Section {V.

5.25. Equupmen*

a. CEMRALLY Pxocunm OCE will budget funds
for procuring centrally procured items of fire equip-
ment; repairs and utilities funds controlled by OCE
will be used.

b. LocarLy Procurep. Locally procured equip-
ment and operating supplies will be provided from
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tion of all routine fire department activities ; keep all
equipment and apparatus entrusted to his care clean
and serviceable; and insure that fire department per-
sonnel conduct themselves properly at all times when
carrying out their duties.

(8) Assume full authority over all fire-fighting
units while responding to and fighting a fire, unless
it becomes apparent to his responsible superior that
he is not competent to handle a situation.

521, Assistant Fire Chiefs

Assistant fire chiefs will help fire chiefs carry out
their prescribed duties, and will perform any other
duties assigned them by the fire chief. In the fire
chief's absence, the senior assistant fire chief present
will assume his duties. - —

5.22. Crew Chiefs

Crew chiefs will be responsible for supervising op-
ration of a group of fire fighters and fire-fighter
drivers assigned to a single piece of fire apparatus
or to a group of fire trucks in service in a single fire
station. Crew chiefs will be responsible for opera-
tion of groups under their supervision; they will be
in charge of fire-fighting operations pending the
arrival of a superior fire officer.

5.23. Fire-fighter Drivers

Fire-fighter drivers will be responsible for proper
operatian of motor fire apparatus in responding to,
operating at, and returning from all fires. Drivers

-will also be responsible for proper care and upkeep

of their apparatus at all times, and will engage in
frequent practice drills to insure prompt and efficient
functioning of both men and equipment at all times.

5.24. Fire Fighters

Fire fighters will be responsible to the fire chief or
assistant fire chief and will perform routine and
fire-fighting duties assigned them by their superiors.

FUNDS

repairs and utilities funds alloted for post main-
tenance. a i

¢. INSTALLED. Installed fire-protection equipment
and systems, including fire-alarm and sprinkler
systemns, will normally be provided as new construc-
tion and paid for from construction funds con-
trolled by OCE. Repairs and utilities funds may be

used for work of this mﬁe dnsa{;):%dance with
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current instructions governing use of construction
and repairs and utilities funds. (See par. 1.13.)

5.26. !’crsonnol

Fire-fighting personnel will be paid from repairs
and utilities funds alloted for post maintenance.

5.27. Contracts and Services : -

Repairs and utilities funds allotted for post main-
‘tenance will be used to meet contract obligations in-
volving provision of fire-protection services. Service
commands may finance centrally placed contracts
for services to a group of posts, Applicable charges

Section V.

5.29. Centrally Procured Equipment

All major items of fire equipment, including fire
trucks, auxiliary pumping equipment, hose, fire
extinguishers, miscellaneous fire appliances, con-
nections, fittings, and tools will be procured centrally.

They will be issued to posts, camps, and stations by

requisition from stocks maintained in engineer ware.
houses in each service command. For equipment
available for issue from centrally procured stocks,
see ASF Catalog ENG S.

5.30. Locally Procured Equipment

On presentation of complete justification, the Chief
of Engineers may authorize local procurement of
nonstandard items of fire equipment which are not
carried in stock.

5.31. Maintenance and Operating Supplies

Expendable maintenance and operating supplies will
be procured locally as needed. Stock level of such
supplies on hand at the post will be kept to the
minimum needed for operating requirements. From

time to time, production supply, and demand con- .

ditions may require service command or Chief of
Engineers bulk procurement and storage of some
operating supplies. In those instances, each instal-
lation will be given suitable instructions for requisi-
' tioning supplies.

Standard ﬁrc—protectxon ‘operating supplies. which
are kept in engineer warehouses are primarily for
troop and oversea supply purposes; however, on
submission of justification, they are available for

™ 5400
Pars. 828.5.38

will be made against the respective posts for cost-
accounting purposes.

5.28. Exempted Installations

a. Funps. At installations exempted from service
command or AAF command jurisdiction for fire
protection, repairs and utilities funds allotted from
the service command or AAF command will not be
used for personnel, locally procured equipment, op~
erating supplies, or maintenance,

b. EQuipMENT. Installations exempted from
service command or AAT command jurisdiction for
fire protection will be furnished centrally procured
fire equipment without reimbursement.

EQUIPMENT

emergency issue to posts, camps, and stations in
limited quantities.

5.32. Repair Parts

Normally, repair parts for fire equipment at posts,
camps, and stations will be procured locally. Re-
placement pumps and major mechanical repair parts
for fire trucks and auxiliary pumping equxpment
will be procured centrally and obtained by requisi-
tion on OCE. Repair parts for vehicle chassis for
commercial, special engineer, and other nonstandard
ordmance vehicles will be obtained through ordnance
service command shops; parts for standard ord-
nance vehicles, from ordnance stocks of spare parts.

5.33. Requisitions

Requisitions for fire equxpment stocked centrally
will be submitted on standard requisition form to
service command engineers for approval, together
with complete justification. Requisition for post en-
gineer fire equipment will be processed in accord-
ance with TM 38-220. :

.34. Fire Equipment for Troop Supply
Fu'e equxpment for troop supply purposes will be
requisitioned in accordance with TM 38-220.
5.35. Fire Trucks

a. Crass 750 aNp 500 Pumper Fire TRUCKS.
Normally, class 750 and 500 pumper fire trucks
will only be provided for installations with an in-
stalled water supply system which can maintain a
fire flow equal to the pumper capacity, Class 750
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and class 500 fire trucks may be provided where
no installed water supply system exists, if there is
available reliable water sourse such as a river, pond,
reservoir, harbor, etc. Since the supply of class 750
fire trucks it limited, they will ordinarily be dis-
tributed only to major storage depots, posts, hos-
pitals, and major airfields where long hose lines may
be required.

b. CLass 325 AND 300 Brusu ox Forestay Fxe
Trucks. Class 325 and class 300 brush or forestry
fire trucks will ordinarily be assigned as auxiliary
vehicles at installations which have large areas with-
out installed water supply system and which are sub-
ject to severe grass, brush, or forest fires. They may
also be issued for primary protection at small instal-
lations with no installed water supply system.

5.36. Auxiliary Pumping Equipment

When justified, auxiliary pumping equipment con-
sisting of fire type pumper trailers and skid-mounted
pumping units may be obtained to supplement self-
propelled fire trucks.

5.37. Fire Extinguishers

d. Water Type. Water type hand fire extin-
guishers will be installed for basic fire protection in
all barracks, warehouses, hospitals, and other types
of buildings.

b. Foam Tyre. Foam type hand fire extin-
guishers will be installed to supplement water type
extinguishers in especially hazardous locations where
fires involving oils and greases are probable.

¢. CarBoN TerracuHLORDE Tyre. Carbon tetra-
chloride type hand or wheeled fire extinguishers will
be installed to supplement water type extinguishers
in especially hazardous locations where there is the
possibility of fire involving vils and greases, ma-
chinery, and live electrical equipment.

d. Carsox Dioxme Type. Carbon dioxide type
hand or wheeled fire extinguishers will be installed
to supplement water type extinguishers in especi-
ally hazardous locations where fires are likely to in-
volve oils, greases, gasoline, sensitive machinery or
equipment, and live electrical installations.

e. WHEELED TYPE. Wheeled type fire extinguish-
ers will ordinarily be installed only where extra-
ordiniary hazards exist and where motorized fire
apparatus is remote or inaccessible.

5.38. Fire Hose

a. Two AxD A Havr-incy Hose. Normally,
enough 2J4-inch hose will be issued to supply a
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complete working load of hose for each fire truck
in actual service, with specified spare load in reserve.
On presentation” of suitable justification, 24-inch
hose will also be authorized for use with hose carts
and yard hydrants.

b. One AxD A Hacir-INcu Hose. Normally,
enough 134-inch hose will be authorized to provide
a complete working load for each brush or forestry
type fire truck, with a reasonable spare load in re-
serve. In addition, 14-inch hose will be authorized
for small lines on regular fire pumper trucks at
depots, hospitals, airfields, and similar installations,
and for use with installed standpipes.

¢. BoosTER, CHEMICAL, AND HIGH-PRESSURE
Hose. Booster, chemical, and high-pressure hose
will be provided as needed to maintain required
amounts on fire trucks and wheeled type fire ex-
tinguishers.

d. SINGLE- AND DousLe-JaAckeTr Firz Hosz.
Double-jacket fire hose is standard for War Depart-
ment use. Use of single-jacket fire hose will be
necessary from time to time, but it should be dis-
tributed and used only where light water pressures
will be encountered. Single-jacket hose should not
be used at important depot, port, and hospital in-
stallations, or at airfields where long hose lines and
higher pressures are anticipated.

5.39. Personal Equipment .

a. Frre-mGETING CrotHING. The following fire-
fighting clothing will be provided for each full-time
civilian “or enlisted fire fighter and for each two

regularly organized civilians or enlisted fire fighters:

(1) Boots, rubber, firemen’s.

(2) Gloves, leather, heavy.

(3) Coat, duck, firemen's.

(4) Helmet, plastic, firemen's.

(5) Trousers, bunking, firemen's.

b. Dress Uniroru AND Woexk CrLoTHING. Dress
uniforms and work clothing will not be provided
for civilian fire-fighting personnel. Employed per-
sonnel will provide themselves with any dress uni-

. forms and work clothing which the post commander

requires.

c. Bapces AND INsiGNIA, Special badges and
insignia will not be provided for civilian fire-fighting
personnel. To carry out official duties, ordinary
identification badges required for security purposes
will be provided from applicable 1bcal funds.

- d. SpeciAL CLoTHING. Special protective cloth-
ing such as hoods, special gloves, face shields, etc.,
will not be considered personal clothing. Such items
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will be provided as component equipment in accord-
ance with current Tables of Allowances.

5.40. Gas Masks and Canisters

Requisitions for gas masks and canisters for fire-
protection purposes will be submitted by post en-

..
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gineers to Chemical Warfare Service and trans-

- mitted through the service command engineer for

approval. If approved for issue by the service com-
mand engineer, they will be furnished by Chemical
Warfare Service without reimbursement.

Section VI. FIRE STATIONS

5.41. Number and Size of Fire Stations

The total number of fire stations will be no more
than required for adequate distribution of motorized
fire apparatus in accordance with current policy.
Ordinarily, not more than three pieces of motorized
fire apparatus will be assigned to a fire station. Gen-
erally, fire stations will be large enough to provide
space for one more piece of motorized equipment
than is normally in service; however, no extra space
will be provided if the station has three or more
pieces of equipment in service.

5.42. Type of Fire Station -

Fire-station design should follow as closely as pos-
sible the standard plans developed by the Chief of
Engineers. —

5.43. Hou-dryir.\g Facilities

Special hose-drying towers are not normally author-

ized. Hose-drying and storage racks should be
provided as specified in standard drawings for fire
stations prepared by OCE.

S.44. Latrine and Lavartory Facilities

Latrine and lavatory facilities will not normally be
installed where sleeping quarters are not provided.
The cost of supplying such facilities and the prox-
imity of available facilities in nearby buildings will
be the governing factors in most cases.

5.45. Cooking and Mess Facilities

Special facilities for cooking and messing will not
be’ provided in theater of operations type fire sta-
tions unless serious interference with duties of fire-
fighting personnel would result if they were re-
quired to use mess facilities available on the post.

Section VIl INSTALLED HRE-PROTECT!ON SYSTEMS

5.46. Fire-reporting Telephone Systems

Fire-alarm facilities at posts, camps, and stations
normally will consist of standard fire-reporting tele-
phone systems installed and maintained by the signal
officer. Maintenance of manual transmitters and re-
cording devices for these installations is a repairs
and utilities responsibility of the post engineer.

5.47. Automatic Fire-alarm Systems

@. INSTALLATION., Automatic fire-alarm systems

are authorized for specific hospital buildings that
do not have automatic sprinklers. Where coded
automatic alarins are installed in the hospital area,
such systems may be extended to cover post ware-
house areas. Installation is the responsibility of the
Corps of Engineers.

b. MAINTENANCE. The post engineer is respon-
sible for inspecting and maintaining all automatic
fire alarms. Original systems are installed under
standard OCE specifications which require 1 year
of maintenance by the installing contractor. Sub-
sequent maintenance may be done by the ‘post en-
gineer or, at the discretion of the service command
engineer, by contract with the installing company or
other qualified automatic fire-alarm company. Be-
cause these systems vary and are highly specialized,
maintenance by contract is preferable unless quali-
fied personnel are available to the post engineer or
the service command engineer.

5.48. Manual Watch-report and Fire-alarm Systems
a. INSTALLATION. Manual watch-report and fire-
alarm systems may be installed in the interiors of
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buildings at depots, ports, and similar storage proj-
ects, and for exterior protection at such projects
where the required number of exterior fire-alarm
stations does not exceed the specified maximum.
Otherwise, fire:reporting telephone systems will be
installed for exterior protection. Installation is a
responsibility of the Corps of Engineers.

b. MAINTENANCE. The responsibility for main—
tenance of manual watch-report and fire-alarm sys-
tems is the same as for automatic fire-alarm systems.
(See par. 5.47b.)

5.49. Fire-alarm Sirens

a. INsTarraTION, Fire-alarm sirens or similar
audible alarm devices are authorized for posts,
camps, and stations having an organized fire depart-
ment or fire brigade and requiring general-alarm
notification. Requests for fire-alarm-siren installa-
tion will be submitted through the same channels as
other repairs and utilities projects. Sirens will be
provided locally and may be installed by local per-
sonnel or by contract,

b. Location oF Contmors, Fire-siren controls
should be located at headquarters fire station if the
fire-reporting telephone system has a private switch-
board. If the post does not have a private fire de-
partment switchboard, fire-siren controls should be
at guard headquarters or other location where there
is constant 24-hour attendance. Controls should not
be located at the post administrative switchboard nor
should post switchboard operators be required to
transmit fire calls or fire-alarm signals other than
directly to the post fire department, unless constant
24-hour attendance is not available elsewhere,

5.50. Automatic Sprinkier Systems

a. INSTALLATION. Automatic sprinkler systems
will be authorized in accordance with paragraph
5.52. Normally this will include the authorization of
automatic sprinkler systems in specified hospital
buildings, industrial facilities plants, bomber assem-
bly plants, aircraft modification centers, pier and
storage facilities at ports of embarkation, depots
and installations handling critical supplies, critical
operational and experimental structures, substand-

K " . Section VIIL.

5.53. Training
a. By CHIEF oF ENGINEERS. The Chief of En-
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ard combustible structures used for troop housing,
_dry cleaning plants of combustible construction,
large mobilization type laundries of frame construc-
tion, and fourth- and fifth-echelon motor-repair
shops of large undivided areas. Installation is a
responsibility of the Corps of Engineers.

b. MAINTENANCE. Generally, qualified post en-
gineer personnel will maintain automatic sprinkler
systems. Qualified technicians from OCE and from
service command engineer offices will assist in
special problems.

551. Standpipes

Permanent standpipe systems will be installed in un-
sprinkled laundries, theaters and recreation halls as
indicated on Standard Plans, OCE, Standpipe sys-
tems may be installed in other buildings, such as
those over 55 feet high, those covering excessively
large areas, or those having abnormal fire-protection
characteristics, by special authority of OCE.

5.52. Approval of Projects

The Chief of Engineers, under the Commanding
_General, ASF, is charged with the installation of
fire protection systems, including sprinkler systems,
at War Department installations for which he is
responsible for construction, except that minor al-
terations and additions to such systems will be ac-
complished in accordance with current policies gov-

. erning repairs and utilities matters. In the execution
of these responsibilities, fire-protection systems may
be provided where the lack of such systems would
result in conditions exceptionally hazardous to
human life, or where stored matériel, property, or
processes are of such high monetary value or im-
portance to the war effort as to justify installation
of such protection, as determined by the Command-
ing General, ASF, or by the Commanding General,
AAF. The closely controlled policy covering in-
stallation of automatic sprinklers and fire-alarm
systems requires that complete plans and job de-
scriptions on projects authorized by commanding
generals of service commands, air forces, or AAA
commands be submitted promptly to the Chief of
Engineers for technical review.

OPERATIONS

gineers will prepare manuals on fire-fighting tech-
nigue and on inspection and maintenance of
equipment for publication by the War Department.
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Intercommand training conferences to develop and
promote improved and uniform methods will be
arranged as needed.

b. By ServicE CoMuMaND ENGINEERS. Each serv-
ice command engineer will hold centralized training
conferences and schools in all phases of fire pre-
vention and protection to develop and promote im-
proved uniform methods throughout the service
command. Service command engineer personne] will
also help organize individual training courses at
posts, camps, and stations.

¢. By Post FirRe DEPARTMENT PERSONNEL A
continuous fire-prevention and protection training
program will be established for fire department per-
sonnel at each post. Auxiliary fire personnel and
other post personnel will be trained as needed.

5.54. Inspections

a. By Cuier or Excineers, OCE fire-prevention
personnel will inspect representative service com-
mand installations often enough to determine the
adequacy of the service command program.

b. By ServicE CoMMAND ENGINEERS. Service
command -fire department instructor-inspectors and
fire-truck and equipment inspectors will inspect all

major installations including class III installations °

quarterly, and all less important installations semi-
annually., Special installations will be inspected
oftener, at intervals set by the commanding general
of the service command.

¢. By Post Fire DEPARTMENT PERSONNEL. A

" continuous program of fire prevention and main-

tenance inspection of all buildings, processes, and
fire equipment will be established at each post and
will be carried out primarily by post fire department
personnel, Its purpose will be:

(1) Control and abatement of fire hazards.

(2) Development of familiarity with buildings,
processes, abnormal hazards, and other local con-
ditions. -

(3) Check-up of condition of fire equipment to
keep it ready for instant use.

5.55, Fire-loss Records

6. By Cuier of ENcINeeRs. The Chief of En-

gineers will receive reports of fire damage sub-
mitted by all posts, camps, and stations in accord-
ance with applicable regulations; will review and
andlyze fire causes and distribute information and
statistics covering fire-loss experience of the War
Department; and will submit to higher authority
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an annual report of fire-loss experience together
with any necessary reports.

b. By ServicE CoMMAND ENGINEERS., Service
command engineers will review and record the fire-
loss experience within their respective service com-
mands, including class III installations; will initiate
necessary corrective action indicated by fire-loss rec.
ords; and will submit fire-loss reports when re-
quired.

¢. By Post FIre DEPARTMENT PERSONNEL. Each
post will keep a complete record of fire-loss ex-
perience, prepare reports of all fire damage for sub-
mission to higher authority in accordance with
pertinent regulations, and compile such fire-loss
statistics as the post commander may require.

" 5.6, Outside Aid

a QursibE FIRe DepParTMENTS. Specific ar-
rangements should be made for outside fire depart-
ments to assist post fire departments. Contracts may
be made to provide such additional protection for a
reasonable consideration. Arrangements for re-
sponse of post fire departments to areas outside the
military reservation may be made at the discretion
of the post commander if the arrangements wzll not
endanger post fire protection.

b. Forestry Fire ProTECTION. The post engineer
should arrange for the assistance of appropriate
Federal or State forestry services in problems in-
volving control of fires in brush or forested areas
of posts.

¢. Water-FroNT ProtEcTioN. In areas under
the water-front jurisdiction of the Coast Guard but
where protection of water-front property is a func-
tion of the post fire department, the post engineer
will arrange in advance for coordinating operations
with the Coast Guard.

§.57. Utilities Services Assistance

The post engineer will arrange in advance for
electric-, water-, and gas-utility personnel to respond
to serious fires on receipt of a prearranged signal.

5.58. Inspection Criteria for Fire-fighting Equipment
at AAF Installations

Fire-fighting equipment issued by the Chief of En-

gineers or commanding generals of service com:

mands to AAF installations will be inspected anc

maintained in accordance with established pro

‘cedures and instructions covering this subject.
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Section IX. FIRE PROTECTION FOR SPECIAL FACILITIES

5.59. Projects Under Construction

The Fire Prevention Section, Repairs and Utilities
Branch, OCE, is responsible for fire protection and
fire prevention at all construction projects under
jurisdiction of the Chief of Engineers. This re-
sponsibility is executed through the echelons under
the Chief of Engineers, including division and dis-
trict engineers. Technical fire-prevention personnel
under the service command engineer will cooperate
in discharging the responsibilities of division and
district engineers. For construction projects located
at active installations, fire-protection and fire-preven-
tion work will be coordinated with the post fire-pro-
tection and prevention program,

5.60. Facilities Adapted for Troop Housing and Hos-
pitalization

Facilities leased or owned by the War Department
and adapted to troop housing should be thoroughly
investigated by the division engineer at the time of
their conversion and inspected at recurrent intervals
thereafter by the service command engineer to insure
that the level of fire safety conforms to War De-
partment standards promulgated by the Chief of
Engineers. Particular attention should be given to
exits, conduct of fire drills, maintenance of suitable
fire-alarm signals and warning devices, first-aid fire
appliances, stand-pipes, fire doors, electric wiring
and fixtures, heating facilities, regulation of smok-
ing, watchman service, and general housekeeping.
The degres of fire protection at such installations
will depend on the type of housing or hospitalization
contemplated. Safety to life is of primary import-
ance. :

5.61. Leased Storage Facilities

The \Var Department’s fire-protection responsibili-
ties will extend to private facilities which it leases
for storage purposes. Division engineers will make
certain that Army standards of fire protection are
maintained in such facilities at the time of acquiring
the leasehold; inspections should be conducted at
suitably frequent intervals by qualified fire-inspection
personncl from the service command engineer's of-
fice. Generally, these properties are located within
municipal boundaries and satisfactory exterior fire
protection may be afforded by municipal facilities.
Occasionally, additional Government-furnished pro-
tection may be warranted.

104

5.62. Leased Premises Partially Occupied

The Chief of Engineers has stated the minimum
safeguards necessary to protect personnel housed in
partially occupied leased premises such as portions
of hotels or other commercial facilities. Facilities
partially occupied for these purposes should be
leased by division engineers and maintained by post
engineers in accordance with minimum safeguards.

5.63. Army Specialized Training Program and AAF
College Training Program Schools

When facilities provided for Army Specialized
Training Program schools and AAF College Train-
ing Program schools are accepted, division engineers
will investigate them thoroughly for their suitability
from the standpoint of fire protection. Service com-
mand engineers will direct qualified fire inspectors
to make periodic inspections of these facilities to in-
sure that Army standards of fire protection are
maintained. A copy of the inspection report will be
sent to the commanding officer of the installation for
appropriate action. When the institution fails to take
corrective action recommended by the division en-

‘gineer, an information copy will be sent to the Chief

of Engineers.

5.64. Prisoner of War Branch Camps

To insure that fire-prevention and fire-protective
measures are adequate division engineers or service
command engineers will make initial fire inspections
at temporary prisoner of war branch camps leased or
converted from other War Department use. Service
command engineers will make recurrent fire inspec-
tions of these facilities. : ‘

5.65. Places of Public Assembly

At places of public assembly under War Department
jurisdiction, inspections of the adequacy of fire-
protection measures will be especially careful, with
particular attention given to structural features and
means of exit. Similar inspections should be made
of public places which are not under War Depart-
ment jurisdiction but are on or near Army posts
if they are used frequently by large numbers of mili-
tary personnel. Usually, post engineer fire personnel
will make these inspections and report any unsatis-
factory condition to the post commander for cor-
rective action.
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5.66. Stand-by, Excess, and Surplus Installations

Maintenance of necessary fire protection at inactive
and surplus installations will remain a responsibility
of the commanding general of the service command,
air force, or AAF command until the division en-

™ 5600
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gineer actually takes custody of the property for the

Chief of Engineers. The division engineer will be

be responsible for maintenance of. fire protection at

surplus installations and facilities which have been
turned over to him.

Section X. COOPERATION WITH OTHER RESPONSIBLE SERVICES

5.67. Chemical Warfare Service, Ordnance Depart-
ment, and Transportation Corps

Routine inspection, training, and maintenance ser-
vices of fire department instructor-inspectors and
fire-truck and equipment inspectors may be extended
to Chemical Warfare Service, Ordnance Depart-
ment, and Transportation Corps installations - at
which the commanding general of the- service com-
mand is not responsible for fire protection. (See
pars. 5.6 and 5.7.) These services will be extended
on request by the Chiefs of Chemical Warfare Ser-
vice, Ordnance Department, or the Transportation
Corps or by post commanders.

5.68. Manufacturing Plants

a. ReEspoNsIBILITY OF OPERATING SERVICE. The
following fire-protection and fire-prevention activi-
ties at industrial sections of Government-owried and
operated Chemical Warfare Service and Ordnance
Department armories, arsenals, and proving grounds
(par. 1.9) are the responsibility of the operating
service:

(1) Inspection. .

(2) Management of fire department.

(3) Maintenance of mobile fire equipment.

(4) Forest-fire protection.

(5) Maintenance of sprinkler systems.

(6) Maintenance of alarm systems.

b. EouipMENT. Initial and replacement fire
equipment will be furnished by the Corps of Engi-
neers without reimbursement in accordance with
established allowances. Maintenance and operating
supplies other than major replacement items such
as motors, transmissions, fire pumps, etc., will be
purchased locally by the responsible operating ser-
vice, Major replacement items will be stocked and
furnished without reimbursement, in accordance with
authorized allowances, by the Corps of Engineers.

¢. TEcaNICAL PERSONNEL. On request, the ser-
vices of qualified technical fire-prevention personnel
will be furnished by the Chief of Engineers and by
the commanding generals of service commands.

5.69. Charging Fire .Exﬁnguishors

Post engineer equipment and facilities for recharg-
ing fire extinguishers will be extended to other ser-
vices in emergencies without reimbursement if they
can accomplish recharging more readily than can the
using services. If possible, post engineers will meet
the requirements of the using_service when recharg-
ing fire extinguishers for other services.
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READING LIST

Boundaries, Surveying of—Chapter II, Part VI,
OCE Engineering Manual (available through
Corps of Engineers channels).

College Training Program Schools, equipment for—
AGO letter, 1 December 1943, Supply of Stand-
ard Items of Issue and Excess and Surplus
Construction Property to Schools of the Army
Air Forces College Training Program and
Army Specialized Training Schools of the
Army Service Forces, and Periodic Inspection
of Such Facilities.

Concrete—QCE letter to all service commands, In-
structions for Placing Concrete Finish Floor
Over Wood-joist Construction, 21 December
1943, file SPEUM. OCE Iletter to all service

commands, Reconditioning Concrete Warehouse

Floors, 17 August.1944, file SPEUM. (Avail-
able from service command engineers).
Funds, estimates for—War Department Circular
154, 1943 ; War Department Circular 329, 1944.
Inactive Installations, maintenance of—TB ENG.
66.

Insulation—QCE letter to all service comfnands,'

Correction of Insulation Deficiencies: Northern
Climate Cantonment Buildings, 3 September
1943, file SPEUM (available from service
command engineers).

Janitorial Supplies, allowances for—OQMG Circu-
lar 4, 1945 (available through QMC Channels).

Leases—AR 100-61.

Navy Department, transfer of supplies to—ASF
Circular 204, 1944.

Nonappropriated funds, prioritics for—~War Depart-
ment Circular 459, 1944; War Department Cir-
cular 25, 1945; and AGO Memo. W210-17-43,
24 July 1943.

Petroleum products, funds for—SB 10-182.

Permits—Chapter X!, OCE Real Estate Manual.

“ (Available through Corps of Engineers chan-
nels).

Plywood, purchase of—OCE letter to all service
commands, Purchase of Plywood for Repairs
and Ultilities Projects, 4 January 1945, file
SPEUM. (Available from service command
engineers).

Priorities, nonappropriated funds—War Department
Circular 459, 1944; and War Department Cir-
cular 25, 1945.

Purchasing and Contracting—War Department Cir-
cular 310, 1944.

Recreationa! Building Allowances—AGO Memo.
W210-18-42, Recreation Building Construction,
1 December 1942.

Roof Repairs—OCE letter to all service commands,
Data for Inclusion in the Revised Repairs and
Utilities Manual, Section 0602.04, 27 April
1943, file SPEUM; OCE letter to all service
commands, Roof Coating, 10 July 1944, file
SPEUM (available from service command en-
gineers).

Screens—OCE letter to all service commands, Main-
tenance of Screen Cloth, 8 July 1944, file
SPEUM. (Available from service command
engineers). o

Surplus installations, transfer and disposition—War
Department Circular 8, 1944; War Department
Circular 89, 1945; and War Department Cir-
cular 195, 1945.

Surplus installations, maintenance of—TB ENG 66.

Unserviceable property, disposal of—War Depart-
ment Circular 7, 1944; War Department Cir-
cular 90, 1944; and War Department Circular
239, 1944,

Vehicles, supply of—~War Department Circular 139,
1945.

Vehicles, use for transportation of personnel—\War
Department Circular 397, 19+,

Veterans Administration, transfer of supplies to—
ASF Circular 285, 1544,
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Restrictions o8 .....cocovvenvinnnnnnnann. 316 47  Camouflage for training........ceveeeienrinnes 391 6l

Athletic: Canopies .........e... Ceteciecentesenttinenaces 210 24
EQUuipment .......ccccoverecescnsonenencnnns 374 38 Cemeteries:

Fields ...... eererestentnnraneanotterarennas 337 50 National ..cvoiivverriirieenincecsonansons 341c 82
Auditorium exits ......ccooeieeiiiiiiieieieiiaas 241 37 POM tevvrrrrnrnecneneeernncsaaaneas fenenae 341 50

_ Authorization of— Private oiiiiiiiiiiiiiii it 3415 81

New construction projects,.......ccovennnn. 1.57 16 Certificates of necessity:

Repairs and utilities projects............... 1.57¢ 16 Airfields ...coviiiiiiiiiiiiiiiiiiniiiieen 3.8 4{
Automatic sprinkler systems............... §.50, 5.52 102 Damage ..... eeacesensaenesrerierarans 233d@3) 3
Auxiliary pumping equipment........cieevenn... 536 100 Initial alterations and repairs.............. 233 33

ISSUING v.eeveeenennrecsonnsansocoosannannas 233 33

Bachelor officers” quarters.....ooouverensnecins.. 226 29 Limitation on post commander.....ooeuasen 233 33

Badges, fire fighters'. ... .coiviiieninrnrnennnnn 5.39¢ 100 Maintenance ..ooeeeeenesrcseacasconane 2.33d(4) 3

Baggage-car conversion, payment for........... 1214 8 Pavements ..... teeesaneresennctanrennnines 313 46

Banking facilities ...c.eveeervneeineereennions 238 % Railroads .....ocovvenininraneeeeeieniiines 326 48

Bedsteads and €OtS.....ovevnnernrvernnanennnnns 255 40 Readily removable work........ccooenee 233d(5) 29

Bins and shelving.......ceenn.... eeeens eea 25339 Removable equipment .......ccoeuvnens 233(1) 3

Blinds, venetian ......cccceeevvveenennennncnns. 22 29 Rent-free and nominal-rent leases........- 233 M

109
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Certificates .of necessity: (Continued)

Requests for ...cceevnnnnaa.. Ceteraeritaense 234
ResStoration «e.eeevecrciearensoneenncens 2.33d4(2)
Work prior 10 issuance.........c..coveenens 2.33e
Chapels for prisoncr of war camps......... cee..243
Chlorinating agents ....... Cerererecesaereriinns 483
Chlorination of—
SCWAZE ceucerciecessraenstsancccaansnanns 4.82
Water ....iiernrracncanss Ceterieniaaiaens 481
Civil Air Patrols...... treescercacsevaessesnnas 1.17
Civilian:
Housing ....... Ceeeretteesenttrciennnnaans 228
Messing facilities ..........coevvivinenan, 242
Classification of repairs and utilities property....1.41
Clothes £acKS ..civieivirroiserenaroncinnnanns 2.53a
Clothing, fire-fighting .....cveveriiviveninneiann 5.39
Coal: .
Adequate supplies .....cooiiiiiiiiiiiiiae 419
Contracts ..... Creetereetaieaaes veeescereen 423
CONVEYOTS ceeevvarasantasornccssnsasnnnans 448
Handling equipment ..........ccociveneee. 429
Hods ..ovvviniiiiiiiiiiiiiians veunns vee..4.59
Inspection ......... Ceerenerneranaenes Ceeaas 4.36
Purchases . .cooiveiiioniaeiirnienentninans 433
Recetving reports ....oevvenneerosncerronnns 4.35
Redistribution .....ceveeiiiiniiiiiiiioeene. 425
Requisitions ....ccevvereuiiariasoanscnnnens 420
Responsibility for procurement....... cienens 4.15
Sampling ..cviiiiiiiiiiiiiiiiiiiraiaiieaa 4.36
Storage ........... e eeeateiatieaneanas 431
Supply 10 OULPOSES. . eneeenenrcnncaaansserans 4.17
Surplus .....eeenln teteaeenssnecttrannanenn 4.26
Combined maintenance shops.......c.ecvvvennn.n 3.60
Combustion engineers .......cceeevevanns drevense 441
Communications systems .............. ceerenae 45a
Concrete floors, dustproofing......... S A ¥ |
Conriection charges ....... teereateeasenastennns 494
Conscicntious objector CAMPS. . euiaecinnene 14, 1.25
Consolidated reports, repairs and utilities........1.61
Consolidation of admmlstranon ................. 1.10
Construction :
Policy tiicevecncnssncnneceacnas P-4
Projects:
Authorization of ............ Ceerensean 1.57
Routing of ......oociivinennnnn. freeees 1.57
Control instruments, procurement. ..oeceveeevss 4449
Control equUIPMENt ...cvvevvecrcnrcceascroonasn 1.50
Conversion:
Of civilian housing....ccoove.. veneaes eee 2.28b
Of housing to prisoner of war camps....... 2.31¢
Of leased premiscs to hospitals....... veveens 2.35
To civilian housing....cvveeeeieeennnecoses ..2.29
Cost 2CCOUNLING tvvreeveorusanroscsnssrsonances 1.60
Cots and bedsteads........oeeveeninna..l, ceeeen 255
Crash fire fighting..... Ceetenaags PR ceereens 8.3
Crop production on landing ﬁclds....‘ ........... 3.39
Curtains, shower ...... feterseracncaaeas veneees 223
Custodial services:
Funds for ....cceevvnennnns S 35 ¢
Responsibilities for ..ocvvvriivirieinrenenn. 1.31
Cylinders, accountability ............... ceeenens 4.68
110
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Defrosters, motor vehicles........c...ccvuvnnn.. 38 &
Directive for wartime construction.............. 22 2
Draft gauges ....... teeteatartnannrreonan 4.51¢(2) 82
Drinking fountains ...... e ersear e irana, 2146 28
Dumps ...oiiiiiiiii i 347 53
Dustproofing concrete 3 %) ¢ F 217 B8
Economizers, procurement ................. 444, 454 79,83
Electrical-energy report .......ceivuivvievennnn. 16le 20
Electrical Services:
AAR L iiiiiiiirierteineraeees vrscensen 44 68
Responsibility ....ccvcecvveveanaens feteseenns 4.3 68
Generators, stand-by ......cccann.. vetraeens 44d 80
Heating equipment, procurement............ 444 80
Organs ...... cevans teseessetecenrernranans 4.13¢ 71
Elevator operators ......cceevierrnseens vecannann 1.31 10
Elevators ............ teetesesattanane cesarans. 48 69
Enemy alien internment camps......... .....14,125 2,8
Enlisted personnel .....ccevvveennnn. teradseenan 134 11
Equipment:
Athletic or recreational........ce0unninnnn.. 3.74 58
Controlled, restricted-issue, and limited-issue.1.50 15
Maintenance of special......... Cerestieaens 251 B
Personal, purchase of...c...oiivivinennnnn.. 126 8
Preventive maintenance ........ovinennn... 38% &
Rentals ..... Ceseraecanenstenteenastneanns 372 58
RePaIrS . oiiienrrrannnresrnrenssnsnennenns 3.73 58
Transfers to Navy and Veterans Adminis-
tRAOR Leivirieiieaeneaeerneaeaeananas. 151 15
Used coiiiinivnirinenrnnnannnns Ceeeenans an 58
ESA project 200 funds, use of..... Cerasrienaan 1.136 5
ESA project 300 funds, use of ..ovevineiannen.. 1.13a §
Estimates of funds........... Ceeecvesacecenrann 1.14 6
Excess installations:
Maintenance of ....ieviiieiiiiniiieiiennn.. 25 23
Funds fof ..cocvvevennnn. teveeees ceerennas 123 8
Exits
Auditorium ..... fresaseestencenecann aeeee 241 37
Theater ..ociviiiienredennnnnn. teeesanas L2120 24
Expendnure. deﬁnmon -} SRR 1 § 5
Factory training schools, firing heaters at....... 1.31 10
Family-type quarters ............... teessneanen 225 29
Fans, electric ..... teressitenanns eteecserraanens 369 57
Farm machinery .............. teeanaas Ceeeeanan 3.80 3
Fencing ..... tecesieanine Cetereertienaanene ve..247 38
Fire:
Chief ....... ceerereanee veesans Cetetaeennen 520 98
Chief, assistant ....... ceeeseciaas tereeanens 5.21 98
Crew chiefs cocvovvveeneennnnn. cereneas ....522 98
Department:
Inspections ............ Cerereacavannaas 554 103
Inspector-instructors .........o.000.... 517 97
Organization ......c.oevevenn Ceesssanen S.14 9
Outside aid ....ccovvvernenrnnnrnnnnn. 5.5 103
Training ......... cevecenes tevensinnans 553 102
Extinguishers ......icciiieveennnnnnss cerens 537 100
Charging ....vvvinnnieinnnenreinancans 5.69 105
HoSe .iveviciennns Cereererreneeas ceeieenen 338 100
Prevention (see Fire protcctmn)
Ceseseeteeanenresanenreaanens 516 9%

Engineers
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Fire: (Continued)

Protectioa:
AAFCTP 3chools ..c..ovvvvevvnnnnnann 5.63
Advisory Bureau ...cviiiiiiiiiieinenn 5.15
- AAF commands ........coieieivinnnnnan 5.10
ASTP schools ..ocvvvvnniniinnnnnnnnn. 5.63
Construction projects .......c.coeveeene 5.59
Commanding General, AAF............. 8.5
Chief of Chemical Warfare Service. .58, 5.67
Chief of Engineers.......voivneviciannns 54
Chief of Ordinance....oveeveenann. 5.6, 5.67
Chief of Transportation............. 8.7, 5.67
Equipment .......ciiiiiiiiainians 529, 5.30
Excess installations .......c.ccveievnnnnn 5.66
Funds ..veveenveccincannnccccionnansnn 5.25
Hospitals .......... e eeiecensearreeaas 5.60
Leased storage facilities................ 5.61
Manufacturing plans ..........coo000e 5.68
Places of assembly............ccvnve 5.65
Post commanders ....c.cieeieiiiacaaans 5.12
Poit engineer .....cccvviiiiininneania 813
Prisoner of war branch camps.......... 5.64
Program  Cieiiiiiiiiineiiiiiiiernieas .81
Provost Marshal General............... 58
Responsibilities :
Service command engineers......... S.11
Service commands .........c0000een. 59
Stand-by installations .............. 5.66
Supplies ...iiiiiiiiiiiiiiiaienna.. 8.3l
Surplus installations ............... 5.66
Troop housing .....cecoevvunrenenn 5.60
StatioNS . .uiiercerocescnenarssastassansenns 541
Hose-drying facilities ......cco00vvennnn 543
Latrines ..cecvicieracirenecinnianennnn 5.44
Mess facilities ...coeveeenrnecicnanncnns 5.45
Truck and equipment mspectors ............ 5.17
Trucks .oeeieencineersccarcasionssnasasens 8.35
Watch-report SyStems ..c..cecesesssscnseces 5.48
Fire-alarm:
SireNs ..veeeevccccorcrnccccncrscosnanesaes 547
Systems:
" ABIOMAHC ...iieiiiiiaiareriiieeeaanes 5.47
Manual .....oiiieiniiiiineniinceainnes 5.48
Fire-fighter drivers ........ocvivneeiniiennnenn. 523
Fire figHters ..eceevecicovnenrncorssnsnssoncens 5.24
Fire-fighting :
Badges and insignia......ceocvvenvcanccoens 5.39
Clothing «.ceverrereeriiancsronncancenes 5.39
Fire-loss records ..ovvvniiniiinannrscnsocionans 5.55
Fire-reporting telephones ........ v eeeienneeena 5.46
Fish and Wild Life Service.......covvuannnen.. 3.58
Flagman services .....oveeiieievcrcsercsnsocens 324
Floor drains ....coeeeens e eecsbaserestensns ALY
Floor repairs and covendgs
- Administrative buildings .........cc00enntn 2.16d
Barracks and day rooms.......coiiinninnnn 2.16e
General ..... Peebeetsetaetisensaaeratsranan 216
HoSpital ievnrnneeeccienancnracnnrncnnes 2.16
Warehouses and shops.....cvvceviveinnnns. 2.16f
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Floor, dustproofing concrete.................... 217 28
Floor WaX . ivvvieeneriiinrinneneensioreannnnns 218 -
Flue-gas analysis set.........ccoivineunnnnnn 4.5a(4) 68
Fluorescent lighting ..........cccivvieevnnnnn.n 4.10b 70
Fly traps ..o.iveiiiiinnenianennieanencnnennnn, 355 o4
Forestry-fire protection ...........coceven..... 5565 103
Fortification :
Discontinuance .....ccceevcveecaiarrnnnnens 266 42
Distribution of funds........:covvueviannn.. 261 41
Electrical plants and systems.............. 2.65 2
Equipment ....ccceveencviiiencrciannninas 264 41
Estimates ...voviiiiiinriieniiniiiniennnan. 259 41
Funds covveveeciennncenroncnnncsocscennns 2.60 4
Distribution of funds..........ccocvviun.... 261 41
Harbor defense ........ccoivvvivvnnannn... 257 &
Historical ..c.vecvveiiiiinrecenarencnannes 2570 40
Maintenance standards ........ .0 iennnan.. 258 4t
Transferring completed structures........... 243 41
Fountains, deinking ....ccovveveiiinennaneennn. 214 2§
Freon-l2 ..iviiniiiiiiiiienciinctseronecens. 466 8BS
Fuel: .
Conservation .......eeeoesevessscocsccancnsns 438 78
Consumption records ........c.eeccceanenns 418 73
LoCOMOtiVES 4ovruirvieiinconcerecrenaacanas 428 7%
And lubricants ......ooc0e.ln eeeeenaneaes 382 60
Restrictions on use of.....oovvveiiieiannens 437 77
Sale to military personnel...................424 74
Funds:
Applicability .....civiiiiiiiiiiiiiiiiiin.. 113 s
Estimates ....coieveereniiiiireieecennaa., 114 6
General classifications ......cccovveennn.... 111 §
Furnace fans .....coviiivieiiiieneiiaiiinnnnnns 45% 83
Furniture:
Definitiof «eceecirvecrerearierenccoanoanons 248 38
Leased .ovveviieriiiniitanineiirionnnneans 25le 39
Local manufacture .......cecveeedennnnnnns 362 56
~ Maintenance responsibility ......ccc00iieaenn. 251
Nonstandard ....cvcevecicrnrencaeocsannaans 25 40
Procurement .....cceeievevierccrorcsonnons 249 38
ReEPAIT cvvceteintveeancenevereanccrsennenen 252 B
Garbage grinders ......cceovereneronsrorennenns 3.51 53
Garden hose ...ccveenniieeicriiiiainenne..... 386 61
Gas:
Consumption, reduction of.........cc0vvn ... 442
Heating equipment procurement............ 444 &0
Masks and canisters.....ooeeveecece... 4.65, 540 85,
‘ 101
Responsibility for procurement............. 5.15d 72
Grease iNtErCeptors «.eeveeveeenncosccncncnnens 214f X
General mechanics, heating.........oco0iinenen. 440 7S
Grounds maintenance:
Responsibility ..occeeeveenriiiianeane, RO 3.31 45
Personinel (.iciieviiiiiinniiiiieriiiiiianaes 3.32 45
Heating:
Plants, operating personnel................. 339 78
Services:
At factory training schools............ 1.314 l(_
Funds for ..oveeivrinrnienenennennnins 1.19 ‘
Responsibilities for .........c.covvn.n. 133 I
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Heaters, motor vehicles..........coovevivunnnnn. 385
Highway depertments, emergency assistance to...3.18
Hose-drying faclities ....covveiinnennnnnnnnnns 543
Hospital: .
Corridors, heating ......cccecevvvinnnnnenn. 4.60
Grounds . ....ciiiiiiiinircccrcnrecnnnenns 3.36
Stand-by electrical equipment............... 4.6a
Ventilation .cevesvocsracerscesscceanccosans 42
Hot water:
Heating systems . ......cccveveencncenecanns 4.55
Supply SyStems ......coiiiiiiiiiienniinans 2.14d
Housekeeping supplies, transfer to Navy a.nd
Veterans Administration .....ccecoevenssens ..1.51
Housing capacities ......c.cceiinieeciisiinanans 230
Tce alleviation ....covvvevnecinconaninscassnnss 329
Identification lights ......c.cvveeivieenanicann. 4.11
Incinerators ...cvviieerernocescscnccsencesacesns 346
Insect control:
Adijacent Property c......ceceecericocncenns 3.5
Materials ...oovevvennnireiiicocrerecnaness 354
Property in storage......ccoceirieeneccanens 357 -
Responsibilities ........ccociieieniiniaceses 3.53
Supplies . .oiiiiiiiiiiiiiieicirearienas 3.54
Installed equipment .......c.iiviiiiiiiiinian. 3.66
INSUIAtION eevevvieencennsonssocnanncnocsasens 213
Janitorial supplies .......ciiiiiiiiiiiiiiiiienn, 1.53
Janitors . ....iiieiiiiiiiiiiiiiiisiieaenenenes 1.31
Kitchen ranges, purchase of ............ v eesane 444
Landing fields:
Crop production .......eevveenccasonrcense 3.39
MOWING .cvevvnrrnsancnsnccorcvaccancenes 3.390
Lanham Act civilian war bousing .............. 228
Lafrines in fire $tations ..cceveeececcscoscasnss S44
Laundry plants:
Maiiatenance  ........ eetecesrtaceenrtans 4.61
(07,2 - V11.". Y 4.61
Leased airdromes, maintenance of ......c.cceene 38
Leased premises, real-property records for ...... 1.46
Local pUrchases veeeeeceseescsoncecsncansssnans 1.38
Locomotive foel .....oociiieiiiiiiiiiienian.tn 428
Logs, water and sewage operations ............. 1.61
Limited-issue equipment ............ccoc.00.:0.1.50¢
Maid service for civilian dormitories ........... 131
Manufacturing plants:
Buildings and structures ............cco0... 2.39
Custodial services ..........c.cceceirisnanne 2.39
Electrical services .....civevieeceeccccnonns 47
EQUipment .....c..oiiieciiincieninransnnans 375
Fire protection ......ccvvecicecnrnancnsannn 568
Fuel coiviieienninnnan... Seeeeenaataeanaas 4.2
General ....ooooiiiiiaal el tneereenaes 19a
Grounds .....iieiiiiiiiiiiiaiticatteiitaae 340
Heating .ocvivitiiiiiiieiirienennnononene 4.63
Ice Plants ........c.cvunn.. teeeeecacnens 4.71
Tnsect control ...cviniiieiiriiiieiniinranns 3.56
Railroads .evvveieeviieinriierncsncennnens 328
[12
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Manufacturing plants: (Continued)
Refrigeratio ....coeeceeeniieiniirncnsonan. 471 &
Roads and walks .......covivnvennnranenn 215 26
Sewage functions ........ciciihiiiiiinniiat 475 88
SBOPE ciiiiiiiiiiitii ittt irteraraanian 3.64
Stations applicable ......c.ccieiiiiniiiil. 1.9d
Water supply . oovevivinrnercioninaconnans 4.75
Meat hoolks, tracks, and scales ................. 4.64¢
Mess:
Equipment, increases ..........c..0oennn.. 3.67
Facilities in fire stations ..........cc..cu.. 542 1
Facilities, civilians ......cccvevveinnnrnanne. 242
Tables and stools ......cccvvvvverennecnrnns 254
Meter:
Readings ...coccvvncrncrnrencnsnnnnescnnas 4.96
Refunds ..cieeevereciecrecenrennasenneaans 4.96
Steam-BoW ...iieiiiiiiiiianenteianens 4.51a(1)
Testing ..coveeiniinnnnesneiasansnscsnonnne 497
Methyl chioride ........ccvvviiiiiiiiiineennss 4.66b
Military Academy, U. S.....oiiiiiiiniiiieninnas 12
Motor vehicles:
Administrative use .............. [ 3.77f
Defrosters .oeveeierreriiniecearannsonncane 3.85
Disposition .....eveereriieeriraianennnann 3.772d
Modifications ........c.ccecceeiennnnnnnnn 3.77b
Personal use ........ccivveeeneiiinnnn.. 3.77.
Repairs ..cevveinretnniorsnseserancnsnnns 3.77¢
Responsibilities .............cooviiinen.. 3.77a
Weapons Carriers .........ccecesvenncenann 3.77¢g
Mules o.vviriiinirerrtenteeecstannsennneananns 3.87
New construction projects, approval of ........ 157 16
Night BEHURG .uveeevveneeneessenemnnernnenns 44c 68
- Nomenclature, standard .........cv0venneeenn... 1.40 12
Nonappropriated funds ......cccevenececsccans, 1.16 (1
Numbering buildings .......cccvvevevnenn. «....1.59 19
Obstruction lights ..ccvevieciicieconecracenennns 44 68
Office of Strategic Services facilities ........... 1.6 2
Office supplies and equipment .......co.vvnvn... 1.54 15
Oil-heating equipment, procurement of ........ 444 80
Operations logs, water and sewage ............. 1.61 19
Organs, leCtric .vuevvvrrioirerernsnsncasnenss 413¢c 71
Packing and crating, payment for ............. 1.21f 8
Painting:
Exterior ..cccvevacenaan teeerssecasnernens 2.15% %
General ....vcvvreieenns ROy LI .
Interior in—
Permanent buildings ..................215¢c 26
Temporary buildings ................. 2186 26
Parade grounds .....cieciiieeciiitionnrianiann 337 S0
Passive Protection:
At aircraft plants .........oiiiiiiiiiann 393 &2
Defifition ....oevieeiercencecaronsoarcoanns 88 6l
Dismantling of ..ccevveeieieeinirnneiinnns 394 62
Maintenance responsibilities for ............. 38 61
Maintenance standards for ............ ..., 390 61
Removal of ...coiiiiiiiiiiiiiii e 392 61
Pavement laboratories ............ Cerereererann 317 47
Periodicals, subscriptions t0.......c0cvvienvann.- 158 17
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Personal equipment, purchase of ................ 1.26
Personnel : '
Functions of post engineer ................ 1.30
Officer, relation of post engineer to ....1.29,1.30
Procurement ......cciiiiiiiiiieieciionenas 1.29
Petroleum products: ’
Funds for ....covivineieienniecnencncncans 12
Responsibility for procurement of ...... .e.4.15¢
Phumbing ...covviiiiiiiiniiieiiiienenenresanns 2.14
PoKers v.viiiiieiiiiieinreieternctsancarsonian 4.59
Pole lines ....cvieeiinnccrocncennocscnconnsnns 455
Policing grounds ...........cco0iininenn vesaene 34

Post exchanges:

Alterations i ....oevnvirereiiceracnrineas 2404
Construction of .......cocoveiinrianeann. 2405
Supplies and equipment for ................ 240¢
Posts, definition of ........coccieiiciinncans +..1.56
Port water supplies ..... erereereeeersascssaes 487
Preventive maintenance of equipment.......... 3.706

Priority ratings, nonappropriated funds .......
Prisoner of war:

.1.16d

CampPs ceeieeiiriinricriiiiaioaeans 1.3,1285,231
Chapels .....covivieiriniicncnsnsencnes 243
Construction standards ............... 2.31d
Conversion of housing ........... 5 ) ¥
Fencing and floodlighting ............. 231g
Housing for guards .....occivvveneeee 231f
Leases ...ciivviiniiiancaritraccnanannns 1.3
Security measures .....cco.cvieiirennns 231ld
Tent CaAMPS ...ovvvevrverocranarscanse 231e
Labor cvniiiiiierinrniircancncnacens 1.35, 231A
Procurement of items, restrictions on .......... 1.37
Procurement procedures ..... eesecsctseranracen 1.36
Property, supply and redistribution of ......... 1.49
Project, definition .....ooeivviiiiiiiiiiinnennes 1.13
Public Health Service ......covvvvvnnnan. P 359
Purchasing and contracting ..........ccvveennn. 1.36
Quarters ’

Bachelor officer’s .....coviviiiiiiiiiiniinn, 226

Family tyPe «.covvivvinininitcncisnnacanes 225
Racks, &8s .cocvevnvrnnnennnnennrcoenarecnssns 219
Radar installations .......ccoocvcevevcnenanses 2.57¢
Rail facilities, changes in ...............c0ce 3.25
Railroad:

Maintenance :

AQreements ........oceviiniiiierionnn 320
Equipment .......cceveiiiiiiniiaiinna 3.79
Responsibility .....ccvvviiiiviiiinnns 3.19

Trestles cvovvciionrercoeannaacceacnsssans 432

Rails and track materials ...............c.e0e 321
Real estate, acquisition of .........ccovvvennnn.. 232
Real property . B
- Accountability for ;...iciiiiiiiiiinirieenn, 1.43
. Records, leased premises ...........c00nnen 1.46
Transfer of ....ooiiiiiiiiiiiiiiiieninnas 1.44
Recreational :
Equipment ........cciiiiiiiiiiiinantninae. 3.74
Facilities ...oviiierirnrnceaeinienceananns 241
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Redistribution of repairs and wutilities property ..149 14
Reerection of buildings .......... Peeteerenienas 23 .z
Refrigerant, supply of ......................... 467 86
Refrigerated warehouse space .................. 464 X
Refrigerators, mechanical ..............c0uvunn. 468 &
Refuse:
Collecon .oveuiiiiiininniiiiniiiennnnnen 34 s
e Definition ..ocociiriieiiiiiiiiiiiiiann, 343 L.+
Disposal facilities ......cocovvuvvnn...... 34 82
Removal from post ....covvvvvvinnnnnnnn.n. 348 Lid
Stands and receptacles ..........coou...... 32 s
Regional post engineer offices ................ 1.10% .
Reimbursements .......cco0viiviiiniannnnnn, .1.18 t
Repairs and utilities:
Projects:
Approval of ....oooiiiiiiiiiiiiiii, 157  1¢
Authorization of ...........cc000eneen .1.87 It
~ Routingof ...ooveniiiiiiiii 0187 1
Responsibilities ........ccvcivieieeennnn. . % § by
Consolidated repairs and utilities ........... 161 b
Electrical-energy ....c..ccvivenienirenanans 161d 2
Reservation boundaries ................ vesanne .24 2
Restoring leased premises .......cccivvvevnnnnnn 236 3
Restricted-issue equipment ......ccccevveenneenn 150 L
Roads:
Off-reservation ....eeovvveeionncnncrnnnacnne 39 «
Public, on-reservation ......ccevvireiinnnnes 310 «
Standards of maintenance of ... .iiienenn 1z 4
Rodent control (see Insect control).
Roof :
£ 7= - TP 29 2
RePRIE iviiiiiiiiiiiiieiiieieneriainnenes 28 2
Trusses .. it iieiir e, 27 2
Routing:
“ Construction Projects ......ceevevveeneenons 157 1
Repairs and utilities projects .......ccvvenee 157 1
Runways, priofity work ....cceeevcccnencnncacsese T 4
Sales of supplies or services, deposit of funds for.1.15
Salvage: : -
Collection .o.vviveeiennniuieennnenenenannes 342 =
Of buildings ......ccvoviiiecninneicinenesns 23 2
Sanitary fills c..ociiiiianniiiiiiriireiieanans 345 L3
Scale- and corrosion control .........cciin0nnn .48 G
Scales, permanently installed ................... 430 7
Screen dOOrS tovvviveniirrarenicirriannancnes 22 £
Screens, iNSECt ....covvvrriicniiioiionne e eevses 220 2
Segregation of refuse and salvage ............ L343 5
Sewage:
Chlorinatiof ....cccevenverercsannscenerons 482 ¢
Disposal services, sale of .................¢ 474 ¢
Operating logs ..oooveviiiiiieiieniciennacss 1.61 1
Shades, window ..... e eeeeeeneeeneentsesassnon 221 ¢
Shelving and bins .............coovvvearrennenes 253
Shop equipment ........... P R ERRTRETET 361 <
Shops:
At class IV statioas........ eeesiatheenanae 3.63 .‘.
Post engineer ...coeviiicnrierieraaraneacce 244 <
Used tools and equipment..............c..- 365 !
-1
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Paregraph Page
Shower CUTtAINS cuoevveneeennenreeneraannannees 223 29
Signs:
Building cieeiiiiiiiiiiiiiiiiiiiiiereeeaes 224 29
SUreet .iviencetctrttaiiiatrirerancnananans 333 O
Snow removal
Equipment, spare parts for.................. 381 60
Landing fields ...cooviiintniniiniinniinnenns 328 48
Responsibility ...covviivininnininiinecnnns. 327, 48,
Soot blowers (..c.ciiiiineneriienaciinnenneenes 448 81
Space allowances .......ieiiiiiiiinieanesacenan 230 3
Space heaters, procurement of ..........c0nvnn... 444 79
Sprinkler systems, automatic .......... 5.50,5.51,552 102
Standard nomenclature ..........cciiiiiiiaenn. 1.40 12
Stand-by installations:
Funds £Or vveeiiiinniniieneninannannanss 1.23 8
Maintenance of ......viiiiiiiiiiieeieionn, 25 23
Standpipes ...cciieiriiiiiieiietieiiereaneas §.51 102
Steam-flow meters  ......ccieiiiiiriiiniaianan. 4.51 v
Stock:
Accountability .........coiiiiiiiiiiiien.. 1.42 12
Control v.veeeevioreeneineiiiirenraasonses 148 14
Numbers ...cvovieiniverreianeencnrneeneann 140 12
Strategic Services facilities ............cc....... 1.6 2
" Subscriptions to periodicals ..................... 1.58 17
Supply of repairs and utilities property ......... 149 14
Surplus installations:
Funds for .. ccivnnrnnnnnninniainininennnn, 1.23 8
Maintenance of ..ccovvvinriiniiiiiieiiienans 25 23
Property records for ........coiiiiiinanen 1.45 13
Swimming pools ......iiiiiiiiiiiiiiiiiiiaien, 480 &9
Telephone:
Poles vutviriiiiii i i 45 69
Public facilities ..........ceieiiiiviniionn 246 38
Fire reporting ....ovvvnveieiinniiononann. 546 101
Temperature: ‘
- Control equipment ......ccvvcencvnrasensens 443
Recorders ..cccvevrcnrnesoscinnacsones 4.51a(3) 8
Terminal leave, fire department personnel ...... 5.19% 174
Theater eXits ..oveevieincteeacasioncscasscnons 212 A4
Theater of operations buildings ................. 26 24
Tires and tubes ...ovvvviiecriieceiireeneeenn.. 383 60
Toilet facilities oeveecerercencerninrencnonans. 214 25
Tools, used ..cveceasericencarocsnncaonens 3.65, 3.7 s7
Training-unit schools and colleges .............. 2.37 35
TransfOrmers .oeeveeecierenciecnenencncnnnnnes 412 71
Transportation of supplies and equipment, pay-

MENt fOr tveeceervonsscnarosroroansrancsonne 1.21¢ 7
Travel, payment for ......cccoeviiinrannnneanas 121 7
Troop SUPPIY cuveeveeienacenenrseracirannnecns 152 15
Trusses, 100f ....ccovvvenussncorccrcnsacasonnes 27 A
Unserviceable property, disposition of............ 1.47
Urinal flush valves .......cccoiiiiievecanenans 4766 89
US Military Academy ........oociiiiiianena, 12 2
Utilities: . L.

Contracts: -
Adjustment procedures ................ 499 92
Combined loads .........covivinnvennns 4.96 92
Connection charges ......c.cccvveinnnns 494 92
Discounts ...ocoiviiiiininiainianes 495,498 R
FOrms c.vviveienniennnnnneiesncansnnas 491 92
114
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Peragreph Page
Utilities:
Contracts: (Continued)
Meter
Readings ......ecovvvininiacinanes 49 92
Refunds ...... Cretseececsisancanis 497 92
TeSHNFPS ¢oovvvnvnnnnrannaroaennans 497 92
Rates ...ovviiiniiiinnncrnioeenancencnss 493 92
B . R 492 92
Services:
Responsibility .......cccviiieeninnnnn, 48 9
Sale tiiiiiiieiiiiiiiiiri et rerearaaas 4100 92
Utility Wartime Aid Program .......ccccvveennn 414 71 (
Vegetation, burning .........ciciviiieiiinnnens 335 48
Vending machines .......ccocveniineracnnanss 413c 71
Venetian blinds .v..vvieriinenrervatineneannenns 22
Ventilation: ’ :
Fans ..ceieneieiiocncnninrarecnccnenanenes 425 68
Hospital ceoveiiciararirnnrseiscensncncnnes 42 68
Vermin control (see Insect control).
Vestibules, entrance ......ccvevvereresnennes 21l 24
Vicinity post engineer offices .........ccueeen. 1.105 4
WAC facilities:
Administrative and supply ..............0 2274 30
Hairdressing .....cocecvvevrcencnsnncnnnns 227f X
Hospital «vvveinineiiiiniriiicacnnananss 227 30
Housing .oovvvivniniiiiiniiencicanannnass 227 29
B L 7. . 227 P
MeSSiNg ..cocieannciiiiencctasacncecanena 227¢ 30
Recreation ....civivivicrennceecaraenasens 227e 30
Walks, standards of maintenance for .......... 3.12b 46 (
Wall Jockers .ccoeveeerrcrncronemreccanssoncenn 253 39
War Department Power Procurement Officer....4.9¢ 91
Warehouse: .
Heatifig ...... Ceeaerncretenneratenntenronan 462 8
Post engineer .......c.ciiivetvccncancennnan 244 37
War Relocation Centers .........cc00uennn. 1.5, 1.24 2
Watchman services ............. N 34 48
Watch-report systems, fire ........ testomecnnans 548 101
Water and sewage operating logs .....ccoveaene 1.61 19
Water:
Chlorination ..oececevccncnas crseeaverenans 481 89
Conservation .....coconeeees ceresancecreans 476 88
Coolers ....... ceenceran veseseseans vecenses 478 89
Mains ..covvevncinnnnns Ceseatcstteeasennns 479 89
Meters ........ eeseeertanacrstesetansansenn 477 8
Samples .cvicieiene. ceeeeas tessrenseaccnss 48 90
Services, sale of ..... cerseneanes Ceeeeseaes 473 8
Supply systems, check of .......... cesesnes 2l4c 25
Water-front fire protection ...cceevecireeannnn 5.56¢ 103 t
Water-level gauges ........ teecesevsansesenenns 478 8
Wax, loOF ..oceeessericnsesssasscesscsscscass 218 28
Weapons carriers, use of ......vevuenvieeaniens 377 59
Welfare agency facilitics .....cocvvenencnecnnsee 245 38
Windows:
Obscure Iass ....ccoraceeerenrcoanesasens 221e 29
Shades ....oeeceveearasssncsnossesssossses 221 &8
Washers ...coiviencenes vesensnsssereneesec k3l 10
. Wood, responsibility for procurement of ...... 415¢ 72
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